DISTRICT 01

KLAMATH

DRINKING WATER MONITORING SCHEDULE

THE CALIFORNIA DEPARTMENT OF PUBLIC HEALTH (CDPH) MONITORING SCHEDULER LISTS
REQUIRED CONTAMINANT TESTING OF DRINKING WATER FOR PUBLIC WATER SYSTEMS IN
CALIFORNIA. THE SCHEDULE INCLUDES REQUIRED UPCOMING TESTING, AND PAST DUE
REQUIRED. IF NO TESTING IS LISTED ALL TESTING HAS BEEN WAIVED.

THIS INFORMATION IS VALID AS OF AUGUST 22, 2014.

UPDATES WILL BE REGULARLY PERFORMED REFLECTING CHANGES IN THE WATER
QUALITY MONITORING DATABASE. THESE DOCUMENTS SHOULD BE CONSIDERED "DRAFT"
IN THAT THEY MAY CHANGE WITH SUBSEQUENT UPDATES AS NEW DATA ARE SUBMITTED,
OR AS MONITORING SCHEDULES ARE REVISED. THIS MONITORING SCHEDULE SHOULD NOT
BE USED TO DETERMINE IF SYSTEMS ARE IN COMPLETE COMPLIANCE WITH MONITORING
REQUIREMENTS. THE PURPOSE IS TO ASSIST SYSTEMS IN THEIR PLANNING FOR SAMPLING
EVENTS, AND VERIFICATION OF SCHEDULED MONITORING WITH CDHS RECORDS.

THE TELEPHONE NUMBER FOR THE LOCAL DRINKING WATER OFFICE IS:
(530) 224-4800

Please be aware that the monitoring schedules do not reflect compliance with initial monitoring
for newly regulated constituents (such as MTBE), or constituents that require special monitoring
frequencies. Specifically, the database is unable to accurately forecast the following for the
Monitoring Schedules:

The SOC frequency for large water systems serving over 3,300 people of 2 quarters every 3 years.
In addition, if you have been advised of any increased monitoring that is not reflected in the
Monitoring Schedule for a particular source, please contact your local Drinking Water office

Some older data may not be present in the database, and these are indicated in the schedule as
"DUE." If these samples were taken, have your laboratory submit the data. Since January 1,
2001, data have been required to be submitted directly to CDPH via electronic data transfer
(EDT).

If sampled after January 1, 2001, have your lab submit those data (and data prior to 2001 if
possible) electronically as required to CDPH via EDT. Your laboratory can contact Anthony
Meeks in the CDPH Monitoring and Evaluation Unit at (916) 449-5568 or at edt@cdph.ca.gov for
further information. Changes in the monitoring notification documents will be seen in the next
update.



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800526
System Name: REDWOOD PARK C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800526-003
Source Name: WELL 03 - OUTSIDE - REPRESENTATIVE
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/08/24 .000 2015/08
ANTIMONY 01097 108 2010/09/14 .000 2019/09
ARSENIC 01002 108 2006/08/24 .000 2015/08
BARIUM 01007 108 2006/08/24 .000 2015/08
BERYLLIUM 01012 108 2010/09/14 .000 2019/09
CADMIUM 01027 108 2006/08/24 .000 2015/08
CHROMIUM (TOTAL) 01034 108 2006/08/24 .000 2015/08
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/08/24 .000 2015/08
MERCURY 71900 108 2006/08/24 .000 2015/08
NICKEL 01067 108 2010/09/14 .000 2019/09
PERCHLORATE A-031 036 2012/08/22 < .000 2015/08
SELENIUM 01147 108 2006/08/24 .000 2015/08
THALLIUM 01059 108 2010/09/14 .000 2019/09
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/03 . 2.600 2014/09
NITRITE (AS N) 00620 036 2012/08/22 . .000 2015/08
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/05/28 .880 2017/05
RADIUM 228 11501 108 2008/05/28 .000 2017/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/08/22 .000 2018/08
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/08/22 .000 2018/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/08/22 . .000 2018/08
1,1,2-TRICHLOROETHANE 34511 072 2012/08/22 . .000 2018/08
1,1-DICHLOROETHANE 34496 072 2012/08/22 . .000 2018/08
1,1-DICHLOROETHYLENE 34501 072 2012/08/22 . .000 2018/08
1,2,4-TRICHLOROBENZENE 34551 072 2012/08/22 . .000 2018/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800526
System Name: REDWOOD PARK C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800526-003
Source Name: WELL 03 - OUTSIDE - REPRESENTATIVE
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2012/08/22 .000 2018/08
1,2-DICHLOROETHANE 34531 072 2012/08/22 . .000 2018/08
1,2-DICHLOROPROPANE 34541 072 2012/08/22 . .000 2018/08
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/08/22 . .000 2018/08
1,4-DICHLOROBENZENE 34571 072 2012/08/22 . .000 2018/08
BENZENE 34030 072 2012/08/22 . .000 2018/08
CARBON TETRACHLORIDE 32102 072 2012/08/22 .000 2018/08
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/08/22 . .000 2018/08
DICHLOROMETHANE 34423 072 2012/08/22 . .000 2018/08
ETHYLBENZENE 34371 072 2012/08/22 . .000 2018/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/08/22 . .000 2018/08
MONOCHLOROBENZENE 34301 072 2012/08/22 . .000 2018/08
STYRENE 77128 072 2012/08/22 . .000 2018/08
TETRACHLOROETHYLENE 34475 072 2012/08/22 . .000 2018/08
TOLUENE 34010 072 2012/08/22 . .000 2018/08
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/08/22 .000 2018/08
TRICHLOROETHYLENE 39180 072 2012/08/22 . .000 2018/08
TRICHLOROFLUOROMETHANE 34488 072 2012/08/22 . .000 2018/08
VINYL CHLORIDE 39175 072 2012/08/22 . .000 2018/08
XYLENES (TOTAL) 81551 072 2012/08/22 . .000 2018/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2013/09/03 . 20.000 2022/09
CALCIUM 00916 108 2013/09/03 . 6.800 2022/09
CARBONATE ALKALINITY 00445 108 2013/09/03 < 1.000 2022/09
CHLORIDE 00940 108 2013/09/03 . 5.500 2022/09
COLOR 00081 108 2013/09/03 < 3.000 2022/09
COPPER 01042 108 2013/09/03 . 52.000 2022/09
FOAMING AGENTS (MBAS) 38260 108 2013/09/03 < .050 2022/09
HARDNESS (TOTAL) AS CACO3 00900 108 2013/09/03 . 22.000 2022/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800526

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: REDWOOD PARK C.S.D.

PS Code: 0800526-003

Source Name: WELL 03 - OUTSIDE - REPRESENTATIVE

Source Number: 003

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2013/09/03 < 1.000
01045 108 2013/09/03 .000
00927 108 2013/09/03 1.300
01055 108 2013/09/03 .000
00086 108 2013/09/03 .000
00403 108 2013/09/03 6.600
01077 108 2013/09/03 .000
00929 108 2013/09/03 4.800
00095 108 2013/09/03 63.000
00945 108 2013/09/03 2.600
70300 108 2013/09/03 50.000
01092 108 2013/09/03 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800532
System Name: B|G ROCK C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800532-001
Source Name: SMITH RIVER INFILTRATION GALLERY
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 1999/09/28 .000 2008/09 DUE
ANTIMONY 01097 036 1999/09/28 < 6.000 2002/09 DUE
ARSENIC 01002 108 2008/09/25 .000 2017/09
BARIUM 01007 108 2008/09/25 .000 2017/09
BERYLLIUM 01012 036 1999/09/28 .000 2002/09 DUE
CADMIUM 01027 108 2008/09/25 .000 2017/09
CHROMIUM (TOTAL) 01034 108 2008/09/25 .000 2017/09
CHROMIUM, HEXAVALENT 01032 036 2005/11/01 < 10.000 2008/11 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 1999/09/28 .000 2008/09 DUE
MERCURY 71900 108 2008/09/25 .000 2017/09
NICKEL 01067 108 2009/06/28 .000 2018/06
PERCHLORATE A-031 012 2011/09/27 < .000 2012/09 DUE
SELENIUM 01147 108 2008/09/25 .000 2017/09
THALLIUM 01059 108 2009/06/28 .000 2018/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2010/12/16 .000 2011/12 DUE
NITRITE (AS N) 00620 036 2009/06/28 .000 2012/06 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/11/01 - .130 2014/11
RADIUM 228 11501 108 2007/12/18 .025 2016/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/02/13 .000 2019/02
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/02/13 .000 2019/02
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2007/02/20 .000 2013/02 DUE
1,1,2-TRICHLOROETHANE 34511 072 2007/02/20 .000 2013/02 DUE
1,1-DICHLOROETHANE 34496 072 2007/02/20 .000 2013/02 DUE
1,1-DICHLOROETHYLENE 34501 072 2007/02/20 .000 2013/02 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2007/02/20 .000 2013/02 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800532
System Name: B|G ROCK C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800532-001

Source Name: SMITH RIVER INFILTRATION GALLERY

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2013/02/13 .000 2019/02
1,2-DICHLOROETHANE 34531 072 2007/02/20 .000 2013/02 DUE
1,2-DICHLOROPROPANE 34541 072 2007/02/20 .000 2013/02 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2007/02/20 .000 2013/02 DUE
1,4-DICHLOROBENZENE 34571 072 2007/02/20 .000 2013/02 DUE
BENZENE 34030 072 2007/02/20 .000 2013/02 DUE
CARBON TETRACHLORIDE 32102 072 2013/02/13 .000 2019/02
CIS-1,2-DICHLOROETHYLENE 77093 072 2007/02/20 .000 2013/02 DUE
DICHLOROMETHANE 34423 072 2007/02/20 .000 2013/02 DUE
ETHYLBENZENE 34371 072 2007/02/20 .000 2013/02 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2007/02/20 .000 2013/02 DUE
MONOCHLOROBENZENE 34301 072 2007/02/20 .000 2013/02 DUE
STYRENE 77128 072 2007/02/20 .000 2013/02 DUE
TETRACHLOROETHYLENE 34475 072 2007/02/20 .000 2013/02 DUE
TOLUENE 34010 072 2007/02/20 .000 2013/02 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/02/13 .000 2019/02
TRICHLOROETHYLENE 39180 072 2007/02/20 .000 2013/02 DUE
TRICHLOROFLUOROMETHANE 34488 072 2007/02/20 .000 2013/02 DUE
VINYL CHLORIDE 39175 072 2007/02/20 .000 2013/02 DUE
XYLENES (TOTAL) 81551 072 2007/02/20 .000 2013/02 DUE
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/11/01 - 1.400 2014/11
BICARBONATE ALKALINITY 00440 108 1995/12/28 47.000 2004/12 DUE
CALCIUM 00916 108 2009/06/28 5.200 2018/06
CARBONATE ALKALINITY 00445 108 2005/11/01 < 1.000 2014/11
CHLORIDE 00940 108 2009/06/28 2.600 2018/06
COLOR 00081 108 DUE
COPPER 01042 108 1999/09/28 .000 2008/09 DUE
FOAMING AGENTS (MBAS) 38260 108 2005/11/01 < .050 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800532

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: B|G ROCK C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 0800532-001

Source Name: SMITH RIVER INFILTRATION GALLERY

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2009/06/28 62.000
HYDROXIDE ALKALINITY 71830 108 2005/11/01 1.000
IRON 01045 108 2005/11/01 .000
MAGNESIUM 00927 108 2009/06/28 12.000
MANGANESE 01055 108 1999/09/28 .000
ODOR THRESHOLD @ 60 C 00086 108 2005/11/01 4.000
PH, LABORATORY 00403 108 2009/06/28 7.300
SILVER 01077 108 1999/09/28 .000
SODIUM 00929 108 2005/11/01 3.200
SPECIFIC CONDUCTANCE 00095 108 2010/12/06 190.000
SULFATE 00945 108 2009/06/28 2.700
TOTAL DISSOLVED SOLIDS 70300 108 2009/06/28 79.000
TURBIDITY, LABORATORY 82079 108 2005/11/01 .050
ZINC 01092 108 1999/09/28 -000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/06
2014/11
2014/11
2018/06
2008/09 DUE
2014/11
2018/06
2008/09 DUE
2014/11
2019/12
2018/06
2018/06
2014/11
2008/09 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE -
Klamath
(530) 224-4800

System Number: 0800542
System Name: CRESCENT BEACH MOTEL

STORET

DATA CURRENT AS OF AUGUST 22, 2014

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 0800542-002
Source Name: WELLS COMPOSITE - TREATED

Source Number: 002

Source Status: COMBINATION OR BLEND TREATED
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

PS Code: 0800542-003
Source Name: NEWEST WELL - REPRESENTATIVE

Source Number: 003
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

012
036

012
036

2000/07/20
2000/07/20

2010/12/07
2008/12/08

.000
.000

.000
.000

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

2001/07 DUE
2003/07 DUE

2011/12 DUE
2011/12 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800548
System Name: KL AMATH C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800548-002
Source Name: WELL 01 - REPRESENTS 1 & 2
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 108 1999/01/12 .000 2008/01 DUE
ANTIMONY 01097 108 2005/06/20 .000 2014/06 DUE
ARSENIC 01002 108 1999/01/12 .000 2008/01 DUE
BARIUM 01007 108 2005/06/20 .000 2014/06 DUE
BERYLLIUM 01012 108 1999/01/12 .000 2008/01 DUE
CADMIUM 01027 108 1999/01/12 .000 2008/01 DUE
CHROMIUM (TOTAL) 01034 108 1999/01/12 .000 2008/01 DUE
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 1999/01/12 .000 2002/01 DUE
MERCURY 71900 108 1999/01/12 .000 2008/01 DUE
NICKEL 01067 108 1999/01/12 .000 2008/01 DUE
PERCHLORATE A-031 036 2014/04/03 < .000 2017/04
SELENIUM 01147 108 1999/01/12 .000 2008/01 DUE
THALLIUM 01059 108 2005/06/20 .000 2014/06 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2009/12/20 3.400 2010/12 DUE
NITRITE (AS N) 00620 036 2009/12/20 .000 2012/12 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/10/30 .055 2016/10
RADIUM 228 11501 108 2007/10/30 .000 2016/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2009/12/20 .000 2015/12
1,1,2,2-TETRACHLOROETHANE 34516 072 2009/12/20 .000 2015/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2009/12/20 .000 2015/12
1,1,2-TRICHLOROETHANE 34511 072 2009/12/20 .000 2015/12
1,1-DICHLOROETHANE 34496 072 2009/12/20 .000 2015/12
1,1-DICHLOROETHYLENE 34501 072 2009/12/20 .000 2015/12
1,2,4-TRICHLOROBENZENE 34551 072 2009/12/20 .000 2015/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800548
System Name: KL AMATH C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800548-002
Source Name: WELL 01 - REPRESENTS 1 & 2
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2009/12/20 .000 2015/12
1,2-DICHLOROETHANE 34531 072 2009/12/20 .000 2015/12
1,2-DICHLOROPROPANE 34541 072 2009/12/20 .000 2015/12
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2009/12/20 .000 2015/12
1,4-DICHLOROBENZENE 34571 072 2009/12/20 .000 2015/12
BENZENE 34030 072 2009/12/20 .000 2015/12
CARBON TETRACHLORIDE 32102 072 2009/12/20 .000 2015/12
CIS-1,2-DICHLOROETHYLENE 77093 072 2009/12/20 .000 2015/12
DICHLOROMETHANE 34423 072 2009/12/20 .000 2015/12
ETHYLBENZENE 34371 072 2009/12/20 .000 2015/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2009/12/20 .000 2015/12
MONOCHLOROBENZENE 34301 072 2009/12/20 .000 2015/12
STYRENE 77128 072 2009/12/20 .000 2015/12
TETRACHLOROETHYLENE 34475 072 2009/12/20 .000 2015/12
TOLUENE 34010 072 2009/12/20 .000 2015/12
TRANS-1,2-DICHLOROETHYLENE 34546 072 2009/12/20 .000 2015/12
TRICHLOROETHYLENE 39180 072 2009/12/20 .000 2015/12
TRICHLOROFLUOROMETHANE 34488 072 2009/12/20 .000 2015/12
VINYL CHLORIDE 39175 072 2009/12/20 .000 2015/12
XYLENES (TOTAL) 81551 072 2009/12/20 .000 2015/12
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/06/20 - 2.700 2014/06 DUE
BICARBONATE ALKALINITY 00440 000 DUE
CALCIUM 00916 000 DUE
CARBONATE ALKALINITY 00445 108 2014/04/03 < 1.000 2023/04
CHLORIDE 00940 108 DUE
COLOR 00081 108 DUE
COPPER 01042 108 DUE
FOAMING AGENTS (MBAS) 38260 108 2014/04/03 < .050 2023/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800548
System Name: KL AMATH C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800548-002
Source Name: WELL 01 - REPRESENTS 1 & 2
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 000 DUE
HYDROXIDE ALKALINITY 71830 108 2014/04/03 < 1.000 2023/04
IRON 01045 108 2005/06/20 2200.000 2014/06 DUE
MAGNESIUM 00927 000 DUE
MANGANESE 01055 108 2005/06/20 38.000 2014/06 DUE
ODOR THRESHOLD @ 60 C 00086 108 2005/06/20 .000 2014/06 DUE
PH, LABORATORY 00403 108 DUE
SILVER 01077 108 DUE
SODIUM 00929 108 2009/12/20 15.000 2018/12
SPECIFIC CONDUCTANCE 00095 036 2009/10/29 66.000 2012/10 DUE
SULFATE 00945 108 2005/06/20 2.700 2014/06 DUE
TOTAL DISSOLVED SOLIDS 70300 108 DUE
TURBIDITY, LABORATORY 82079 108 DUE
ZINC 01092 108 DUE
PS Code: 0800548-003
Source Name: WELL 03 - SIMPSON - RAW
Source Number: 003
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 108 2004/06/14 . .000 2013/06 DUE
ANTIMONY 01097 108 2004/06/14 .000 2013/06 DUE
ARSENIC 01002 108 2004/06/14 . .000 2013/06 DUE
BARIUM 01007 108 2004/06/14 .000 2013/06 DUE
BERYLLIUM 01012 108 2004/06/14 . .000 2013/06 DUE
CADMIUM 01027 108 2004/06/14 .000 2013/06 DUE
CHROMIUM (TOTAL) 01034 108 2004/06/14 . .000 2013/06 DUE
CHROMIUM, HEXAVALENT 01032 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800548
System Name: KL AMATH C.S.D.

PS Code: 0800548-003
Source Name: WELL 03 - SIMPSON - RAW

Source Number: 003
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY

NICKEL

PERCHLORATE

SELENIUM

THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

00951
71900
01067
A-031
01147
01059

71850
00620

01501

34506
34516
81611
34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

108
108
108
000
108
108

012
036

108

108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108

2004/06/14
2004/06/14
2004/06/14

2004/06/14
2004/06/14

2004/06/14
2004/06/14

2004/06/14

2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14

.000
.000
.000

.000
.000

3.500
.000

- .270

.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/06
2013/06
2013/06

2013/06
2013/06

2005/06
2007/06

2013/06

2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800548
System Name: KL AMATH C.S.D.

PS Code: 0800548-003
Source Name: WELL 03 - SIMPSON - RAW

Source Number: 003

Source Status: ACTIVE UNTREATED

Water type: G

REGULATED VOC

ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE
XYLENES (TOTAL)

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM
CARBONATE ALKALINITY
CHLORIDE
COLOR
COPPER
FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY
IRON
MAGNESIUM
MANGANESE
ODOR THRESHOLD @ 60 C
PH, LABORATORY
SILVER
SODIUM

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383
00440
00916
00445
00940
00081
01042
38260
00900
71830
01045
00927
01055
00086
00403
01077
00929

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

108
108
108
108
108
108
108
108
108
108
108

000
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108

2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14

2004/06/14
2004/06/14
2004/06/14
2014/03/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14
2004/06/14

.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000

21.000
6.400

< 1.000

3.800
.000
.000
.000
22.000

< 1.000

230.000
1.500
.000
.000
6.500
.000
4.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06

2013/06
2013/06
2013/06
2023/03

2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06
2013/06

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

Page 13 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800548
System Name: KL AMATH C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800548-003
Source Name: WELL 03 - SIMPSON - RAW
Source Number: 003
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SPECIFIC CONDUCTANCE 00095 108 2004/06/14 . 65.000 2013/06 DUE
SULFATE 00945 108 2004/06/14 2.400 2013/06 DUE
TOTAL DISSOLVED SOLIDS 70300 108 2014/03/14 . 37.000 2023/03
TURBIDITY, LABORATORY 82079 108 2004/06/14 . 1.500 2013/06 DUE
ZINC 01092 108 2004/06/14 . .000 2013/06 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800552
System Name: NORTHCREST TRAILER CITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800552-002
Source Name: NEW SECTION WELL - REPRESENTS OLD & NEW
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 108 2004/08/10 . .000 2013/08 DUE
ANTIMONY 01097 108 2004/08/10 .000 2013/08 DUE
ARSENIC 01002 108 2004/08/10 . .000 2013/08 DUE
BARIUM 01007 108 2004/08/10 .000 2013/08 DUE
BERYLLIUM 01012 108 2004/08/10 . .000 2013/08 DUE
CADMIUM 01027 108 2004/08/10 .000 2013/08 DUE
CHROMIUM (TOTAL) 01034 108 2004/08/10 .000 2013/08 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2004/08/10 . .000 2013/08 DUE
MERCURY 71900 108 2004/08/10 . .000 2013/08 DUE
NICKEL 01067 108 2004/08/10 . 21.000 2013/08 DUE
PERCHLORATE A-031 006 2012/01/15 < .000 2012/07 DUE
SELENIUM 01147 108 2004/08/10 . .000 2013/08 DUE
THALLIUM 01059 108 2004/08/10 .000 2013/08 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2012/01/15 . 9.500 2013/01 DUE
NITRITE (AS N) 00620 036 2012/01/15 . .000 2015/01
RADIOLOGICAL
GROSS ALPHA 01501 108 2004/08/10 . .240 2013/08 DUE
RADIUM 228 11501 108 2012/12/27 .048 2021/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/01/15 .000 2018/01
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/01/15 .000 2018/01
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/01/15 . .000 2018/01
1,1,2-TRICHLOROETHANE 34511 072 2012/01/15 . .000 2018/01
1,1-DICHLOROETHANE 34496 072 2012/01/15 . .000 2018/01
1,1-DICHLOROETHYLENE 34501 072 2012/01/15 . .000 2018/01
1,2,4-TRICHLOROBENZENE 34551 072 2012/01/15 . .000 2018/01
1,2-DICHLOROBENZENE 34536 072 2012/01/15 .000 2018/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800552
System Name: NORTHCREST TRAILER CITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800552-002
Source Name: NEW SECTION WELL - REPRESENTS OLD & NEW
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2012/01/15 . .000 2018/01
1,2-DICHLOROPROPANE 34541 072 2012/01/15 . .000 2018/01
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/01/15 . .000 2018/01
1,4-DICHLOROBENZENE 34571 072 2012/01/15 . .000 2018/01
BENZENE 34030 072 2012/01/15 . .000 2018/01
CARBON TETRACHLORIDE 32102 072 2012/01/15 .000 2018/01
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/01/15 . .000 2018/01
DICHLOROMETHANE 34423 072 2012/01/15 . .000 2018/01
ETHYLBENZENE 34371 072 2012/01/15 . .000 2018/01
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/01/15 . .000 2018/01
MONOCHLOROBENZENE 34301 072 2012/01/15 . .000 2018/01
STYRENE 77128 072 2012/01/15 . .000 2018/01
TETRACHLOROETHYLENE 34475 072 2012/01/15 . .000 2018/01
TOLUENE 34010 072 2012/01/15 . .000 2018/01
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/01/15 .000 2018/01
TRICHLOROETHYLENE 39180 072 2012/01/15 . .000 2018/01
TRICHLOROFLUOROMETHANE 34488 072 2012/01/15 . .000 2018/01
VINYL CHLORIDE 39175 072 2012/01/15 . .000 2018/01
XYLENES (TOTAL) 81551 072 2012/01/15 . .000 2018/01
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2004/08/10 . 70.000 2013/08 DUE
CALCIUM 00916 108 2004/08/10 . 5.700 2013/08 DUE
CARBONATE ALKALINITY 00445 108 2004/08/10 < 1.000 2013/08 DUE
CHLORIDE 00940 108 2004/08/10 . 18.000 2013/08 DUE
COLOR 00081 108 2004/08/10 . .000 2013/08 DUE
COPPER 01042 108 2004/08/10 . .000 2013/08 DUE
FOAMING AGENTS (MBAS) 38260 108 2012/01/15 < .050 2021/01
HARDNESS (TOTAL) AS CACO3 00900 108 2004/08/10 . 81.000 2013/08 DUE
HYDROXIDE ALKALINITY 71830 108 2004/08/10 < 1.000 2013/08 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800552
System Name: NORTHCREST TRAILER CITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800552-002
Source Name: NEW SECTION WELL - REPRESENTS OLD & NEW
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 108 2004/08/10 .000 2013/08 DUE
MAGNESIUM 00927 108 2004/08/10 . 16.000 2013/08 DUE
MANGANESE 01055 108 2004/08/10 .000 2013/08 DUE
ODOR THRESHOLD @ 60 C 00086 108 2004/08/10 .000 2013/08 DUE
PH, LABORATORY 00403 108 2004/08/10 . 6.800 2013/08 DUE
SILVER 01077 108 2004/08/10 . .000 2013/08 DUE
SODIUM 00929 108 2004/08/10 13.000 2013/08 DUE
SPECIFIC CONDUCTANCE 00095 108 2012/01/15 . 230.000 2021/01
SULFATE 00945 108 2004/08/10 5.500 2013/08 DUE
TOTAL DISSOLVED SOLIDS 70300 108 2004/08/10 . 140.000 2013/08 DUE
TURBIDITY, LABORATORY 82079 108 2004/08/10 . .000 2013/08 DUE
ZINC 01092 108 2004/08/10 . .000 2013/08 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800555

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: GASQUET C.S.D.

PS Code: 0800555-001

Source Name: NORTH FORK SMITH RIVER

Source Number: 001

Source Status:
Water type: S

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA
RADIUM 228

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

*Testing interval is in months;

ACTIVE UNTREATED

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

01105 108 2005/10/25 .000
01097 108 2005/10/25 .000
01002 108 2005/10/25 .000
01007 108 2005/10/25 .000
01012 108 2005/10/25 .000
01027 108 2005/10/25 .000
01034 108 2005/10/25 .000
00951 108 2005/10/25 .000
71900 108 2005/10/25 .000
01067 108 2005/10/25 .000
A-031 012 2013/09/05 < .000
01147 108 2005/10/25 .000
01059 108 2005/10/25 .000
71850 012 2013/09/05 .000
00620 036 2012/08/24 .000
01501 108 2005/08/22 .000
11501 108 2007/08/24 .170
82383 108 2005/10/25 - .990
00440 108 2005/10/25 67.000
00916 108 2005/10/25 3.200
00445 108 2005/10/25 < 1.000
00940 108 2005/10/25 3.200
00081 108 2005/10/25 5.000
01042 108 2005/10/25 .000
38260 108 2005/10/25 < .050

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/09
2014/10
2014/10

2014/09
2015/08

2014/08
2016/08

2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800555

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: GASQUET C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 0800555-001

Source Name: NORTH FORK SMITH RIVER

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: S

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2005/10/25 73.000
HYDROXIDE ALKALINITY 71830 108 2005/10/25 < 1.000
IRON 01045 108 2005/10/25 .000
MAGNESIUM 00927 108 2005/10/25 16.000
MANGANESE 01055 108 2005/10/25 .000
ODOR THRESHOLD @ 60 C 00086 108 2005/10/25 2.000
PH, LABORATORY 00403 108 2005/10/25 8.000
SILVER 01077 108 2005/10/25 .000
SODIUM 00929 108 2005/10/25 2.700
SPECIFIC CONDUCTANCE 00095 108 2013/09/05 130.000
SULFATE 00945 108 2005/10/25 1.200
TOTAL DISSOLVED SOLIDS 70300 108 2005/10/25 84.000
TURBIDITY, LABORATORY 82079 108 2005/10/25 .000
ZINC 01092 108 2005/10/25 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2022/09
2014/10
2014/10
2014/10
2014/10
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800556
System Name: HRC C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800556-002
Source Name: WELL 03 - ALPINE COURT
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2007/02/27 .000 2016/02
ANTIMONY 01097 108 2007/02/27 .000 2016/02
ARSENIC 01002 108 2007/02/27 .000 2016/02
BARIUM 01007 108 2007/02/27 .000 2016/02
BERYLLIUM 01012 108 2007/02/27 .000 2016/02
CADMIUM 01027 108 2007/02/27 .000 2016/02
CHROMIUM (TOTAL) 01034 108 2007/02/27 .000 2016/02
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/02/27 .000 2016/02
MERCURY 71900 108 2007/02/27 .000 2016/02
NICKEL 01067 108 2007/02/27 76.000 2016/02
PERCHLORATE A-031 036 2009/10/29 .000 2012/10 DUE
SELENIUM 01147 108 2007/02/27 .000 2016/02
THALLIUM 01059 108 2007/02/27 .000 2016/02
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2012/01/16 . 3.700 2013/01 DUE
NITRITE (AS N) 00620 036 2012/01/16 . .000 2015/01
RADIOLOGICAL
GROSS ALPHA 01501 108 1996/12/20 2.010 2005/12 DUE
RADIUM 228 11501 108 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2007/02/27 .000 2013/02 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2007/02/27 .000 2013/02 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2007/02/27 .000 2013/02 DUE
1,1,2-TRICHLOROETHANE 34511 072 2007/02/27 .000 2013/02 DUE
1,1-DICHLOROETHANE 34496 072 2007/02/27 .000 2013/02 DUE
1,1-DICHLOROETHYLENE 34501 072 2007/02/27 .000 2013/02 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2007/02/27 .000 2013/02 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800556
System Name: HRC C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800556-002

Source Name: WELL 03 - ALPINE COURT

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2007/02/27 .000 2013/02 DUE
1,2-DICHLOROETHANE 34531 072 2007/02/27 .000 2013/02 DUE
1,2-DICHLOROPROPANE 34541 072 2007/02/27 .000 2013/02 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2007/02/27 .000 2013/02 DUE
1,4-DICHLOROBENZENE 34571 072 2007/02/27 .000 2013/02 DUE
BENZENE 34030 072 2007/02/27 .000 2013/02 DUE
CARBON TETRACHLORIDE 32102 072 2007/02/27 .000 2013/02 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2007/02/27 .000 2013/02 DUE
DICHLOROMETHANE 34423 072 2007/02/27 .000 2013/02 DUE
ETHYLBENZENE 34371 072 2007/02/27 .000 2013/02 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2007/02/27 .000 2013/02 DUE
MONOCHLOROBENZENE 34301 072 2007/02/27 .000 2013/02 DUE
STYRENE 77128 072 2007/02/27 .000 2013/02 DUE
TETRACHLOROETHYLENE 34475 072 2007/02/27 .000 2013/02 DUE
TOLUENE 34010 072 2007/02/27 .000 2013/02 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2007/02/27 .000 2013/02 DUE
TRICHLOROETHYLENE 39180 072 2007/02/27 .000 2013/02 DUE
TRICHLOROFLUOROMETHANE 34488 072 2007/02/27 .000 2013/02 DUE
VINYL CHLORIDE 39175 072 2007/02/27 .000 2013/02 DUE
XYLENES (TOTAL) 81551 072 2007/02/27 .000 2013/02 DUE
SECONDARY/GP

BICARBONATE ALKALINITY 00440 108 2007/02/27 66.000 2016/02
CALCIUM 00916 108 2009/10/29 3.800 2018/10
CARBONATE ALKALINITY 00445 108 2007/02/27 < 1.000 2016/02
CHLORIDE 00940 108 2007/02/27 4.500 2016/02
COLOR 00081 108 2007/02/27 3.000 2016/02
COPPER 01042 108 2007/02/27 .000 2016/02
FOAMING AGENTS (MBAS) 38260 108 2007/02/27 < .050 2016/02
HARDNESS (TOTAL) AS CACO3 00900 108 2007/02/27 66.000 2016/02

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800556
System Name: HRC C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 0800556-002
Source Name: WELL 03 - ALPINE COURT
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2007/02/27 < 1.000
IRON 01045 108 2007/02/27 .000
MAGNESIUM 00927 108 2007/02/27 14.000
MANGANESE 01055 108 2007/02/27 .000
ODOR THRESHOLD @ 60 C 00086 108 2007/02/27 7.000
PH, LABORATORY 00403 108 2009/10/29 6.300
SILVER 01077 108 2007/02/27 .000
SODIUM 00929 108 2007/02/27 3.500
SPECIFIC CONDUCTANCE 00095 108 2009/10/29 180.000
SULFATE 00945 108 2007/02/27 1.700
TOTAL DISSOLVED SOLIDS 70300 108 2009/10/29 110.000
TURBIDITY, LABORATORY 82079 108 2007/02/27 .840
ZINC 01092 108 2007/02/27 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/02
2016/02
2016/02
2016/02
2016/02
2018/10
2016/02
2016/02
2018/10
2016/02
2018/10
2016/02
2016/02

Page 22 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800557
System Name: HUNTER VALLEY CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800557-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/08/24 . .000 2020/08
ANTIMONY 01097 108 2011/08/24 .000 2020/08
ARSENIC 01002 108 2011/08/24 . .000 2020/08
BARIUM 01007 108 2011/08/24 .000 2020/08
BERYLLIUM 01012 108 2011/08/24 . .000 2020/08
CADMIUM 01027 108 2011/08/24 . .000 2020/08
CHROMIUM (TOTAL) 01034 108 2011/08/24 . .000 2020/08
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/08/24 . .000 2020/08
MERCURY 71900 108 2011/08/24 . .000 2020/08
NICKEL 01067 108 2011/08/24 . .000 2020/08
PERCHLORATE A-031 012 2009/12/02 .000 2010/12 DUE
SELENIUM 01147 108 2011/08/24 . .000 2020/08
THALLIUM 01059 108 2011/08/24 .000 2020/08
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2011/08/24 . .000 2012/08 DUE
NITRITE (AS N) 00620 036 2009/12/02 .000 2012/12 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/10/01 .180 2016/10
RADIUM 228 11501 108 2009/04/01 .000 2018/04
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2006/12/18 .000 2012/12 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2006/12/18 .000 2012/12 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2006/12/18 .000 2012/12 DUE
1,1,2-TRICHLOROETHANE 34511 072 2006/12/18 .000 2012/12 DUE
1,1-DICHLOROETHANE 34496 072 2006/12/18 .000 2012/12 DUE
1,1-DICHLOROETHYLENE 34501 072 2006/12/18 .000 2012/12 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2006/12/18 .000 2012/12 DUE
1,2-DICHLOROBENZENE 34536 072 2006/12/18 .000 2012/12 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800557
System Name: HUNTER VALLEY CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800557-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2006/12/18 .000 2012/12 DUE
1,2-DICHLOROPROPANE 34541 072 2006/12/18 .000 2012/12 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2006/12/18 .000 2012/12 DUE
1,4-DICHLOROBENZENE 34571 072 2006/12/18 .000 2012/12 DUE
BENZENE 34030 072 2006/12/18 .000 2012/12 DUE
CARBON TETRACHLORIDE 32102 072 2006/12/18 .000 2012/12 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2006/12/18 .000 2012/12 DUE
DICHLOROMETHANE 34423 072 2006/12/18 .000 2012/12 DUE
ETHYLBENZENE 34371 072 2006/12/18 .000 2012/12 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2006/12/18 .000 2012/12 DUE
MONOCHLOROBENZENE 34301 072 2006/12/18 .000 2012/12 DUE
STYRENE 77128 072 2006/12/18 .000 2012/12 DUE
TETRACHLOROETHYLENE 34475 072 2006/12/18 .000 2012/12 DUE
TOLUENE 34010 072 2006/12/18 .000 2012/12 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2006/12/18 .000 2012/12 DUE
TRICHLOROETHYLENE 39180 072 2006/12/18 .000 2012/12 DUE
TRICHLOROFLUOROMETHANE 34488 072 2006/12/18 .000 2012/12 DUE
VINYL CHLORIDE 39175 072 2006/12/18 .000 2012/12 DUE
XYLENES (TOTAL) 81551 072 2006/12/18 .000 2012/12 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/01/09 - 2.700 2015/01
BICARBONATE ALKALINITY 00440 108 2011/08/24 . 45.000 2020/08
CALCIUM 00916 108 2011/08/24 . 6.200 2020/08
CARBONATE ALKALINITY 00445 108 2011/08/24 < 1.000 2020/08
CHLORIDE 00940 108 2006/01/09 3.300 2015/01
COLOR 00081 108 2006/01/09 .000 2015/01
COPPER 01042 108 2011/08/24 . .000 2020/08
FOAMING AGENTS (MBAS) 38260 108 2006/01/09 < .050 2015/01
HARDNESS (TOTAL) AS CACO3 00900 108 2011/08/24 . 20.000 2020/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800557

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: HUNTER VALLEY CSD

PS Code: 0800557-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2011/08/24 < 1.000
01045 108 2011/08/24 .000
00927 108 2011/08/24 1.200
01055 108 2011/08/24 .000
00086 108 2006/01/09 1.000
00403 108 2011/08/24 6.700
01077 108 2011/08/24 .000
00929 108 2011/08/24 3.300
00095 108 2009/12/02 84.000
00945 108 2006/01/09 2.000
70300 108 2006/01/09 49.000
82079 108 2006/01/09 .210
01092 108 2011/08/24 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/08
2020/08
2020/08
2020/08
2015/01
2020/08
2020/08
2020/08
2018/12
2015/01
2015/01
2015/01
2020/08
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800603
System Name: BUTTE COURT MOBILE HOME PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800603-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2008/06/02 .000 2017/06
ANTIMONY 01097 108 2008/06/02 .000 2017/06
ARSENIC 01002 108 2008/06/02 .000 2017/06
BARIUM 01007 108 2008/06/02 .000 2017/06
BERYLLIUM 01012 108 2008/06/02 .000 2017/06
CADMIUM 01027 108 2008/06/02 .000 2017/06
CHROMIUM (TOTAL) 01034 108 2008/06/02 16.000 2017/06
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2008/06/02 .000 2017/06
MERCURY 71900 108 2008/06/02 .000 2017/06
NICKEL 01067 108 2008/06/02 23.000 2017/06
PERCHLORATE A-031 036 2009/10/29 .000 2012/10 DUE
SELENIUM 01147 108 2008/06/02 .000 2017/06
THALLIUM 01059 108 2008/06/02 .000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2012/01/15 . 16.000 2013/01 DUE
NITRITE (AS N) 00620 036 2012/01/15 . .000 2015/01
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/10/30 .923 2016/10
RADIUM 228 11501 108 2007/10/30 135 2016/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2008/06/02 .000 2014/06 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2008/06/02 .000 2014/06 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2008/06/02 .000 2014/06 DUE
1,1,2-TRICHLOROETHANE 34511 072 2008/06/02 .000 2014/06 DUE
1,1-DICHLOROETHANE 34496 072 2008/06/02 .000 2014/06 DUE
1,1-DICHLOROETHYLENE 34501 072 2008/06/02 .000 2014/06 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2008/06/02 .000 2014/06 DUE
1,2-DICHLOROBENZENE 34536 072 2008/06/02 .000 2014/06 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800603
System Name: BUTTE COURT MOBILE HOME PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800603-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2008/06/02 .000 2014/06 DUE
1,2-DICHLOROPROPANE 34541 072 2008/06/02 .000 2014/06 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2008/06/02 .000 2014/06 DUE
1,4-DICHLOROBENZENE 34571 072 2008/06/02 .000 2014/06 DUE
BENZENE 34030 072 2008/06/02 .000 2014/06 DUE
CARBON TETRACHLORIDE 32102 072 2008/06/02 .000 2014/06 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2008/06/02 .000 2014/06 DUE
DICHLOROMETHANE 34423 072 2008/06/02 .000 2014/06 DUE
ETHYLBENZENE 34371 072 2008/06/02 .000 2014/06 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2008/06/02 .000 2014/06 DUE
MONOCHLOROBENZENE 34301 072 2008/06/02 .000 2014/06 DUE
STYRENE 77128 072 2008/06/02 .000 2014/06 DUE
TETRACHLOROETHYLENE 34475 072 2008/06/02 .000 2014/06 DUE
TOLUENE 34010 072 2008/06/02 .000 2014/06 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2008/06/02 .000 2014/06 DUE
TRICHLOROETHYLENE 39180 072 2008/06/02 .000 2014/06 DUE
TRICHLOROFLUOROMETHANE 34488 072 2008/06/02 .000 2014/06 DUE
VINYL CHLORIDE 39175 072 2008/06/02 .000 2014/06 DUE
XYLENES (TOTAL) 81551 072 2008/06/02 .000 2014/06 DUE
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2008/06/02 60.000 2017/06
CALCIUM 00916 108 2009/10/29 6.300 2018/10
CARBONATE ALKALINITY 00445 108 2008/06/02 < 1.000 2017/06
CHLORIDE 00940 108 2008/06/02 18.000 2017/06
COLOR 00081 108 2008/06/02 < 3.000 2017/06
COPPER 01042 108 2008/06/02 .000 2017/06
FOAMING AGENTS (MBAS) 38260 108 2008/06/02 < .050 2017/06
HARDNESS (TOTAL) AS CACO3 00900 108 2008/06/02 79.000 2017/06
HYDROXIDE ALKALINITY 71830 108 2008/06/02 < 1.000 2017/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800603

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BUTTE COURT MOBILE HOME PARK

PS Code: 0800603-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP
IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01045 108 2008/06/02 .000
00927 108 2008/06/02 15.000
01055 108 2008/06/02 .000
00086 108 2008/06/02 .000
00403 108 2009/10/29 6.000
01077 108 2008/06/02 .000
00929 108 2008/06/02 12.000
00095 108 2009/10/29 230.000
00945 108 2008/06/02 8.700
70300 108 2009/10/29 150.000
82079 108 2008/06/02 < .050
01092 108 2008/06/02 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/06
2017/06
2017/06
2017/06
2018/10
2017/06
2017/06
2018/10
2017/06
2018/10
2017/06
2017/06

Page 28 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800605
System Name: WEST PARK PROPERTIES

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800605-001
Source Name: WELL 02 - MAIN
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/12/13 .000 2015/12
ANTIMONY 01097 108 2006/12/13 .000 2015/12
ARSENIC 01002 108 2006/12/13 .000 2015/12
BARIUM 01007 108 2006/12/13 .000 2015/12
BERYLLIUM 01012 108 2006/12/13 .000 2015/12
CADMIUM 01027 108 2006/12/13 .000 2015/12
CHROMIUM (TOTAL) 01034 108 2006/12/13 14.000 2015/12
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/12/13 .000 2015/12
MERCURY 71900 108 2006/12/13 .000 2015/12
NICKEL 01067 108 2006/12/13 34.000 2015/12
PERCHLORATE A-031 036 2009/10/29 .000 2012/10 DUE
SELENIUM 01147 108 2006/12/13 .000 2015/12
THALLIUM 01059 108 2006/12/13 .000 2015/12
NITRATE/NITRITE
NITRATE (AS NO3) 71850 003 2014/06/27 . 130.000 2014/09
NITRITE (AS N) 00620 036 2012/03/25 . .000 2015/03
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/07/22 .552 2016/07
RADIUM 228 11501 108 2007/07/22 .000 2016/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2005/03/29 .000 2011/03 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2005/03/29 .000 2011/03 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2005/03/29 . .000 2011/03 DUE
1,1,2-TRICHLOROETHANE 34511 072 2005/03/29 . .000 2011/03 DUE
1,1-DICHLOROETHANE 34496 072 2005/03/29 . .000 2011/03 DUE
1,1-DICHLOROETHYLENE 34501 072 2005/03/29 . .000 2011/03 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2005/03/29 . .000 2011/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800605
System Name: WEST PARK PROPERTIES

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800605-001

Source Name: WELL 02 - MAIN

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: G

REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2005/03/29 .000 2011/03 DUE
1,2-DICHLOROETHANE 34531 072 2005/03/29 . .000 2011/03 DUE
1,2-DICHLOROPROPANE 34541 072 2005/03/29 . .000 2011/03 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2005/03/29 . .000 2011/03 DUE
1,4-DICHLOROBENZENE 34571 072 2005/03/29 . .000 2011/03 DUE
BENZENE 34030 072 2005/03/29 . .000 2011/03 DUE
CARBON TETRACHLORIDE 32102 072 2005/03/29 . .000 2011/03 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2005/03/29 . .000 2011/03 DUE
DICHLOROMETHANE 34423 072 2005/03/29 . .000 2011/03 DUE
ETHYLBENZENE 34371 072 2005/03/29 . .000 2011/03 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2005/03/29 . .000 2011/03 DUE
MONOCHLOROBENZENE 34301 072 2005/03/29 . .000 2011/03 DUE
STYRENE 77128 072 2005/03/29 . .000 2011/03 DUE
TETRACHLOROETHYLENE 34475 072 2005/03/29 . .000 2011/03 DUE
TOLUENE 34010 072 2005/03/29 . 2.300 2011/03 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2005/03/29 .000 2011/03 DUE
TRICHLOROETHYLENE 39180 072 2005/03/29 . .000 2011/03 DUE
TRICHLOROFLUOROMETHANE 34488 072 2005/03/29 . .000 2011/03 DUE
VINYL CHLORIDE 39175 072 2005/03/29 . .000 2011/03 DUE
XYLENES (TOTAL) 81551 072 2005/03/29 . .000 2011/03 DUE
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/03/29 - 2.400 2014/03 DUE
BICARBONATE ALKALINITY 00440 108 2006/12/13 67.000 2015/12
CALCIUM 00916 108 2009/10/29 6.700 2018/10
CARBONATE ALKALINITY 00445 108 2006/12/13 < 1.000 2015/12
CHLORIDE 00940 108 2006/12/13 20.000 2015/12
COLOR 00081 108 2006/12/13 < 3.000 2015/12
COPPER 01042 108 2006/12/13 61.000 2015/12
FOAMING AGENTS (MBAS) 38260 108 2006/12/13 .069 2015/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800605

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: \WEST PARK PROPERTIES

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 0800605-001

Source Name: WELL 02 - MAIN

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: G

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2006/12/13 78.000
HYDROXIDE ALKALINITY 71830 108 2006/12/13 < 1.000
IRON 01045 108 2006/12/13 .000
MAGNESIUM 00927 108 2006/12/13 16.000
MANGANESE 01055 108 2006/12/13 .000
ODOR THRESHOLD @ 60 C 00086 108 2006/12/13 1.000
PH, LABORATORY 00403 108 2009/10/29 6.300
SILVER 01077 108 2006/12/13 .000
SODIUM 00929 108 2006/12/13 15.000
SPECIFIC CONDUCTANCE 00095 108 2009/10/29 250.000
SULFATE 00945 108 2006/12/13 5.600
TOTAL DISSOLVED SOLIDS 70300 108 2009/10/29 150.000
TURBIDITY, LABORATORY 82079 108 2006/12/13 .570
ZINC 01092 108 2006/12/13 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/12
2015/12
2015/12
2015/12
2015/12
2015/12
2018/10
2015/12
2015/12
2018/10
2015/12
2018/10
2015/12
2015/12
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800608

DRINKING WATER MONITORING SCHEDULE -

System Name: TREES OF MYSTERY

PS Code: 0800608-003

DATA CURRENT AS OF AUGUST 22, 2014

Source Name: WELL 01 - RAW

Source Number: 003
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2006/03/29 .000
00620 036 2006/03/29 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2007/03 DUE
2009/03 DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800613

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CRIVELLI S WATER SYSTEM

PS Code: 0800613-002

Source Name: WELL 01 - RAW

Source Number: 002
Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE

NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2011/10/31 5.800
00620 036 2011/10/31 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2012/10 DUE
2014/10
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800615

DRINKING WATER MONITORING SCHEDULE -

System Name: KLAMATH CAMPER CORRAL

PS Code: 0800615-001

DATA CURRENT AS OF AUGUST 22, 2014

Source Name: WELL 01 - PRIMARY

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2012/05/24 5.000
00620 036 2004/04/06 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/05 DUE
2007/04 DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800622

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CHINOOK WATER SYSTEM

PS Code: 0800622-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2013/07/24 3.300
00620 036 2013/07/24 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/07
2016/07
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800627

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: GOLDEN BEAR RV PARK

PS Code: 0800627-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2013/08/20 3.100
00620 036 2013/08/20 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/08
2016/08
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800632

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: KLAMATH RIVER RV PARK

PS Code: 0800632-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE

NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2013/04/22 8.000
00620 036 2013/04/22 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/04 DUE
2016/04
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800635

DRINKING WATER MONITORING SCHEDULE -

System Name: KAMP KLAMATH CORP.

PS Code: 0800635-002
Source Name: WELL 02

Source Number: 002

DATA CURRENT AS OF AUGUST 22, 2014

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2012/05/25 11.000
00620 036 2005/09/26 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/05 DUE
2008/09 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800645
System Name: PINE GROVE MAINT. & OPER.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800645-001
Source Name: WELL 01 - NEW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/09/21 . .000 2020/09
ANTIMONY 01097 108 2011/09/21 . .000 2020/09
ARSENIC 01002 108 2011/09/21 . .000 2020/09
BARIUM 01007 108 2011/09/21 .000 2020/09
BERYLLIUM 01012 108 2011/09/21 . .000 2020/09
CADMIUM 01027 108 2011/09/21 . .000 2020/09
CHROMIUM (TOTAL) 01034 108 2011/09/21 . 18.000 2020/09
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/09/21 . .000 2020/09
MERCURY 71900 108 2011/09/21 . .000 2020/09
NICKEL 01067 108 2011/09/21 . .000 2020/09
PERCHLORATE A-031 036 2014/01/28 < .000 2017/01
SELENIUM 01147 108 2011/09/21 . .000 2020/09
THALLIUM 01059 108 2011/09/21 .000 2020/09
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/28 . 5.800 2015/01
NITRITE (AS N) 00620 036 2014/01/28 . .000 2017/01
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/05/03 - .310 2016/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/12/03 .000 2018/12
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/12/03 .000 2018/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/12/03 . .000 2018/12
1,1,2-TRICHLOROETHANE 34511 072 2012/12/03 . .000 2018/12
1,1-DICHLOROETHANE 34496 072 2012/12/03 . .000 2018/12
1,1-DICHLOROETHYLENE 34501 072 2012/12/03 . .000 2018/12
1,2,4-TRICHLOROBENZENE 34551 072 2012/12/03 . .000 2018/12
1,2-DICHLOROBENZENE 34536 072 2012/12/03 .000 2018/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800645
System Name: PINE GROVE MAINT. & OPER.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800645-001
Source Name: WELL 01 - NEW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2012/12/03 . .000 2018/12
1,2-DICHLOROPROPANE 34541 072 2012/12/03 . .000 2018/12
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/12/03 . .000 2018/12
1,4-DICHLOROBENZENE 34571 072 2012/12/03 . .000 2018/12
BENZENE 34030 072 2012/12/03 . .000 2018/12
CARBON TETRACHLORIDE 32102 072 2012/12/03 .000 2018/12
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/12/03 . .000 2018/12
DICHLOROMETHANE 34423 072 2012/12/03 . .000 2018/12
ETHYLBENZENE 34371 072 2012/12/03 . .000 2018/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/12/03 . .000 2018/12
MONOCHLOROBENZENE 34301 072 2012/12/03 . .000 2018/12
STYRENE 77128 072 2012/12/03 . .000 2018/12
TETRACHLOROETHYLENE 34475 072 2012/12/03 . .000 2018/12
TOLUENE 34010 072 2012/12/03 . .000 2018/12
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/12/03 .000 2018/12
TRICHLOROETHYLENE 39180 072 2012/12/03 . .000 2018/12
TRICHLOROFLUOROMETHANE 34488 072 2012/12/03 . .000 2018/12
VINYL CHLORIDE 39175 072 2012/12/03 . .000 2018/12
XYLENES (TOTAL) 81551 072 2012/12/03 . .000 2018/12
PS Code: 0800645-002
Source Name: WELL 01 - TREATED
Source Number: 002
Source Status: ACTIVE TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800647
System Name: REDWOOD MAINT. & OPER.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800647-001
Source Name: WELL 02
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/09/21 . .000 2020/09
ANTIMONY 01097 108 2011/09/21 . .000 2020/09
ARSENIC 01002 108 2011/09/21 . .000 2020/09
BARIUM 01007 108 2011/09/21 .000 2020/09
BERYLLIUM 01012 108 2011/09/21 . .000 2020/09
CADMIUM 01027 108 2011/09/21 . .000 2020/09
CHROMIUM (TOTAL) 01034 108 2011/09/21 . .000 2020/09
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/09/21 . .000 2020/09
MERCURY 71900 108 2011/09/21 . .000 2020/09
NICKEL 01067 108 2011/09/21 . 73.000 2020/09
PERCHLORATE A-031 036 2014/01/28 < .000 2017/01
SELENIUM 01147 108 2011/09/21 . .000 2020/09
THALLIUM 01059 108 2011/09/21 .000 2020/09
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/28 . 7.600 2015/01
NITRITE (AS N) 00620 036 2014/01/28 . .000 2017/01
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/05/03 - .020 2016/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/12/03 .000 2018/12
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/12/03 .000 2018/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/12/03 . .000 2018/12
1,1,2-TRICHLOROETHANE 34511 072 2012/12/03 . .000 2018/12
1,1-DICHLOROETHANE 34496 072 2012/12/03 . .000 2018/12
1,1-DICHLOROETHYLENE 34501 072 2012/12/03 . .000 2018/12
1,2,4-TRICHLOROBENZENE 34551 072 2012/12/03 . .000 2018/12
1,2-DICHLOROBENZENE 34536 072 2012/12/03 .000 2018/12
1,2-DICHLOROETHANE 34531 072 2012/12/03 . .000 2018/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 0800647

System Name: REDWOOD MAINT. & OPER.

PS Code: 0800647-001
Source Name: WELL 02

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC

1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE

TETRACHLOROETHYLENE

TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34541 072 2012/12/03 .000
34561 072 2012/12/03 .000
34571 072 2012/12/03 .000
34030 072 2012/12/03 .000
32102 072 2012/12/03 .000
77093 072 2012/12/03 .000
34423 072 2012/12/03 .000
34371 072 2012/12/03 .000
46491 072 2012/12/03 .000
34301 072 2012/12/03 .000
77128 072 2012/12/03 .000
34475 072 2012/12/03 .000
34010 072 2012/12/03 .000
34546 072 2012/12/03 .000
39180 072 2012/12/03 .000
34488 072 2012/12/03 .000
39175 072 2012/12/03 .000
81551 072 2012/12/03 .000

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800649
System Name: MARGARET KEATING MAIN. & OPER.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800649-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/09/21 . .000 2020/09
ANTIMONY 01097 108 2011/09/21 . .000 2020/09
ARSENIC 01002 108 2011/09/21 . .000 2020/09
BARIUM 01007 108 2011/09/21 .000 2020/09
BERYLLIUM 01012 108 2011/09/21 . .000 2020/09
CADMIUM 01027 108 2011/09/21 . .000 2020/09
CHROMIUM (TOTAL) 01034 108 2011/09/21 . .000 2020/09
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/09/21 . .000 2020/09
MERCURY 71900 108 2011/09/21 . .000 2020/09
NICKEL 01067 108 2011/09/21 . .000 2020/09
PERCHLORATE A-031 036 2014/01/28 < .000 2017/01
SELENIUM 01147 108 2011/09/21 . .000 2020/09
THALLIUM 01059 108 2011/09/21 .000 2020/09
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/28 . 5.900 2015/01
NITRITE (AS N) 00620 036 2014/01/28 . .000 2017/01
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/03/29 .340 2016/03
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/12/03 .000 2018/12
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/12/03 .000 2018/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/12/03 . .000 2018/12
1,1,2-TRICHLOROETHANE 34511 072 2012/12/03 . .000 2018/12
1,1-DICHLOROETHANE 34496 072 2012/12/03 . .000 2018/12
1,1-DICHLOROETHYLENE 34501 072 2012/12/03 . .000 2018/12
1,2,4-TRICHLOROBENZENE 34551 072 2012/12/03 . .000 2018/12
1,2-DICHLOROBENZENE 34536 072 2012/12/03 .000 2018/12
1,2-DICHLOROETHANE 34531 072 2012/12/03 . .000 2018/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 0800649
System Name: MARGARET KEATING MAIN. & OPER.

PS Code: 0800649-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC

1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE

TETRACHLOROETHYLENE

TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34541 072 2012/12/03 .000
34561 072 2012/12/03 .000
34571 072 2012/12/03 .000
34030 072 2012/12/03 .000
32102 072 2012/12/03 .000
77093 072 2012/12/03 .000
34423 072 2012/12/03 .000
34371 072 2012/12/03 .000
46491 072 2012/12/03 .000
34301 072 2012/12/03 .000
77128 072 2012/12/03 .000
34475 072 2012/12/03 .000
34010 072 2012/12/03 .000
34546 072 2012/12/03 .000
39180 072 2012/12/03 .000
34488 072 2012/12/03 .000
39175 072 2012/12/03 .000
81551 072 2012/12/03 .000

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800652
System Name: SHANGRI-LA TRAILER COURT

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800652-004
Source Name: WELL 4-DOGHOUSE WELL-REPRESENTS ALL WELL

Source Number: 004

Source Status: ACTIVE UNTREATED
Water type: G

INORGANIC
ALUMINUM 01105 108 2007/08/20 .000 2016/08
ANTIMONY 01097 108 2007/08/20 .000 2016/08
ARSENIC 01002 108 2007/08/20 .000 2016/08
BARIUM 01007 108 2007/08/20 .000 2016/08
BERYLLIUM 01012 108 2007/08/20 .000 2016/08
CADMIUM 01027 108 2007/08/20 .000 2016/08
CHROMIUM (TOTAL) 01034 108 2007/08/20 11.000 2016/08
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/11/29 .000 2016/11
MERCURY 71900 108 2007/08/20 .000 2016/08
NICKEL 01067 108 2007/08/20 12.000 2016/08
PERCHLORATE A-031 036 2009/04/28 .000 2012/04 DUE
SELENIUM 01147 108 2007/08/20 .000 2016/08
THALLIUM 01059 108 2007/08/20 .000 2016/08

NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/08/07 . 10.000 2014/08
NITRITE (AS N) 00620 036 2007/11/29 .000 2010/21 DUE

RADIOLOGICAL

GROSS ALPHA 01501 108 2007/08/15 - .260 2016/08
RADIUM 228 11501 108 2010/05/15 .182 2019/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/08/07 .000 2019/08
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/08/07 .000 2019/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/08/07 . .000 2019/08
1,1,2-TRICHLOROETHANE 34511 072 2013/08/07 . .000 2019/08
1,1-DICHLOROETHANE 34496 072 2013/08/07 . .000 2019/08
1,1-DICHLOROETHYLENE 34501 072 2013/08/07 . .000 2019/08
1,2,4-TRICHLOROBENZENE 34551 072 2013/08/07 . .000 2019/08
1,2-DICHLOROBENZENE 34536 072 2013/08/07 .000 2019/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800652
System Name: SHANGRI-LA TRAILER COURT

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800652-004
Source Name: WELL 4-DOGHOUSE WELL-REPRESENTS ALL WELL

Source Number: 004

Source Status: ACTIVE UNTREATED
Water type: G

REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2013/08/07 . .000 2019/08
1,2-DICHLOROPROPANE 34541 072 2013/08/07 . .000 2019/08
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2013/08/07 . .000 2019/08
1,4-DICHLOROBENZENE 34571 072 2013/08/07 . .000 2019/08
BENZENE 34030 072 2013/08/07 . .000 2019/08
CARBON TETRACHLORIDE 32102 072 2013/08/07 .000 2019/08
CIS-1,2-DICHLOROETHYLENE 77093 072 2013/08/07 . .000 2019/08
DICHLOROMETHANE 34423 072 2013/08/07 . .000 2019/08
ETHYLBENZENE 34371 072 2013/08/07 . .000 2019/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2013/08/07 . .000 2019/08
MONOCHLOROBENZENE 34301 072 2013/08/07 . .000 2019/08
STYRENE 77128 072 2013/08/07 . .000 2019/08
TETRACHLOROETHYLENE 34475 072 2013/08/07 . .000 2019/08
TOLUENE 34010 072 2013/08/07 . .000 2019/08
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/08/07 .000 2019/08
TRICHLOROETHYLENE 39180 072 2013/08/07 . .000 2019/08
TRICHLOROFLUOROMETHANE 34488 072 2013/08/07 . .000 2019/08
VINYL CHLORIDE 39175 072 2013/08/07 . .000 2019/08
XYLENES (TOTAL) 81551 072 2013/08/07 . .000 2019/08
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2004/05/12 . 9.300 2013/05 DUE
BICARBONATE ALKALINITY 00440 108 2004/05/12 . 62.000 2013/05 DUE
CALCIUM 00916 108 2004/05/12 . 5.700 2013/05 DUE
CARBONATE ALKALINITY 00445 108 2004/05/12 < 5.000 2013/05 DUE
CHLORIDE 00940 108 2007/11/29 15.000 2016/11
COLOR 00081 108 2007/08/20 < 3.000 2016/08
COPPER 01042 108 2007/08/20 .000 2016/08
FOAMING AGENTS (MBAS) 38260 108 2007/08/20 < .050 2016/08
HARDNESS (TOTAL) AS CACO3 00900 108 2004/05/12 . 66.000 2013/05 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800652

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: SHANGRI-LA TRAILER COURT

PS Code: 0800652-004

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

Source Name: WELL 4-DOGHOUSE WELL-REPRESENTS ALL WELL

Source Number: 004

Source Status: ACTIVE UNTREATED

Water type: G

SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2004/05/12 < 1.000
IRON 01045 108 2007/08/20 .000
MAGNESIUM 00927 108 2004/05/12 . 13.000
MANGANESE 01055 108 2007/08/20 .000
ODOR THRESHOLD @ 60 C 00086 108 2007/08/20 1.000
PH, LABORATORY 00403 108 2007/11/29 6.500
SILVER 01077 108 2007/08/20 .000
SODIUM 00929 108 2004/05/12 12.000
SPECIFIC CONDUCTANCE 00095 108 2009/04/28 180.000
SULFATE 00945 108 2007/11/29 7.500
TOTAL DISSOLVED SOLIDS 70300 108 2007/11/29 120.000
TURBIDITY, LABORATORY 82079 108 2007/08/20 .100
ZINC 01092 108 2007/08/20 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/05 DUE
2016/08
2013/05 DUE
2016/08
2016/08
2016/11
2016/08
2013/05 DUE
2018/04
2016/11
2016/11
2016/08
2016/08
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800661

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CALTRANS-COLLIER TUNNEL RS

PS Code: 0800661-002

Source Name: WELL 01 - RAW

Source Number: 002

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2014/04/28 .000
00620 036 2014/04/28 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/04
2017/04
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800666

DRINKING WATER MONITORING SCHEDULE -

System Name: GRASSY FLAT CAMPGROUND

PS Code: 0800666-002
Source Name: SPRING
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2011/11/29 .000
00620 036 2009/07/02 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2012/11 DUE
2012/07 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800700
System Name: | AS PALMAS MOBILE HOME PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800700-004
Source Name: WELL 05 BY FIRE TANK - REPRESENTATIVE
Source Number: 004
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2005/09/15 . .000 2014/09
ANTIMONY 01097 108 2005/09/15 .000 2014/09
ARSENIC 01002 108 2005/09/15 . .000 2014/09
BARIUM 01007 108 2005/09/15 .000 2014/09
BERYLLIUM 01012 108 2005/09/15 . .000 2014/09
CADMIUM 01027 108 2005/09/15 . .000 2014/09
CHROMIUM (TOTAL) 01034 108 2005/09/15 . 11.000 2014/09
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2005/09/15 . .000 2014/09
MERCURY 71900 108 2005/09/15 . .000 2014/09
NICKEL 01067 108 2005/09/15 . .000 2014/09
PERCHLORATE A-031 036 2011/07/07 < .000 2014/07
SELENIUM 01147 108 2005/09/15 . .000 2014/09
THALLIUM 01059 108 2005/09/15 .000 2014/09
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2007/07/05 12.000 2008/07 DUE
NITRITE (AS N) 00620 036 2005/09/15 . .000 2008/09 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/09/15 . .060 2014/09
RADIUM 228 11501 108 2010/04/29 .000 2019/04
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2002/01/02 .000 2008/01 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2002/01/02 .000 2008/01 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2002/01/02 . .000 2008/01 DUE
1,1,2-TRICHLOROETHANE 34511 072 2002/01/02 . .000 2008/01 DUE
1,1-DICHLOROETHANE 34496 072 2002/01/02 . .000 2008/01 DUE
1,1-DICHLOROETHYLENE 34501 072 2002/01/02 . .000 2008/01 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2002/01/02 . .000 2008/01 DUE
1,2-DICHLOROBENZENE 34536 072 2002/01/02 .000 2008/01 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800700
System Name: | AS PALMAS MOBILE HOME PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800700-004
Source Name: WELL 05 BY FIRE TANK - REPRESENTATIVE
Source Number: 004
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2002/01/02 . .000 2008/01 DUE
1,2-DICHLOROPROPANE 34541 072 2002/01/02 . .000 2008/01 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2002/01/02 . .000 2008/01 DUE
1,4-DICHLOROBENZENE 34571 072 2002/01/02 . .000 2008/01 DUE
BENZENE 34030 072 2002/01/02 . .000 2008/01 DUE
CARBON TETRACHLORIDE 32102 072 2002/01/02 .000 2008/01 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2002/01/02 . .000 2008/01 DUE
DICHLOROMETHANE 34423 072 2002/01/02 . .000 2008/01 DUE
ETHYLBENZENE 34371 072 2002/01/02 . .000 2008/01 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2002/01/02 . .000 2008/01 DUE
MONOCHLOROBENZENE 34301 072 2002/01/02 . .000 2008/01 DUE
STYRENE 77128 072 2002/01/02 . .000 2008/01 DUE
TETRACHLOROETHYLENE 34475 072 2002/01/02 . .000 2008/01 DUE
TOLUENE 34010 072 2002/01/02 . .000 2008/01 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2002/01/02 .000 2008/01 DUE
TRICHLOROETHYLENE 39180 072 2002/01/02 . .000 2008/01 DUE
TRICHLOROFLUOROMETHANE 34488 072 2002/01/02 . .000 2008/01 DUE
VINYL CHLORIDE 39175 072 2002/01/02 . .000 2008/01 DUE
XYLENES (TOTAL) 81551 072 2002/01/02 . .000 2008/01 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/09/15 - 2.200 2014/09
BICARBONATE ALKALINITY 00440 108 2005/09/15 . 54.000 2014/09
CALCIUM 00916 108 2005/09/15 . 5.400 2014/09
CARBONATE ALKALINITY 00445 108 2005/09/15 < 1.000 2014/09
CHLORIDE 00940 108 2005/09/15 . 12.000 2014/09
COLOR 00081 108 2005/09/15 . 10.000 2014/09
COPPER 01042 108 2005/09/15 . .000 2014/09
FOAMING AGENTS (MBAS) 38260 108 2005/09/15 < .050 2014/09
HARDNESS (TOTAL) AS CACO3 00900 108 2005/09/15 . 63.000 2014/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800700

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: | AS PALMAS MOBILE HOME PARK

PS Code: 0800700-004

Source Name: WELL 05 BY FIRE TANK - REPRESENTATIVE

Source Number: 004

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2005/09/15 < 1.000
01045 108 2005/09/15 .000
00927 108 2005/09/15 12.000
01055 108 2005/09/15 .000
00086 108 2005/09/15 .000
00403 108 2005/09/15 6.700
01077 108 2005/09/15 .000
00929 108 2005/09/15 9.800
00095 108 2011/07/07 170.000
00945 108 2005/09/15 3.000
70300 108 2005/09/15 110.000
82079 108 2005/09/15 .090
01092 108 2005/09/15 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2020/07
2014/09
2014/09
2014/09
2014/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800795
System Name: BAR-O RANCH

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800795-001
Source Name: WELL 01 - REPRESENTATIVE OF WELL FIELD
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2010/05/25 .000 2019/05
ANTIMONY 01097 108 2010/05/25 .000 2019/05
ARSENIC 01002 108 2010/05/25 .000 2019/05
BARIUM 01007 108 2010/05/25 .000 2019/05
BERYLLIUM 01012 108 2010/05/25 .000 2019/05
CADMIUM 01027 108 2010/05/25 .000 2019/05
CHROMIUM (TOTAL) 01034 108 2010/05/25 .000 2019/05
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2010/05/25 .000 2019/05
MERCURY 71900 108 2010/05/25 .000 2019/05
NICKEL 01067 108 2010/05/25 .000 2019/05
PERCHLORATE A-031 036 2010/05/25 < .000 2013/05 DUE
SELENIUM 01147 108 2010/05/25 .000 2019/05
THALLIUM 01059 108 2010/05/25 .000 2019/05
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/16 . .000 2014/09
NITRITE (AS N) 00620 036 2013/09/16 . .000 2016/09
RADIOLOGICAL
GROSS ALPHA 01501 108 2011/03/16 < .000 2020/03
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2011/10/03 .000 2017/10
1,1,2,2-TETRACHLOROETHANE 34516 072 2011/10/03 .000 2017/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2011/10/03 . .000 2017/10
1,1,2-TRICHLOROETHANE 34511 072 2011/10/03 . .000 2017/10
1,1-DICHLOROETHANE 34496 072 2011/10/03 . .000 2017/10
1,1-DICHLOROETHYLENE 34501 072 2011/10/03 . .000 2017/10
1,2,4-TRICHLOROBENZENE 34551 072 2011/10/03 . .000 2017/10
1,2-DICHLOROBENZENE 34536 072 2011/10/03 .000 2017/10
1,2-DICHLOROETHANE 34531 072 2011/10/03 . .000 2017/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800795
System Name: BAR-O RANCH

PS Code: 0800795-001
Source Name: WELL 01 - REPR

Source Number: 001

Source Status: ACTIVE RAW
Water type: G
REGULATED VOC

1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

HYDROXIDE ALKALINITY

*Testing interval is in months;
0 = No data for this constituent and is DU
| = Invalid (NOT) valid analyses reported

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

ESENTATIVE OF WELL FIELD
34541 072 2011/10/03 .000
34561 072 2011/10/03 .000
34571 072 2011/10/03 .000
34030 072 2011/10/03 .000
32102 072 2011/10/03 .000
77093 072 2011/10/03 .000
34423 072 2011/10/03 .000
34371 072 2011/10/03 .000

(MTBE) 46491 072 2011/10/03 .000
34301 072 2011/10/03 .000
77128 072 2011/10/03 .000
34475 072 2011/10/03 .000
34010 072 2011/10/03 .000
34546 072 2011/10/03 .000
39180 072 2011/10/03 .000

E 34488 072 2011/10/03 .000
39175 072 2011/10/03 .000
81551 072 2011/10/03 .000
82383 108 2005/08/22 - 2400
00440 108 2010/05/25 69.000
00916 108 2010/05/25 7.200
00445 108 2010/05/25 < 1.000
00940 108 2010/05/25 2.100
00081 108 2010/05/25 3.000
01042 108 2010/05/25 .000
38260 108 2010/05/25 < .050
00900 108 2010/05/25 68.000
71830 108 2010/05/25 < 1.000

E NOW

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10
2017/10

2014/08
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800795

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BAR-O RANCH

PS Code: 0800795-001

Source Name: WELL 01 - REPRESENTATIVE OF WELL FIELD

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP
IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01045 108 2010/05/25 .000
00927 108 2010/05/25 12.000
01055 108 2010/05/25 .000
00086 108 2010/05/25 .000
00403 108 2010/05/25 6.500
01077 108 2010/05/25 .000
00929 108 2010/05/25 2.100
00095 108 2010/05/25 150.000
00945 108 2010/05/25 3.100
70300 108 2010/05/25 89.000
82079 108 2010/05/25 .110
01092 108 2010/05/25 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800800
System Name: PI[NE GROVE TRAILER PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800800-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 108 2004/08/10 . .000 2013/08 DUE
ANTIMONY 01097 108 2004/08/10 .000 2013/08 DUE
ARSENIC 01002 108 2004/08/10 . .000 2013/08 DUE
BARIUM 01007 108 2004/08/10 .000 2013/08 DUE
BERYLLIUM 01012 108 2004/08/10 . .000 2013/08 DUE
CADMIUM 01027 108 2004/08/10 .000 2013/08 DUE
CHROMIUM (TOTAL) 01034 108 2004/08/10 .000 2013/08 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2004/08/10 . .000 2013/08 DUE
MERCURY 71900 108 2004/08/10 . .000 2013/08 DUE
NICKEL 01067 108 2004/08/10 . 27.000 2013/08 DUE
PERCHLORATE A-031 006 2012/01/15 < .000 2012/07 DUE
SELENIUM 01147 108 2004/08/10 . .000 2013/08 DUE
THALLIUM 01059 108 2004/08/10 .000 2013/08 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2012/01/15 . 26.000 2013/01 DUE
NITRITE (AS N) 00620 036 2012/01/15 . .000 2015/01
RADIOLOGICAL
GROSS ALPHA 01501 108 2004/08/10 - .740 2013/08 DUE
RADIUM 228 11501 108 2012/12/27 .000 2021/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/01/15 .000 2018/01
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/01/15 .000 2018/01
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/01/15 . .000 2018/01
1,1,2-TRICHLOROETHANE 34511 072 2012/01/15 . .000 2018/01
1,1-DICHLOROETHANE 34496 072 2012/01/15 . .000 2018/01
1,1-DICHLOROETHYLENE 34501 072 2012/01/15 . .000 2018/01
1,2,4-TRICHLOROBENZENE 34551 072 2012/01/15 . .000 2018/01
1,2-DICHLOROBENZENE 34536 072 2012/01/15 .000 2018/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800800
System Name: PI[NE GROVE TRAILER PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800800-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2012/01/15 . .000 2018/01
1,2-DICHLOROPROPANE 34541 072 2012/01/15 . .000 2018/01
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/01/15 . .000 2018/01
1,4-DICHLOROBENZENE 34571 072 2012/01/15 . .000 2018/01
BENZENE 34030 072 2012/01/15 . .000 2018/01
CARBON TETRACHLORIDE 32102 072 2012/01/15 .000 2018/01
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/01/15 . .000 2018/01
DICHLOROMETHANE 34423 072 2012/01/15 . .000 2018/01
ETHYLBENZENE 34371 072 2012/01/15 . .000 2018/01
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/01/15 . .000 2018/01
MONOCHLOROBENZENE 34301 072 2012/01/15 . .000 2018/01
STYRENE 77128 072 2012/01/15 . .000 2018/01
TETRACHLOROETHYLENE 34475 072 2012/01/15 . .000 2018/01
TOLUENE 34010 072 2012/01/15 . .000 2018/01
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/01/15 .000 2018/01
TRICHLOROETHYLENE 39180 072 2012/01/15 . .000 2018/01
TRICHLOROFLUOROMETHANE 34488 072 2012/01/15 . .000 2018/01
VINYL CHLORIDE 39175 072 2012/01/15 . .000 2018/01
XYLENES (TOTAL) 81551 072 2012/01/15 . .000 2018/01
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2004/08/10 .~ 100.000 2013/08 DUE
CALCIUM 00916 108 2004/08/10 . 8.300 2013/08 DUE
CARBONATE ALKALINITY 00445 108 2004/08/10 < 1.000 2013/08 DUE
CHLORIDE 00940 108 2004/08/10 . 18.000 2013/08 DUE
COLOR 00081 108 2004/08/10 . .000 2013/08 DUE
COPPER 01042 108 2004/08/10 . .000 2013/08 DUE
FOAMING AGENTS (MBAS) 38260 108 2012/01/15 . .061 2021/01
HARDNESS (TOTAL) AS CACO3 00900 108 2004/08/10 . 100.000 2013/08 DUE
HYDROXIDE ALKALINITY 71830 108 2004/08/10 < 1.000 2013/08 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800800
System Name: PINE GROVE TRAILER PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800800-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 108 2004/08/10 .000 2013/08 DUE
MAGNESIUM 00927 108 2004/08/10 . 20.000 2013/08 DUE
MANGANESE 01055 108 2004/08/10 510.000 2013/08 DUE
ODOR THRESHOLD @ 60 C 00086 108 2004/08/10 .000 2013/08 DUE
PH, LABORATORY 00403 108 2004/08/10 . 6.600 2013/08 DUE
SILVER 01077 108 2004/08/10 . .000 2013/08 DUE
SODIUM 00929 108 2004/08/10 19.000 2013/08 DUE
SPECIFIC CONDUCTANCE 00095 108 2012/01/15 . 240.000 2021/01
SULFATE 00945 108 2004/08/10 6.500 2013/08 DUE
TOTAL DISSOLVED SOLIDS 70300 108 2004/08/10 . 260.000 2013/08 DUE
TURBIDITY, LABORATORY 82079 108 2004/08/10 . 2.200 2013/08 DUE
ZINC 01092 108 2004/08/10 . .000 2013/08 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800825
System Name: JED SMITH HOMEOWNERS ASSN.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800825-001
Source Name: TREATMENT HOUSE WELL 1-RAW REPRESENTATIV

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

INORGANIC
ALUMINUM 01105 108 2011/12/05 . 200.000 2020/12
ANTIMONY 01097 108 2011/12/05 .000 2020/12
ARSENIC 01002 108 2011/12/05 . .000 2020/12
BARIUM 01007 108 2011/12/05 .000 2020/12
BERYLLIUM 01012 108 2011/12/05 . .000 2020/12
CADMIUM 01027 108 2011/12/05 . .000 2020/12
CHROMIUM (TOTAL) 01034 108 2011/12/05 . .000 2020/12
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/12/05 . .000 2020/12
MERCURY 71900 108 2011/12/05 . .000 2020/12
NICKEL 01067 108 2011/12/05 . 21.000 2020/12
PERCHLORATE A-031 006 2011/12/05 < .000 2012/06 DUE
SELENIUM 01147 036 2011/12/05 . .000 2014/12
THALLIUM 01059 036 2011/12/05 .000 2014/12

NITRATE/NITRITE

NITRATE (AS NO3) 71850 012 2011/12/05 . 8.800 2012/12 DUE
NITRITE (AS N) 00620 036 2011/12/05 . .000 2014/12

RADIOLOGICAL

GROSS ALPHA 01501 108 2012/12/27 . .820 2021/12
RADIUM 228 11501 108 2012/12/27 . .000 2021/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2011/12/05 .000 2017/12
1,1,2,2-TETRACHLOROETHANE 34516 072 2011/12/05 .000 2017/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2011/12/05 . .000 2017/12
1,1,2-TRICHLOROETHANE 34511 072 2011/12/05 . .000 2017/12
1,1-DICHLOROETHANE 34496 072 2011/12/05 . .000 2017/12
1,1-DICHLOROETHYLENE 34501 072 2011/12/05 . .000 2017/12
1,2,4-TRICHLOROBENZENE 34551 072 2011/12/05 . .000 2017/12
1,2-DICHLOROBENZENE 34536 072 2011/12/05 .000 2017/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800825
System Name: JED SMITH HOMEOWNERS ASSN.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0800825-001
Source Name: TREATMENT HOUSE WELL 1-RAW REPRESENTATIV

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2011/12/05 . .000 2017/12
1,2-DICHLOROPROPANE 34541 072 2011/12/05 . .000 2017/12
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2011/12/05 . .000 2017/12
1,4-DICHLOROBENZENE 34571 072 2011/12/05 . .000 2017/12
BENZENE 34030 072 2011/12/05 . .000 2017/12
CARBON TETRACHLORIDE 32102 072 2011/12/05 .000 2017/12
CIS-1,2-DICHLOROETHYLENE 77093 072 2011/12/05 . .000 2017/12
DICHLOROMETHANE 34423 072 2011/12/05 . .000 2017/12
ETHYLBENZENE 34371 072 2011/12/05 . .000 2017/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2011/12/05 . .000 2017/12
MONOCHLOROBENZENE 34301 072 2011/12/05 . .000 2017/12
STYRENE 77128 072 2011/12/05 . .000 2017/12
TETRACHLOROETHYLENE 34475 072 2011/12/05 . .000 2017/12
TOLUENE 34010 072 2011/12/05 . .000 2017/12
TRANS-1,2-DICHLOROETHYLENE 34546 072 2011/12/05 .000 2017/12
TRICHLOROETHYLENE 39180 072 2011/12/05 . .000 2017/12
TRICHLOROFLUOROMETHANE 34488 072 2011/12/05 . .000 2017/12
VINYL CHLORIDE 39175 072 2011/12/05 . .000 2017/12
XYLENES (TOTAL) 81551 072 2011/12/05 . .000 2017/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2011/12/05 . 48.000 2020/12
CALCIUM 00916 108 2011/12/05 . 4.500 2020/12
CARBONATE ALKALINITY 00445 108 2011/12/05 < 1.000 2020/12
CHLORIDE 00940 108 2011/12/05 . 5.600 2020/12
COLOR 00081 108 2011/12/05 < 3.000 2020/12
COPPER 01042 108 2011/12/05 . .000 2020/12
FOAMING AGENTS (MBAS) 38260 108 2011/12/05 < .050 2020/12
HARDNESS (TOTAL) AS CACO3 00900 108 2011/12/05 . 30.000 2020/12
HYDROXIDE ALKALINITY 71830 108 2011/12/05 < 1.000 2020/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800825

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: JED SMITH HOMEOWNERS ASSN.

PS Code: 0800825-001
Source Name: TREATMENT HOUSE WELL 1-RAW REPRESENTATIV

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP
IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01045 108 2011/12/05 .000
00927 108 2011/12/05 4.700
01055 108 2011/12/05 .000
00086 108 2011/12/05 .000
00403 108 2011/12/05 5.800
01077 108 2011/12/05 .000
00929 108 2011/12/05 6.000
00095 108 2011/12/05 91.000
00945 108 2011/12/05 2.000
70300 108 2011/12/05 91.000
82079 108 2011/12/05 440
01092 108 2011/12/05 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
2020/12
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800850

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: SEA WEST RESTAURANT

PS Code: 0800850-002

Source Name: WELL 01 - RAW

Source Number: 002
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 000
00620 000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800861
System Name: RESERVATION RANCH

PS Code: 0800861-001
Source Name: WELL

Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)
CHROMIUM, HEXAVALENT
FLUORIDE (F) (NATURAL-SOURCE)
MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE

NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA
RADIUM 228

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

01105
01097
01002
01007
01012
01027
01034
01032
00951
71900
01067
A-031
01147
01059

71850
00620

01501
11501

34506
34516
81611
34511
34496
34501
34551

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
036
036
036
036
036
036
036
036
006
036
036

003
036

108
108

072
072
072
072
072
072
072

2005/07/26
2005/07/26
2005/07/26
2005/07/26
2005/07/26
2005/07/26
2005/07/26

2005/07/26
2005/07/26
2005/07/26

2005/07/26
2005/07/26

2012/08/23
2011/12/29

2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12

.000
.000
.000
.000
.000
.000
.000

.000
.000
20.000

.000
.000

15.000
.000

.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07

2008/07
2008/07
2008/07

2008/07
2008/07

2012/11
2014/12

2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 0800861
System Name: RESERVATION RANCH

PS Code: 0800861-001
Source Name: WELL

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC

1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE
XYLENES (TOTAL)

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM
CARBONATE ALKALINITY
CHLORIDE
COLOR
COPPER
FOAMING AGENTS (MBAS)

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

REPORTED

34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383
00440
00916
00445
00940
00081
01042
38260

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

108
108
108
108
036
036
036
036

2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12
2007/09/12

2005/07/26
2005/07/26
2001/09/12
2005/07/26
2005/07/26
2005/07/26
2005/07/26
2005/07/26

<

.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000

2.500
42.000
7.200
1.000
8.500
3.000
.000
.050

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09
2013/09

2014/07
2014/07
2010/09
2014/07
2008/07
2008/07
2008/07
2008/07

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE

DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800861
System Name: RESERVATION RANCH

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 0800861-001
Source Name: WELL
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2001/09/12 . 55.600
HYDROXIDE ALKALINITY 71830 108 2005/07/26 < 1.000
IRON 01045 036 2005/07/26 -000
MAGNESIUM 00927 108 2005/07/26 . 12.000
MANGANESE 01055 036 2005/07/26 . .000
ODOR THRESHOLD @ 60 C 00086 036 2005/07/26 . .000
PH, LABORATORY 00403 036 2005/07/26 . 6.000
SILVER 01077 036 2005/07/26 . .000
SODIUM 00929 108 2005/07/26 7.900
SPECIFIC CONDUCTANCE 00095 036 2005/07/26 . 190.000
SULFATE 00945 036 2005/07/26 12.000
TOTAL DISSOLVED SOLIDS 70300 036 2005/07/26 . 140.000
TURBIDITY, LABORATORY 82079 036 2005/07/26 . .080
ZINC 01092 036 2005/07/26 . 58.000
PS Code: 0800861-002
Source Name: WELL - CHLORINATED
Source Number: 002
Source Status: ACTIVE TREATED
Water type: G
INORGANIC
ALUMINUM 01105 036
ANTIMONY 01097 036
ARSENIC 01002 036
BARIUM 01007 036
BERYLLIUM 01012 036
CADMIUM 01027 036
CHROMIUM (TOTAL) 01034 036
CHROMIUM, HEXAVALENT 01032 036
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2010/09
2014/07
2008/07
2014/07
2008/07
2008/07
2008/07
2008/07
2014/07
2008/07
2008/07
2008/07
2008/07
2008/07

DUE

DUE

DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 0800861
System Name: RESERVATION RANCH

PS Code: 0800861-002
Source Name: WELL - CHLORINATED

Source Number: 002
Source Status: ACTIVE TREATED
Water type: G
INORGANIC

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY

NICKEL

PERCHLORATE

SELENIUM

THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

00951
71900
01067
A-031
01147
01059

71850
00620

01501

34506
34516
81611
34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
006
036
036

000
000

000

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 0800861
System Name: RESERVATION RANCH

PS Code: 0800861-002
Source Name: WELL - CHLORINATED

Source Number: 002

Source Status: ACTIVE TREATED

Water type: G

REGULATED VOC

ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE
XYLENES (TOTAL)

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM
CARBONATE ALKALINITY
CHLORIDE
COLOR
COPPER
FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY
IRON
MAGNESIUM
MANGANESE
ODOR THRESHOLD @ 60 C
PH, LABORATORY
SILVER
SODIUM

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383
00440
00916
00445
00940
00081
01042
38260
00900
71830
01045
00927
01055
00086
00403
01077
00929

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

000
000
000
000
000
000
000
000
000
000
000

000
000
000
000
036
036
036
036
000
000
036
000
036
036
036
036
000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0800861
System Name: RESERVATION RANCH

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0800861-002
Source Name: WELL - CHLORINATED
Source Number: 002
Source Status: ACTIVE TREATED
Water type: G
SECONDARY/GP
SPECIFIC CONDUCTANCE 00095 036 DUE
SULFATE 00945 036 DUE
TOTAL DISSOLVED SOLIDS 70300 036 DUE
TURBIDITY, LABORATORY 82079 036 DUE
ZINC 01092 036 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0810001
System Name: CITY OF CRESCENT CITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0810001-001
Source Name: SMITH RIVER - RANNEY WELL
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2010/07/19 55.000 2019/07
ANTIMONY 01097 108 2005/12/12 < 6.000 2014/12
ARSENIC 01002 108 2010/07/19 .000 2019/07
BARIUM 01007 108 2010/07/19 .000 2019/07
BERYLLIUM 01012 036 2005/12/12 < 1.000 2008/12 DUE
CADMIUM 01027 108 2010/07/19 .000 2019/07
CHROMIUM (TOTAL) 01034 108 2010/07/19 .000 2019/07
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2010/07/19 .000 2019/07
MERCURY 71900 108 2010/07/19 .000 2019/07
NICKEL 01067 108 2005/12/12 < 10.000 2014/12
PERCHLORATE A-031 036 2011/08/02 < 4.000 2014/08
SELENIUM 01147 108 2010/07/19 .000 2019/07
THALLIUM 01059 108 2005/12/12 < 1.000 2014/12
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2010/07/19 .000 2011/07 DUE
NITRITE (AS N) 00620 036 2010/07/19 .000 2013/07 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/10/02 .990 2016/10
RADIUM 228 11501 108 2007/10/02 .150 2016/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/09/27 .000 2019/09
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/09/27 .000 2019/09
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2008/03/20 .000 2014/03 DUE
1,1,2-TRICHLOROETHANE 34511 072 2008/03/20 .000 2014/03 DUE
1,1-DICHLOROETHANE 34496 072 2008/03/20 .000 2014/03 DUE
1,1-DICHLOROETHYLENE 34501 072 2008/03/20 .000 2014/03 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2008/03/20 .000 2014/03 DUE
1,2-DICHLOROBENZENE 34536 072 2013/09/27 .000 2019/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0810001
System Name: C|TY OF CRESCENT CITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0810001-001
Source Name: SMITH RIVER - RANNEY WELL
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2008/03/20 .000 2014/03 DUE
1,2-DICHLOROPROPANE 34541 072 2008/03/20 .000 2014/03 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2008/03/20 .000 2014/03 DUE
1,4-DICHLOROBENZENE 34571 072 2008/03/20 .000 2014/03 DUE
BENZENE 34030 072 2008/03/20 .000 2014/03 DUE
CARBON TETRACHLORIDE 32102 072 2008/03/20 .000 2014/03 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2008/03/20 .000 2014/03 DUE
DICHLOROMETHANE 34423 072 2008/03/20 .000 2014/03 DUE
ETHYLBENZENE 34371 072 2008/03/20 .000 2014/03 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2008/03/20 .000 2014/03 DUE
MONOCHLOROBENZENE 34301 072 2008/03/20 .000 2014/03 DUE
STYRENE 77128 072 2008/03/20 .000 2014/03 DUE
TETRACHLOROETHYLENE 34475 072 2008/03/20 .000 2014/03 DUE
TOLUENE 34010 072 2008/03/20 .000 2014/03 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/09/27 .000 2019/09
TRICHLOROETHYLENE 39180 072 2008/03/20 .000 2014/03 DUE
TRICHLOROFLUOROMETHANE 34488 072 2008/03/20 .000 2014/03 DUE
VINYL CHLORIDE 39175 072 2008/03/20 .000 2014/03 DUE
XYLENES (TOTAL) 81551 072 2008/03/20 .000 2014/03 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 DUE
BICARBONATE ALKALINITY 00440 108 2010/07/19 58.000 2019/07
CALCIUM 00916 108 2010/07/19 6.200 2019/07
CARBONATE ALKALINITY 00445 108 2010/07/19 < 1.000 2019/07
CHLORIDE 00940 108 2010/07/19 2.400 2019/07
COLOR 00081 108 2013/09/27 < 3.000 2022/09
COPPER 01042 108 2010/07/19 .000 2019/07
FOAMING AGENTS (MBAS) 38260 108 2005/12/12 < .050 2014/12
HARDNESS (TOTAL) AS CACO3 00900 108 2010/07/19 59.000 2019/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0810001

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CITY OF CRESCENT CITY

PS Code: 0810001-001

Source Name: SMITH RIVER - RANNEY WELL

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2010/07/19 < 1.000
01045 108 2010/07/19 .000
00927 108 2010/07/19 10.000
01055 108 2010/07/19 .000
00086 108 2010/07/19 .000
00403 108 2010/07/19 7.200
01077 108 2010/07/19 .000
00929 108 2013/09/27 2.400
00095 108 2010/07/19 130.000
00945 108 2010/07/19 2.500
70300 108 2010/07/19 86.000
82079 108 2010/07/19 .190
01092 108 2010/07/19 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/07
2019/07
2019/07
2019/07
2019/07
2019/07
2019/07
2022/09
2019/07
2019/07
2019/07
2019/07
2019/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0810002
System Name: SMITH RIVER C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0810002-002
Source Name: WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2010/11/09 .000 2019/11
ANTIMONY 01097 108 2010/11/09 .000 2019/11
ARSENIC 01002 108 2010/11/09 .000 2019/11
BARIUM 01007 108 2010/11/09 .000 2019/11
BERYLLIUM 01012 108 2010/11/09 .000 2019/11
CADMIUM 01027 108 2010/11/09 .000 2019/11
CHROMIUM (TOTAL) 01034 108 2010/11/09 .000 2019/11
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2010/11/09 .000 2019/11
MERCURY 71900 108 2010/11/09 .000 2019/11
NICKEL 01067 108 2010/11/09 11.000 2019/11
PERCHLORATE A-031 036 2010/11/09 < 4.000 2013/11 DUE
SELENIUM 01147 108 2010/11/09 .000 2019/11
THALLIUM 01059 108 2010/11/09 .000 2019/11
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2010/11/09 3.200 2011/11 DUE
NITRITE (AS N) 00620 036 2010/11/09 .000 2013/11 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2014/02/26 < .000 2023/02
RADIUM 228 11501 108 2007/09/12 110 2016/09
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2007/05/01 .000 2013/05 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2007/05/01 .000 2013/05 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2007/05/01 .000 2013/05 DUE
1,1,2-TRICHLOROETHANE 34511 072 2007/05/01 .000 2013/05 DUE
1,1-DICHLOROETHANE 34496 072 2007/05/01 .000 2013/05 DUE
1,1-DICHLOROETHYLENE 34501 072 2007/05/01 .000 2013/05 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2007/05/01 .000 2013/05 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 0810002
System Name: SMITH RIVER C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 0810002-002

Source Name: WELL 02

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2007/05/01 .000 2013/05 DUE
1,2-DICHLOROETHANE 34531 072 2007/05/01 .000 2013/05 DUE
1,2-DICHLOROPROPANE 34541 072 2007/05/01 .000 2013/05 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2007/05/01 .000 2013/05 DUE
1,4-DICHLOROBENZENE 34571 072 2007/05/01 .000 2013/05 DUE
BENZENE 34030 072 2007/05/01 .000 2013/05 DUE
CARBON TETRACHLORIDE 32102 072 2007/05/01 .000 2013/05 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2007/05/01 .000 2013/05 DUE
DICHLOROMETHANE 34423 072 2007/05/01 .000 2013/05 DUE
ETHYLBENZENE 34371 072 2007/05/01 .000 2013/05 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2007/05/01 .000 2013/05 DUE
MONOCHLOROBENZENE 34301 072 2007/05/01 .000 2013/05 DUE
STYRENE 77128 072 2007/05/01 .000 2013/05 DUE
TETRACHLOROETHYLENE 34475 072 2007/05/01 .000 2013/05 DUE
TOLUENE 34010 072 2007/05/01 .000 2013/05 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2007/05/01 .000 2013/05 DUE
TRICHLOROETHYLENE 39180 072 2007/05/01 .000 2013/05 DUE
TRICHLOROFLUOROMETHANE 34488 072 2007/05/01 .000 2013/05 DUE
VINYL CHLORIDE 39175 072 2007/05/01 .000 2013/05 DUE
XYLENES (TOTAL) 81551 072 2007/05/01 .000 2013/05 DUE
SECONDARY/GP

BICARBONATE ALKALINITY 00440 108 2010/11/09 43.000 2019/11
CALCIUM 00916 108 2010/11/09 6.300 2019/11
CARBONATE ALKALINITY 00445 108 2010/11/09 < 1.000 2019/11
CHLORIDE 00940 108 2010/11/09 5.300 2019/11
COLOR 00081 108 2007/05/01 < 3.000 2016/05
COPPER 01042 108 2010/11/09 .000 2019/11
FOAMING AGENTS (MBAS) 38260 108 2010/11/09 < .050 2019/11
HARDNESS (TOTAL) AS CACO3 00900 108 2010/11/09 44.000 2019/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 0810002

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: SMITH RIVER C.S.D.

PS Code: 0810002-002
Source Name: WELL 02

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2010/11/09 < 1.000
01045 108 2010/11/09 .000
00927 108 2010/11/09 6.900
01055 108 2010/11/09 .000
00086 108 2007/05/01 2.000
00403 108 2010/11/09 6.200
01077 108 2010/11/09 .000
00929 108 2010/11/09 4.800
00095 108 2010/11/09 120.000
00945 108 2010/11/09 2.700
70300 108 2010/11/09 76.000
82079 108 2007/05/01 .240
01092 108 2010/11/09 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/11
2019/11
2019/11
2019/11
2016/05
2019/11
2019/11
2019/11
2019/11
2019/11
2019/11
2016/05
2019/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: (0810300
System Name: DEL NORTE COAST STATE PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 0810300-001
Source Name: MILL CREEK CG - INFILTRATION GALLERY
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/14 .000
NITRITE (AS N) 00620 036 2014/01/14 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/01
2017/01
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District Number: 01
Klamath
(530) 224-4800

System Number: 0810303

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: JEDEDIAH SMITH STATE PARK

PS Code: 0810303-002

Source Name: CHLORINE SHACK WELL

Source Number: 002

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2014/01/14 2.700
00620 036 2014/01/14 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/01
2017/01
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District Number: 01
Klamath
(530) 224-4800

System Number: 0810500

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: | AGOON CREEK-REDWOOD NP

PS Code: 0810500-001

Source Name: LAGOON CREEK WELL

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2013/10/30 .000
00620 036 2011/10/26 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2014/10
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: (0810800
System Name: AL DER CONSERVATION CAMP

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 0810800-001
Source Name: BASEBALL FIELD WELL - STANDBY
Source Number: 001
Source Status: STANDBY RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2013/10/29 . .000 2022/10
ANTIMONY 01097 108 2013/10/29 .000 2022/10
ARSENIC 01002 108 2013/10/29 . .000 2022/10
BARIUM 01007 108 2013/10/29 .000 2022/10
BERYLLIUM 01012 108 2013/10/29 . .000 2022/10
CADMIUM 01027 108 2013/10/29 . .000 2022/10
CHROMIUM (TOTAL) 01034 108 2013/10/29 . .000 2022/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2013/10/29 . .000 2022/10
MERCURY 71900 108 2013/10/29 . .000 2022/10
NICKEL 01067 108 2013/10/29 . .000 2022/10
PERCHLORATE A-031 108 2013/10/29 < .000 2022/10
SELENIUM 01147 108 2013/10/29 . .000 2022/10
THALLIUM 01059 108 2013/10/29 .000 2022/10
NITRATE/NITRITE
NITRATE (AS NO3) 71850 108 2013/10/29 . 8.600 2022/10
NITRITE (AS N) 00620 108 2013/10/29 . .000 2022/10
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/10/29 < .000 2022/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 108 2013/10/29 .000 2022/10
1,1,2,2-TETRACHLOROETHANE 34516 108 2013/10/29 .000 2022/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 108 2013/10/29 . .000 2022/10
1,1,2-TRICHLOROETHANE 34511 108 2013/10/29 . .000 2022/10
1,1-DICHLOROETHANE 34496 108 2013/10/29 . .000 2022/10
1,1-DICHLOROETHYLENE 34501 108 2013/10/29 . .000 2022/10
1,2,4-TRICHLOROBENZENE 34551 108 2013/10/29 . .000 2022/10
1,2-DICHLOROBENZENE 34536 108 2013/10/29 .000 2022/10
1,2-DICHLOROETHANE 34531 108 2013/10/29 . .000 2022/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 0810800

System Name: ALDER CONSERVATION CAMP

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 0810800-001
Source Name: BASEBALL FIELD WELL - STANDBY
Source Number: 001
Source Status: STANDBY RAW
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 108 2013/10/29 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 108 2013/10/29 .000
1,4-DICHLOROBENZENE 34571 108 2013/10/29 .000
BENZENE 34030 108 2013/10/29 .000
CARBON TETRACHLORIDE 32102 108 2013/10/29 .000
CIS-1,2-DICHLOROETHYLENE 77093 108 2013/10/29 .000
DICHLOROMETHANE 34423 108 2013/10/29 .000
ETHYLBENZENE 34371 108 2013/10/29 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 108 2013/10/29 .000
MONOCHLOROBENZENE 34301 108 2013/10/29 .000
STYRENE 77128 108 2013/10/29 .000
TETRACHLOROETHYLENE 34475 108 2013/10/29 .000
TOLUENE 34010 108 2013/10/29 .000
TRANS-1,2-DICHLOROETHYLENE 34546 108 2013/10/29 .000
TRICHLOROETHYLENE 39180 108 2013/10/29 .000
TRICHLOROFLUOROMETHANE 34488 108 2013/10/29 .000
VINYL CHLORIDE 39175 108 2013/10/29 .000
XYLENES (TOTAL) 81551 108 2013/10/29 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 1989/01/24 9.700
BICARBONATE ALKALINITY 00440 108 2013/10/29 32.000
CALCIUM 00916 108 2013/10/29 4.700
CARBONATE ALKALINITY 00445 108 2013/10/29 < 1.000
CHLORIDE 00940 108 2013/10/29 16.000
COLOR 00081 108 2013/10/29 3.000
COPPER 01042 108 2013/10/29 .000
FOAMING AGENTS (MBAS) 38260 108 2013/10/29 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2013/10/29 41.000
HYDROXIDE ALKALINITY 71830 108 2013/10/29 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10

1998/01 DUE
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: (0810800
System Name: AL DER CONSERVATION CAMP

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 0810800-001
Source Name: BASEBALL FIELD WELL - STANDBY
Source Number: 001
Source Status: STANDBY RAW
Water type: G
SECONDARY/GP
IRON 01045 108 2013/10/29 .000
MAGNESIUM 00927 108 2013/10/29 . 7.000
MANGANESE 01055 108 2013/10/29 .000
ODOR THRESHOLD @ 60 C 00086 108 2013/10/29 .000
PH, LABORATORY 00403 108 2013/10/29 . 5.700
SILVER 01077 108 2013/10/29 . .000
SODIUM 00929 108 2013/10/29 11.000
SPECIFIC CONDUCTANCE 00095 108 2013/10/29 . 140.000
SULFATE 00945 108 2013/10/29 1.400
TOTAL DISSOLVED SOLIDS 70300 108 2013/10/29 . 86.000
TURBIDITY, LABORATORY 82079 108 2013/10/29 . .060
ZINC 01092 108 2013/10/29 . 89.000
PS Code: 0810800-003
Source Name: RIVER WELL - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/09/13 . 67.000
ANTIMONY 01097 108 2011/09/13 . .000
ARSENIC 01002 108 2011/09/13 . .000
BARIUM 01007 108 2011/09/13 .000
BERYLLIUM 01012 108 2011/09/13 . .000
CADMIUM 01027 108 2011/09/13 . .000
CHROMIUM (TOTAL) 01034 108 2011/09/13 . .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/09/13 . .000
MERCURY 71900 108 2011/09/13 . .000
NICKEL 01067 108 2011/09/13 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10
2022/10

2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: (0810800
System Name: AL DER CONSERVATION CAMP

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 0810800-003
Source Name: RIVER WELL - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
PERCHLORATE A-031 012 2013/10/29 < .000
SELENIUM 01147 108 2011/09/13 .000
THALLIUM 01059 108 2011/09/13 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/10/29 6.400
NITRITE (AS N) 00620 036 2013/10/29 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/10/29 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2020/09
2020/09

2014/10
2016/10

2022/10
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200500
System Name: SYLVAN HARBOR TRAILER PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200500-002
Source Name: WELL - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/04/26 . .000 2014/04 DUE
NITRITE (AS N) 00620 036 2013/04/26 . .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200501
System Name: AL DERPOINT COUNTY WATER

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200501-001
Source Name: EEL RIVER - UNTREATED
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2008/03/31 .000
ANTIMONY 01097 108 2003/08/13 . .000
ARSENIC 01002 108 2006/11/02 .000
BARIUM 01007 108 2006/11/02 100.000
BERYLLIUM 01012 108 2003/08/13 . .000
CADMIUM 01027 108 2006/11/02 .000
CHROMIUM (TOTAL) 01034 108 2006/11/02 .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/11/02 110
MERCURY 71900 108 2006/11/02 .000
NICKEL 01067 108 2003/08/13 . .000
PERCHLORATE A-031 006
SELENIUM 01147 108 2006/11/02 .000
THALLIUM 01059 108 2003/08/13 . .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2008/03/31 .000
NITRITE (AS N) 00620 036 2006/06/28 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/01/03 1.430
RADIUM 228 11501 108 2008/01/03 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/11/02 .011
BICARBONATE ALKALINITY 00440 108 2008/03/31 100.000
CALCIUM 00916 108 2008/03/31 29.000
CARBONATE ALKALINITY 00445 108 2008/03/31 < 1.000
CHLORIDE 00940 108 2008/03/31 2.200
COPPER 01042 108 2008/03/31 .000
FOAMING AGENTS (MBAS) 38260 108 2008/03/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2008/03/31 99.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/03
2012/08
2015/11
2015/11
2012/08
2015/11
2015/11
2015/11
2015/11
2012/08

2015/11
2012/08

2009/03
2009/06

2017/01
2017/01

2015/11
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03

DUE

DUE

DUE
DUE

DUE

DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200501
System Name: AL DERPOINT COUNTY WATER

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200501-001
Source Name: EEL RIVER - UNTREATED
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2008/03/31 < 1.000
IRON 01045 108 2008/03/31 .000
MAGNESIUM 00927 108 2008/03/31 6.500
MANGANESE 01055 108 2008/03/31 .000
SILVER 01077 108 2008/03/31 .000
SODIUM 00929 108 2008/03/31 4.400
SPECIFIC CONDUCTANCE 00095 108 2008/03/31 230.000
SULFATE 00945 108 2008/03/31 12.000
TOTAL DISSOLVED SOLIDS 70300 108 2008/03/31 140.000
ZINC 01092 108 2008/03/31 .000
PS Code: 1200501-002
Source Name: EEL RIVER - TREATED
Source Number: 002
Source Status: ACTIVE TREATED
Water type: S
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200509
System Name: HEARTWOOD INSTITUTE

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE LAST RESULT
(yyyy/mm/dd) REPORTED

PS Code: 1200509-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM, HEXAVALENT 01032

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

PS Code: 1200509-002
Source Name: LATERAL SPRING-NEAR POOL-RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM, HEXAVALENT 01032

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

PS Code: 1200509-006
Source Name: WELL 2007 AIRSTRIP - RAW

Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM, HEXAVALENT 01032

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE -

036

012
036

036

012
036

036

012
036

2002/03/28 . 2.500
2002/03/28 . .000

2007/04/30 2.500
2007/04/30 .000

DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

DUE

2003/03 DUE
2005/03 DUE

DUE

2008/04 DUE
2010/04 DUE

DUE

DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200518
System Name: R|VERSIDE CSD

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT
REPORTED

PS Code: 1200518-003
Source Name: WELLS 01 AND 02 COMBINED-RAW

Source Number: 003

Source Status: COMBINATION OR BLEND RAW
Water type: G

INORGANIC
ALUMINUM 01105
ANTIMONY 01097
ARSENIC 01002
BARIUM 01007
BERYLLIUM 01012
CADMIUM 01027
CHROMIUM (TOTAL) 01034
CHROMIUM, HEXAVALENT 01032
FLUORIDE (F) (NATURAL-SOURCE) 00951
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

RADIOLOGICAL

GROSS ALPHA 01501
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551
1,2-DICHLOROBENZENE 34536

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
108
036
036
108
036
036
036
108
036
108
006
036
108

012
036

108

072
072
072
072
072
072
072
072

2008/09/16
2005/09/22
2008/09/16
2008/09/16
2005/09/22
2008/09/16
2008/09/16

2008/09/16
2008/09/16
2005/09/22
2008/08/13
2008/09/16
2005/09/22

2013/12/30
2013/12/30

2008/12/17

2005/09/22
2005/09/22
2005/09/22
2005/09/22
2005/09/22
2005/09/22
2005/09/22
2005/09/22

.000
.000

< 5.000
160.000
.000
.000
.000

.220
.000
.000
.000
.000
.000

4.900
.000

.000

.000
.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST
DATE
(vyyy/mm)

2011/09
2014/09
2011/09
2011/09
2014/09
2011/09
2011/09

2017/09
2011/09
2014/09
2009/02
2011/09
2014/09

2014/12
2016/12

2017/12

2011/09
2011/09
2011/09
2011/09
2011/09
2011/09
2011/09
2011/09

DUE

DUE
DUE

DUE
DUE
DUE

DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200518
System Name: R|VERSIDE CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200518-003
Source Name: WELLS 01 AND 02 COMBINED-RAW
Source Number: 003
Source Status: COMBINATION OR BLEND RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2005/09/22 . .000 2011/09 DUE
1,2-DICHLOROPROPANE 34541 072 2005/09/22 . .000 2011/09 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2005/09/22 . .000 2011/09 DUE
1,4-DICHLOROBENZENE 34571 072 2005/09/22 . .000 2011/09 DUE
BENZENE 34030 072 2005/09/22 . .000 2011/09 DUE
CARBON TETRACHLORIDE 32102 072 2005/09/22 .000 2011/09 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2005/09/22 . .000 2011/09 DUE
DICHLOROMETHANE 34423 072 2005/09/22 . .000 2011/09 DUE
ETHYLBENZENE 34371 072 2005/09/22 . .000 2011/09 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2005/09/22 . .000 2011/09 DUE
MONOCHLOROBENZENE 34301 072 2005/09/22 . .000 2011/09 DUE
STYRENE 77128 072 2005/09/22 . .000 2011/09 DUE
TETRACHLOROETHYLENE 34475 072 2005/09/22 . .000 2011/09 DUE
TOLUENE 34010 072 2005/09/22 . .000 2011/09 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2005/09/22 .000 2011/09 DUE
TRICHLOROETHYLENE 39180 072 2005/09/22 . .000 2011/09 DUE
TRICHLOROFLUOROMETHANE 34488 072 2005/09/22 . .000 2011/09 DUE
VINYL CHLORIDE 39175 072 2005/09/22 . .000 2011/09 DUE
XYLENES (TOTAL) 81551 072 2005/09/22 . .000 2011/09 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/09/22 - 420 2014/09
BICARBONATE ALKALINITY 00440 108 2005/09/22 . 130.000 2014/09
CALCIUM 00916 108 2005/09/22 . 18.000 2014/09
CARBONATE ALKALINITY 00445 108 2005/09/22 .000 2014/09
CHLORIDE 00940 036 2008/09/16 19.000 2011/09 DUE
COLOR 00081 036 2008/09/16 < 3.000 2011/09 DUE
COPPER 01042 036 2008/09/16 .000 2011/09 DUE
FOAMING AGENTS (MBAS) 38260 036 2008/09/16 < .050 2011/09 DUE
HARDNESS (TOTAL) AS CACO3 00900 108 2005/09/22 . 140.000 2014/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200518
System Name: R|VERSIDE CSD

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200518-003
Source Name: WELLS 01 AND 02 COMBINED-RAW
Source Number: 003
Source Status: COMBINATION OR BLEND RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2005/09/22 . .000
IRON 01045 036 2008/09/16 -000
MAGNESIUM 00927 108 2005/09/22 . 23.000
MANGANESE 01055 036 2008/09/16 .000
ODOR THRESHOLD @ 60 C 00086 036 2008/09/16 .000
PH, LABORATORY 00403 036 2008/09/16 7.500
SILVER 01077 036 2008/09/16 .000
SODIUM 00929 108 2005/09/22 20.000
SPECIFIC CONDUCTANCE 00095 108 2008/09/16 350.000
SULFATE 00945 036 2008/09/16 15.000
TOTAL DISSOLVED SOLIDS 70300 036 2008/09/16 200.000
TURBIDITY, LABORATORY 82079 036 2008/09/16 .220
ZINC 01092 036 2008/09/16 .000
PS Code: 1200518-006
Source Name: WELL 06 - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2004/12/30 < 100.000
ANTIMONY 01097 108 2004/12/30 . .000
ARSENIC 01002 108 2004/12/30 . .000
BARIUM 01007 108 2004/12/30 480.000
BERYLLIUM 01012 108 2004/12/30 . .000
CADMIUM 01027 108 2004/12/30 . .000
CHROMIUM (TOTAL) 01034 108 2004/12/30 . .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2004/12/30 . .330
MERCURY 71900 108 2004/12/30 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/09
2011/09
2014/09
2011/09
2011/09
2011/09
2011/09
2014/09
2017/09
2011/09
2011/09
2011/09
2011/09

2013/12
2013/12
2013/12
2013/12
2013/12
2013/12
2013/12
2013/12
2013/12

DUE

DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200518
System Name: R|VERSIDE CSD

PS Code: 1200518-006
Source Name: WELL 06 - RAW

Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC

NICKEL

PERCHLORATE

SELENIUM

THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT
REPORTED

01067
A-031
01147
01059

71850
00620

01501

34506
34516
81611
34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

108
006
108
108

012
036

108

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

2004/12/30
2008/08/13
2004/12/30
2004/12/30

2011/11/28
2010/03/18

2008/12/17

2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30
2004/12/30

< 20.000
.000
.000
.000

5.000
.000

.000

.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/12
2009/02
2013/12
2013/12

2012/11
2013/03

2017/12

2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12
2010/12

DUE
DUE
DUE
DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200518
System Name: R|VERSIDE CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200518-006
Source Name: WELL 06 - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 072 2004/12/30 . .000 2010/12 DUE
STYRENE 77128 072 2004/12/30 . .000 2010/12 DUE
TETRACHLOROETHYLENE 34475 072 2004/12/30 . .000 2010/12 DUE
TOLUENE 34010 072 2004/12/30 . .000 2010/12 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2004/12/30 .000 2010/12 DUE
TRICHLOROETHYLENE 39180 072 2004/12/30 . .000 2010/12 DUE
TRICHLOROFLUOROMETHANE 34488 072 2004/12/30 . .000 2010/12 DUE
VINYL CHLORIDE 39175 072 2004/12/30 . .000 2010/12 DUE
XYLENES (TOTAL) 81551 072 2004/12/30 . .000 2010/12 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2011/11/28 . 120.000 2020/11
CALCIUM 00916 108 2011/11/28 . 16.000 2020/11
CARBONATE ALKALINITY 00445 108 2011/11/28 < 1.000 2020/11
CHLORIDE 00940 108 2008/11/17 30.000 2017/11
COLOR 00081 108 2008/11/17 < 3.000 2017/11
COPPER 01042 108 2008/11/17 .000 2017/11
FOAMING AGENTS (MBAS) 38260 108 2008/11/17 < .050 2017/11
HARDNESS (TOTAL) AS CACO3 00900 108 2011/11/28 . 130.000 2020/11
HYDROXIDE ALKALINITY 71830 108 2011/11/28 < 1.000 2020/11
IRON 01045 108 2008/11/17 .000 2017/11
MAGNESIUM 00927 108 2011/11/28 . 21.000 2020/11
MANGANESE 01055 108 2008/11/17 350.000 2017/11
ODOR THRESHOLD @ 60 C 00086 108 2008/11/17 .000 2017/11
PH, LABORATORY 00403 108 2011/11/28 . 7.800 2020/11
SILVER 01077 108 2005/11/29 . .000 2014/11
SODIUM 00929 108 2011/11/28 17.000 2020/11
SPECIFIC CONDUCTANCE 00095 108 2008/11/17 390.000 2017/11
SULFATE 00945 108 2008/11/17 8.200 2017/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200518

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: R|VERSIDE CSD

PS Code: 1200518-006

Source Name: WELL 06 - RAW

Source Number: 006

Source Status: ACTIVE RAW
Water type: G

SECONDARY/GP
TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY
ZINC

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
70300 108 2011/11/28 220.000
82079 108 2008/11/17 .740
01092 108 2008/11/17 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/11
2017/11
2017/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200522
System Name: WHITETHORN ELEMENTARY SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200522-001
Source Name: MATTOLE RIVER - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 012 2000/06/02 . .000 2001/06 DUE
ANTIMONY 01097 012 2000/06/02 . .000 2001/06 DUE
ARSENIC 01002 012 2000/06/02 . .000 2001/06 DUE
ASBESTOS 81855 108 2000/06/02 . .000 2009/06 DUE
BARIUM 01007 012 2000/06/02 .000 2001/06 DUE
BERYLLIUM 01012 012 2000/06/02 . .000 2001/06 DUE
CADMIUM 01027 012 2000/06/02 . .000 2001/06 DUE
CHROMIUM (TOTAL) 01034 012 2000/06/02 . .000 2001/06 DUE
CHROMIUM, HEXAVALENT 01032 012 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 012 DUE
MERCURY 71900 012 2000/06/02 . .000 2001/06 DUE
NICKEL 01067 012 2000/06/02 . .000 2001/06 DUE
PERCHLORATE A-031 006 DUE
SELENIUM 01147 012 2000/06/02 . .000 2001/06 DUE
THALLIUM 01059 012 2000/06/02 . .000 2001/06 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2000/06/28 . .000 2001/06 DUE
NITRITE (AS N) 00620 036 2000/06/28 . .000 2003/06 DUE
REGULATED VOC
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200538
System Name: MYERS FLAT M.W.S. INC.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200538-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/06/12 .000 2015/06
ANTIMONY 01097 108 2006/06/12 .000 2015/06
ARSENIC 01002 108 2009/07/07 .000 2018/07
BARIUM 01007 108 2009/07/07 .000 2018/07
BERYLLIUM 01012 108 2006/06/12 .000 2015/06
CADMIUM 01027 108 2009/07/07 .000 2018/07
CHROMIUM (TOTAL) 01034 108 2006/06/12 .000 2015/06
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2009/07/07 .210 2018/07
MERCURY 71900 108 2009/07/07 .000 2018/07
NICKEL 01067 108 2006/06/12 .000 2015/06
PERCHLORATE A-031 006 2008/02/25 .000 2008/08 DUE
SELENIUM 01147 108 2009/07/07 .000 2018/07
THALLIUM 01059 108 2006/06/12 .000 2015/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2007/09/16 2.390 2008/09 DUE
NITRITE (AS N) 00620 036 2009/07/07 .000 2012/07 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/12/31 521 2016/12
RADIUM 228 11501 048 2007/12/31 420 2011/12 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2007/09/16 .000 2013/09 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2007/09/16 .000 2013/09 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2007/09/16 .000 2013/09 DUE
1,1,2-TRICHLOROETHANE 34511 072 2007/09/16 .000 2013/09 DUE
1,1-DICHLOROETHANE 34496 072 2007/09/16 .000 2013/09 DUE
1,1-DICHLOROETHYLENE 34501 072 2007/09/16 .000 2013/09 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2007/09/16 .000 2013/09 DUE
1,2-DICHLOROBENZENE 34536 072 2007/09/16 .000 2013/09 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200538
System Name: MYERS FLAT M.W.S. INC.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200538-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2007/09/16 .000 2013/09 DUE
1,2-DICHLOROPROPANE 34541 072 2007/09/16 .000 2013/09 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2007/09/16 .000 2013/09 DUE
1,4-DICHLOROBENZENE 34571 072 2007/09/16 .000 2013/09 DUE
BENZENE 34030 072 2007/09/16 .000 2013/09 DUE
CARBON TETRACHLORIDE 32102 072 2007/09/16 .000 2013/09 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2007/09/16 .000 2013/09 DUE
DICHLOROMETHANE 34423 072 2007/09/16 .000 2013/09 DUE
ETHYLBENZENE 34371 072 2007/09/16 .000 2013/09 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2007/09/16 .000 2013/09 DUE
MONOCHLOROBENZENE 34301 072 2007/09/16 .000 2013/09 DUE
STYRENE 77128 072 2007/09/16 .000 2013/09 DUE
TETRACHLOROETHYLENE 34475 072 2007/09/16 .000 2013/09 DUE
TOLUENE 34010 072 2007/09/16 .000 2013/09 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2007/09/16 .000 2013/09 DUE
TRICHLOROETHYLENE 39180 072 2007/09/16 .000 2013/09 DUE
TRICHLOROFLUOROMETHANE 34488 072 2007/09/16 .000 2013/09 DUE
VINYL CHLORIDE 39175 072 2007/09/16 .000 2013/09 DUE
XYLENES (TOTAL) 81551 072 2007/09/16 .000 2013/09 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/06/12 - 1.300 2015/06
BICARBONATE ALKALINITY 00440 108 2006/06/12 140.000 2015/06
CALCIUM 00916 108 2006/06/12 25.000 2015/06
CARBONATE ALKALINITY 00445 108 2006/06/12 .000 2015/06
CHLORIDE 00940 108 2009/07/07 5.100 2018/07
COLOR 00081 108 2009/07/07 < 3.000 2018/07
COPPER 01042 108 2009/07/07 .000 2018/07
FOAMING AGENTS (MBAS) 38260 108 2009/07/07 < .050 2018/07
HARDNESS (TOTAL) AS CACO3 00900 108 2006/06/12 150.000 2015/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200538

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MYERS FLAT M.W.S. INC.

PS Code: 1200538-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2006/06/12 .000
01045 108 2009/07/07 .000
00927 108 2006/06/12 22.000
01055 108 2009/07/07 .000
00086 108 2009/07/07 .000
00403 108 2009/07/07 6.600
01077 108 2009/07/07 .000
00929 108 2006/06/12 11.000
00095 108 2009/07/07 300.000
00945 108 2009/07/07 14.000
70300 108 2009/07/07 170.000
82079 108 2009/07/07 < .050
01092 108 2009/07/07 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2018/07
2015/06
2018/07
2018/07
2018/07
2018/07
2015/06
2018/07
2018/07
2018/07
2018/07
2018/07
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200541
System Name: PHI|LLIPSVILLE C.S.D.

PS Code: 1200541-001
Source Name: WELL 01 - RAW

Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)
FLUORIDE (F) (NATURAL-SOURCE)
MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

01105
01097
01002
01007
01012
01027
01034
00951
71900
01067
A-031
01147
01059

71850
00620

01501

34506
34516
81611
34511
34496
34501
34551
34536
34531

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

108
036
108
108
036
108
108
108
108
036
006
108
036

012
036

108

072
072
072
072
072
072
072
072
072

2005/10/04
2005/10/04
2005/10/04
2005/10/04
2005/10/04
2005/10/04
2005/10/04
2005/10/04
2005/10/04
2005/10/04

2005/10/04
2005/10/04

2011/08/16
2009/03/09

2005/02/08

2001/05/02
2001/05/02
1994/07/23
2001/05/02
2001/05/02
2001/05/02
1994/07/23
2001/05/02
2001/05/02

.000
.000
.000
.000
.000
.000
.000
.110
.000
.000

.000
.000

.000
.000

1.690

.000
.000
.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2008/10
2014/10
2014/10
2008/10
2014/10
2014/10
2014/10
2014/10
2008/10

2014/10
2008/10

2012/08
2012/03

2014/02

2007/05
2007/05
2000/07
2007/05
2007/05
2007/05
2000/07
2007/05
2007/05

DUE

DUE

DUE
DUE

DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200541
System Name: PHI|LLIPSVILLE C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200541-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 072 2001/05/02 . .000 2007/05 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2001/05/02 . .000 2007/05 DUE
1,4-DICHLOROBENZENE 34571 072 2001/05/02 . .000 2007/05 DUE
BENZENE 34030 072 2001/05/02 . .000 2007/05 DUE
CARBON TETRACHLORIDE 32102 072 2001/05/02 .000 2007/05 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2001/05/02 . .000 2007/05 DUE
DICHLOROMETHANE 34423 072 2001/05/02 . .000 2007/05 DUE
ETHYLBENZENE 34371 072 2001/05/02 . .000 2007/05 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2001/05/02 . .000 2007/05 DUE
MONOCHLOROBENZENE 34301 072 2001/05/02 . .000 2007/05 DUE
STYRENE 77128 072 2001/05/02 . .000 2007/05 DUE
TETRACHLOROETHYLENE 34475 072 2001/05/02 . .000 2007/05 DUE
TOLUENE 34010 072 2001/05/02 . .000 2007/05 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2001/05/02 .000 2007/05 DUE
TRICHLOROETHYLENE 39180 072 2001/05/02 . .000 2007/05 DUE
TRICHLOROFLUOROMETHANE 34488 072 2001/05/02 . .000 2007/05 DUE
VINYL CHLORIDE 39175 072 2001/05/02 . .000 2007/05 DUE
XYLENES (TOTAL) 81551 072 2001/05/02 . .000 2007/05 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2005/10/04 . 98.000 2014/10
CALCIUM 00916 108 2005/10/04 . 22.000 2014/10
CARBONATE ALKALINITY 00445 108 2005/10/04 < 1.000 2014/10
CHLORIDE 00940 108 2005/10/04 . 5.400 2014/10
COLOR 00081 108 2005/10/04 . 3.000 2014/10
COPPER 01042 108 2005/10/04 . .000 2014/10
FOAMING AGENTS (MBAS) 38260 108 2005/10/04 < .050 2014/10
HARDNESS (TOTAL) AS CACO3 00900 108 2005/10/04 . 110.000 2014/10
HYDROXIDE ALKALINITY 71830 108 2005/10/04 < 1.000 2014/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200541
System Name: PHILLIPSVILLE C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200541-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 108 2005/10/04 .000
MAGNESIUM 00927 108 2005/10/04 . 13.000
MANGANESE 01055 108 2005/10/04 .000
ODOR THRESHOLD @ 60 C 00086 108 2005/10/04 .000
PH, LABORATORY 00403 108 2005/10/04 . 6.600
SILVER 01077 108 2005/10/04 . .000
SODIUM 00929 108 2005/10/04 7.000
SPECIFIC CONDUCTANCE 00095 108 2005/10/04 . 190.000
SULFATE 00945 108 2005/10/04 10.000
TOTAL DISSOLVED SOLIDS 70300 108 2005/10/04 . 130.000
TURBIDITY, LABORATORY 82079 108 2005/10/04 . .270
ZINC 01092 108 2005/10/04 . 85.000
PS Code: 1200541-002
Source Name: SPRING - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 012 2005/02/08 . .000
ANTIMONY 01097 012 2005/02/08 .000
ARSENIC 01002 012 2005/02/08 . .000
ASBESTOS 81855 000
BARIUM 01007 012 2005/02/08 .000
BERYLLIUM 01012 012 2005/02/08 . .000
CADMIUM 01027 012 2005/02/08 . .000
CHROMIUM (TOTAL) 01034 012 2005/02/08 . .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 012 2005/02/08 . .190
MERCURY 71900 012 2005/02/08 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10
2014/10

2006/02
2006/02
2006/02

2006/02
2006/02
2006/02
2006/02
2006/02
2006/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200541
System Name: PHI|LLIPSVILLE C.S.D.

PS Code: 1200541-002
Source Name: SPRING - RAW

Source Number: 002
Source Status: ACTIVE RAW
Water type: S
INORGANIC

NICKEL

PERCHLORATE

SELENIUM

THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,2,4-TRICHLOROBENZENE

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM
CARBONATE ALKALINITY
CHLORIDE
COPPER
FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY
IRON
MAGNESIUM
MANGANESE
SILVER
SODIUM
SPECIFIC CONDUCTANCE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

01067
A-031
01147
01059

71850
00620

01501

81611
34551

82383
00440
00916
00445
00940
01042
38260
00900
71830
01045
00927
01055
01077
00929
00095

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

012
006
012
012

012
036

048

000
000

108
108
108
108
012
012
012
108
108
012
108
012
012
108
012

2005/02/08

2005/02/08
2005/02/08

2011/08/16
2009/03/09

2005/02/08

2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08
2005/02/08

.000

.000
.000

.000
.000

.960

- .190

180.000
57.000

< 1.000

4.000
.000

< .050

200.000

< 1.000

.000
14.000
.000
.000
7.300
390.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2006/02

2006/02
2006/02

2012/08
2012/03

2009/02

2014/02
2014/02
2014/02
2014/02
2006/02
2006/02
2006/02
2014/02
2014/02
2006/02
2014/02
2006/02
2006/02
2014/02
2006/02

DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE -

Klamath
(530) 224-4800

System Number: 1200541
System Name: PHILLIPSVILLE C.S.D.

PS Code: 1200541-002
Source Name: SPRING - RAW

Source Number: 002

Source Status: ACTIVE RAW
Water type: S

SECONDARY/GP
SULFATE
TOTAL DISSOLVED SOLIDS
ZINC

PS Code: 1200541-003
Source Name: COMBINED - TREATED

Source Number: 003

Source Status: DISTRIBUTION TREATED
Water type: S

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
00945 012 2005/02/08 16.000
70300 012 2005/02/08 230.000
01092 012 2005/02/08 .000
999

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2006/02 DUE
2006/02 DUE
2006/02 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200544
System Name: REDCREST WATER WORKS

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200544-002
Source Name: CHADD CREEK - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2013/09/16 . .000 2022/09
ANTIMONY 01097 108 2013/09/16 .000 2022/09
ARSENIC 01002 108 2013/09/16 . .000 2022/09
ASBESTOS 81855 108 2006/09/27 .000 2015/09
BARIUM 01007 108 2013/09/16 .000 2022/09
BERYLLIUM 01012 108 2013/09/16 . .000 2022/09
CADMIUM 01027 108 2013/09/16 . .000 2022/09
CHROMIUM (TOTAL) 01034 108 2013/09/16 . .000 2022/09
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2013/09/16 . .120 2022/09
MERCURY 71900 108 2013/09/16 . .000 2022/09
NICKEL 01067 108 2013/09/16 . .000 2022/09
PERCHLORATE A-031 006 2008/01/15 .000 2008/07 DUE
SELENIUM 01147 108 2013/09/16 . .000 2022/09
THALLIUM 01059 108 2013/09/16 .000 2022/09
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/16 . .000 2014/09
NITRITE (AS N) 00620 036 2013/09/16 . .000 2016/09
RADIOLOGICAL
GROSS ALPHA 01501 048 2010/09/20 < .000 2014/09
RADIUM 228 11501 048 DUE
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/08/18 - 1.100 2014/08
BICARBONATE ALKALINITY 00440 108 2013/09/16 . 69.000 2022/09
CALCIUM 00916 108 2013/09/16 . 17.000 2022/09
CARBONATE ALKALINITY 00445 108 2013/09/16 < 1.000 2022/09
CHLORIDE 00940 108 2013/09/16 . 7.800 2022/09
COPPER 01042 108 2013/09/16 . .000 2022/09
FOAMING AGENTS (MBAS) 38260 108 2013/09/16 < .050 2022/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200544

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: REDCREST WATER WORKS

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1200544-002

Source Name: CHADD CREEK - RAW

Source Number: 002

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2013/09/16 66.000
HYDROXIDE ALKALINITY 71830 108 2013/09/16 < 1.000
IRON 01045 108 2013/09/16 .000
MAGNESIUM 00927 108 2013/09/16 5.700
MANGANESE 01055 108 2013/09/16 .000
SILVER 01077 108 2013/09/16 .000
SODIUM 00929 108 2013/09/16 11.000
SPECIFIC CONDUCTANCE 00095 108 2013/09/16 150.000
SULFATE 00945 108 2013/09/16 4.900
TOTAL DISSOLVED SOLIDS 70300 108 2013/09/16 93.000
ZINC 01092 108 2013/09/16 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
2022/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200546
System Name: CASTERLIN SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200546-002
Source Name: WELL - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/10/18 84.000 2015/10
ANTIMONY 01097 108 2006/10/18 .000 2015/10
ARSENIC 01002 108 2006/10/18 .000 2015/10
BARIUM 01007 108 2006/10/18 320.000 2015/10
BERYLLIUM 01012 108 2006/10/18 .000 2015/10
CADMIUM 01027 108 2006/10/18 .000 2015/10
CHROMIUM (TOTAL) 01034 108 2006/10/18 .000 2015/10
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/10/18 .190 2015/10
MERCURY 71900 108 2006/10/18 .000 2015/10
NICKEL 01067 108 2006/10/18 .000 2015/10
PERCHLORATE A-031 006 DUE
SELENIUM 01147 108 2006/10/18 .000 2015/10
THALLIUM 01059 108 2006/10/18 .000 2015/10
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2006/10/18 .000 2007/10 DUE
NITRITE (AS N) 00620 036 2006/10/18 .000 2009/10 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2006/10/18 .000 2012/10 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2006/10/18 .000 2012/10 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2006/10/18 .000 2012/10 DUE
1,1,2-TRICHLOROETHANE 34511 072 2006/10/18 .000 2012/10 DUE
1,1-DICHLOROETHANE 34496 072 2006/10/18 .000 2012/10 DUE
1,1-DICHLOROETHYLENE 34501 072 2006/10/18 .000 2012/10 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2006/10/18 .000 2012/10 DUE
1,2-DICHLOROBENZENE 34536 072 2006/10/18 .000 2012/10 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200546
System Name: CASTERLIN SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200546-002

Source Name: WELL - RAW

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC

1,2-DICHLOROETHANE 34531 072 2006/10/18 .000 2012/10 DUE
1,2-DICHLOROPROPANE 34541 072 2006/10/18 .000 2012/10 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2006/10/18 .000 2012/10 DUE
1,4-DICHLOROBENZENE 34571 072 2006/10/18 .000 2012/10 DUE
BENZENE 34030 072 2006/10/18 .000 2012/10 DUE
CARBON TETRACHLORIDE 32102 072 2006/10/18 .000 2012/10 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2006/10/18 .000 2012/10 DUE
DICHLOROMETHANE 34423 072 2006/10/18 .000 2012/10 DUE
ETHYLBENZENE 34371 072 2006/10/18 .000 2012/10 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2006/10/18 .000 2012/10 DUE
MONOCHLOROBENZENE 34301 072 2006/10/18 .000 2012/10 DUE
STYRENE 77128 072 2006/10/18 .000 2012/10 DUE
TETRACHLOROETHYLENE 34475 072 2006/10/18 .000 2012/10 DUE
TOLUENE 34010 072 2006/10/18 .000 2012/10 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2006/10/18 .000 2012/10 DUE
TRICHLOROETHYLENE 39180 072 2006/10/18 .000 2012/10 DUE
TRICHLOROFLUOROMETHANE 34488 072 2006/10/18 .000 2012/10 DUE
VINYL CHLORIDE 39175 072 2006/10/18 .000 2012/10 DUE
XYLENES (TOTAL) 81551 072 2006/10/18 .000 2012/10 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200547
System Name: MILL CREEK M.W.C.

PS Code: 1200547-001
Source Name: WELL 01 - RAW

Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)
FLUORIDE (F) (NATURAL-SOURCE)
MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA
RADIUM 228

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

01105
01097
01002
01007
01012
01027
01034
00951
71900
01067
A-031
01147
01059

71850
00620

01501
11501

34506
34516
81611
34511
34496
34501
34551
34536

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

108
108
108
108
108
108
108
108
108
108
006
108
108

012
036

108
108

072
072
072
072
072
072
072
072

2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10

2002/07/10
2002/07/10

2007/04/10
2007/04/10

2007/04/10

2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10

.000
.000
.000
330.000
.000
.000
.000
.170
.000
.000

.000
.000

.000
.000

400

.000
.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2011/07
2011/07
2011/07
2011/07
2011/07
2011/07
2011/07
2011/07
2011/07
2011/07

2011/07
2011/07

2008/04
2010/04

2016/04

2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200547
System Name: MILL CREEK M.W.C.

PS Code: 1200547-001
Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC

1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE
XYLENES (TOTAL)

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM
CARBONATE ALKALINITY
CHLORIDE
COLOR
COPPER
FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383
00440
00916
00445
00940
00081
01042
38260
00900

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

000
108
108
108
108
108
108
108
108

2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10
2002/07/10

1998/04/02
2007/04/10
1998/04/02
2007/04/10
2007/04/10
2007/04/10
2007/04/10
1998/04/02

.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000

210.000
29.000

< 1.000

25.000
45.000
.000

< .050

220.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07
2008/07

2007/04
2016/04
2007/04
2016/04
2016/04
2016/04
2016/04
2007/04

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200547
System Name: M|LL CREEK M.W.C.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200547-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 1998/04/02 < 1.000 2007/04 DUE
IRON 01045 108 2002/07/10 . 6900.000 2011/07 DUE
MAGNESIUM 00927 108 1998/04/02 30.000 2007/04 DUE
MANGANESE 01055 108 2002/07/10 510.000 2011/07 DUE
ODOR THRESHOLD @ 60 C 00086 108 2007/04/10 .000 2016/04
PH, LABORATORY 00403 108 2007/04/10 7.100 2016/04
SILVER 01077 108 2002/07/10 . .000 2011/07 DUE
SODIUM 00929 108 1998/04/02 29.000 2007/04 DUE
SPECIFIC CONDUCTANCE 00095 108 2007/04/10 460.000 2016/04
SULFATE 00945 108 2007/04/10 30.000 2016/04
TOTAL DISSOLVED SOLIDS 70300 108 2007/04/10 280.000 2016/04
TURBIDITY, LABORATORY 82079 108 2007/04/10 39.000 2016/04
ZINC 01092 108 2007/04/10 .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200553
System Name: \WEOTT C.S.D.

PS Code: 1200553-001

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Source Name: A LINE - MILL CR RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
ASBESTOS
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

CHROMIUM, HEXAVALENT
FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL

PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COPPER

FOAMING AGENTS (MBAS)

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01105 108 2007/07/31 .000
01097 108 2007/07/31 .000
01002 108 2007/07/31 .000
81855 000

01007 108 2007/07/31 .000
01012 108 2007/07/31 .000
01027 108 2007/07/31 .000
01034 108 2007/07/31 .000
01032 012

00951 108 2007/07/31 .130
71900 108 2007/07/31 .000
01067 108 2007/07/31 .000
A-031 012 2008/10/28 .000
01147 108 2007/07/31 .000
01059 108 2007/07/31 .000
71850 012 2014/07/16 < .000
00620 036 2014/07/16 < .000
01501 048 2010/04/20 < .000
82383 108 2006/01/31 - .670
00440 108 2007/07/31 110.000
00916 108 2007/07/31 24.000
00445 108 2007/07/31 1.300
00940 108 2007/07/31 4.200
01042 108 2007/07/31 .000
38260 108 2007/07/31 < .050

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
DUE
2016/07
2016/07
2016/07
2016/07
DUE
2016/07
2016/07
2016/07
2009/10
2016/07
2016/07

DUE

2015/07
2017/07

2014/04 DUE

2015/01
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200553
System Name: \WEOTT C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200553-001
Source Name: A LINE - MILL CR RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2007/07/31 84.000
HYDROXIDE ALKALINITY 71830 108 2007/07/31 < 1.000
IRON 01045 108 2007/07/31 28.000
MAGNESIUM 00927 108 2007/07/31 6.000
MANGANESE 01055 108 2007/07/31 .000
SILVER 01077 108 2007/07/31 .000
SODIUM 00929 108 2007/07/31 20.000
SPECIFIC CONDUCTANCE 00095 108 2008/10/28 250.000
SULFATE 00945 108 2007/07/31 9.400
TOTAL DISSOLVED SOLIDS 70300 108 2007/07/31 140.000
ZINC 01092 108 2007/07/31 .000
PS Code: 1200553-002
Source Name: B LINE-COMBINED CREEKS-RAW
Source Number: 002
Source Status: COMBINATION OR BLEND RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2007/07/31 77.000
ANTIMONY 01097 108 2007/07/31 .000
ARSENIC 01002 108 2007/07/31 .000
ASBESTOS 81855 000
BARIUM 01007 108 2007/07/31 .000
BERYLLIUM 01012 108 2007/07/31 .000
CADMIUM 01027 108 2007/07/31 .000
CHROMIUM (TOTAL) 01034 108 2007/07/31 .000
CHROMIUM, HEXAVALENT 01032 012
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/07/31 .120
MERCURY 71900 108 2007/07/31 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/10
2016/07
2016/07
2016/07

2016/07
2016/07
2016/07
DUE
2016/07
2016/07
2016/07
2016/07
DUE
2016/07
2016/07

Page 109 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200553
System Name: \WEOTT C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200553-002
Source Name: B LINE-COMBINED CREEKS-RAW
Source Number: 002
Source Status: COMBINATION OR BLEND RAW
Water type: S
INORGANIC
NICKEL 01067 108 2007/07/31 .000
PERCHLORATE A-031 012 2008/10/28 .000
SELENIUM 01147 108 2007/07/31 .000
THALLIUM 01059 108 2007/07/31 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/07/16 < .000
NITRITE (AS N) 00620 036 2014/07/16 < .000
RADIOLOGICAL
GROSS ALPHA 01501 048 2006/01/31 470
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/01/31 - 1.700
BICARBONATE ALKALINITY 00440 108 2007/07/31 93.000
CALCIUM 00916 108 2007/07/31 22.000
CARBONATE ALKALINITY 00445 108 2007/07/31 < 1.000
CHLORIDE 00940 108 2007/07/31 3.100
COPPER 01042 108 2007/07/31 .000
FOAMING AGENTS (MBAS) 38260 108 2007/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2007/07/31 82.000
HYDROXIDE ALKALINITY 71830 108 2007/07/31 < 1.000
IRON 01045 108 2007/07/31 190.000
MAGNESIUM 00927 108 2007/07/31 6.400
MANGANESE 01055 108 2007/07/31 .000
SILVER 01077 108 2007/07/31 .000
SODIUM 00929 108 2007/07/31 10.000
SPECIFIC CONDUCTANCE 00095 108 2008/10/28 190.000
SULFATE 00945 108 2007/07/31 7.000
TOTAL DISSOLVED SOLIDS 70300 108 2007/07/31 120.000
ZINC 01092 108 2007/07/31 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2009/20 DUE
2016/07
2016/07

2015/07
2017/07

2010/01 DUE

2015/01
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/10
2016/07
2016/07
2016/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200553
System Name: \WEOTT C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200566

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: ORLEANS MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200566-001
Source Name: CRAWFORD CREEK - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2011/09/20 .000
ANTIMONY 01097 108 2011/09/20 .000
ARSENIC 01002 108 2011/09/20 .000
BARIUM 01007 108 2011/09/20 .000
BERYLLIUM 01012 108 2011/09/20 .000
CADMIUM 01027 108 2011/09/20 .000
CHROMIUM (TOTAL) 01034 108 2011/09/20 .000
CHROMIUM, HEXAVALENT 01032 012
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/09/20 .000
MERCURY 71900 108 2011/09/20 .000
NICKEL 01067 108 2011/09/20 .000
PERCHLORATE A-031 012 2011/09/20 < .000
SELENIUM 01147 108 2011/09/20 .000
THALLIUM 01059 108 2011/09/20 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2011/09/20 .000
NITRITE (AS N) 00620 036 2011/09/20 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/05/06 2.980
RADIUM 228 11501 108 2008/05/06 .068
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2011/09/20 57.000
CALCIUM 00916 108 2011/09/20 21.000
CARBONATE ALKALINITY 00445 108 2011/09/20 < 1.000
CHLORIDE 00940 108 2011/09/20 1.500
COPPER 01042 108 2011/09/20 .000
FOAMING AGENTS (MBAS) 38260 108 2011/09/20 < .050
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
DUE
2020/09
2020/09
2020/09
2012/09 DUE
2020/09
2020/09

2012/09 DUE
2014/09

2017/05
2017/05

DUE
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200566

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: ORLEANS MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1200566-001

Source Name: CRAWFORD CREEK - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2011/09/20 59.000
HYDROXIDE ALKALINITY 71830 108 2011/09/20 < 1.000
IRON 01045 108 2011/09/20 .000
MAGNESIUM 00927 108 2011/09/20 1.600
MANGANESE 01055 108 2011/09/20 .000
SILVER 01077 108 2011/09/20 .000
SODIUM 00929 108 2011/09/20 4.300
SPECIFIC CONDUCTANCE 00095 108 2011/09/20 140.000
SULFATE 00945 108 2011/09/20 13.000
TOTAL DISSOLVED SOLIDS 70300 108 2011/09/20 84.000
ZINC 01092 108 2011/09/20 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
2020/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200587
System Name: BRICELAND C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200587-002
Source Name: SPRING/CREEK - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2011/12/27 . .000 2020/12
ANTIMONY 01097 108 2011/12/27 . .000 2020/12
ARSENIC 01002 108 2006/08/14 .000 2015/08
ASBESTOS 81855 108 2002/04/15 . .000 2011/04 DUE
BARIUM 01007 108 2006/08/14 .000 2015/08
BERYLLIUM 01012 108 2011/12/27 . .000 2020/12
CADMIUM 01027 108 2006/08/14 .000 2015/08
CHROMIUM (TOTAL) 01034 108 2006/08/14 .000 2015/08
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/08/14 .000 2015/08
MERCURY 71900 108 2006/08/14 .000 2015/08
NICKEL 01067 108 2011/12/27 . .000 2020/12
PERCHLORATE A-031 012 2011/12/27 < .000 2012/12 DUE
SELENIUM 01147 108 2006/08/14 .000 2015/08
THALLIUM 01059 108 2011/12/27 . .000 2020/12
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2011/12/27 . .000 2012/12 DUE
NITRITE (AS N) 00620 036 2011/12/27 . .000 2014/12
RADIOLOGICAL
GROSS ALPHA 01501 108 2012/04/24 . 122 2021/04
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/10/11 .000 2019/10
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/10/11 .000 2019/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/10/11 . .000 2019/10
1,1,2-TRICHLOROETHANE 34511 072 2013/10/11 . .000 2019/10
1,1-DICHLOROETHANE 34496 072 2013/10/11 . .000 2019/10
1,1-DICHLOROETHYLENE 34501 072 2013/10/11 . .000 2019/10
1,2,4-TRICHLOROBENZENE 34551 072 2013/10/11 . .000 2019/10
1,2-DICHLOROBENZENE 34536 072 2013/10/11 .000 2019/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200587

System Name: BRICELAND C.

PS Code: 1200587-002
Source Name: SPRING/CREEK

Source Number: 002

Source Status: ACTIVE RAW
Water type: S
REGULATED VOC

1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

HYDROXIDE ALKALINITY
IRON

*Testing interval is in months;

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

S.D.
TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

- RAW
34531 072 2013/10/11 .000
34541 072 2013/10/11 .000
34561 072 2013/10/11 .000
34571 072 2013/10/11 .000
34030 072 2013/10/11 .000
32102 072 2013/10/11 .000
77093 072 2013/10/11 .000
34423 072 2013/10/11 .000
34371 072 2013/10/11 .000
34301 072 2013/10/11 .000
77128 072 2013/10/11 .000
34475 072 2013/10/11 .000
34010 072 2013/10/11 .000
34546 072 2013/10/11 .000
39180 072 2013/10/11 .000

E 34488 072 2013/10/11 .000
39175 072 2013/10/11 .000
81551 072 2013/10/11 .000
82383 108 2005/07/18 - .780
00440 108 2007/07/24 110.000
00916 108 2007/07/24 19.000
00445 108 2007/07/24 < 1.000
00940 108 2006/08/14 4.000
01042 108 2006/08/14 .000
38260 108 2006/08/14 .000
00900 108 2007/07/24 87.000
71830 108 2007/07/24 < 1.000
01045 108 2006/08/14 .000

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10

2014/07
2016/07
2016/07
2016/07
2015/08
2015/08
2015/08
2016/07
2016/07
2015/08
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200587

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BRICELAND C.S.D.

PS Code: 1200587-002

Source Name: SPRING/CREEK - RAW

Source Number: 002

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP
MAGNESIUM
MANGANESE
SILVER
SODIUM
SPECIFIC CONDUCTANCE
SULFATE
TOTAL DISSOLVED SOLIDS
ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
00927 108 2007/07/24 9.500
01055 108 2006/08/14 .000
01077 108 2006/08/14 .000
00929 108 2007/07/24 11.000
00095 108 2011/12/27 220.000
00945 108 2006/08/14 1.200
70300 108 2006/08/14 140.000
01092 108 2006/08/14 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

2016/07
2015/08
2015/08
2016/07
2020/12
2015/08
2015/08
2015/08
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200588
System Name: SEAWOOD ESTATES MUTUAL WATER

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200588-008
Source Name: PARVIN CREEK - RAW
Source Number: 008
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2009/02/19 110.000 2018/02
ANTIMONY 01097 108 2008/11/25 .000 2017/11
ARSENIC 01002 108 2008/11/25 .000 2017/11
ASBESTOS 81855 108 2008/07/24 .000 2017/07
BARIUM 01007 108 2008/11/25 .000 2017/11
BERYLLIUM 01012 108 2008/11/25 .000 2017/11
CADMIUM 01027 108 2008/11/25 .000 2017/11
CHROMIUM (TOTAL) 01034 108 2008/11/25 10.000 2017/11
CHROMIUM, HEXAVALENT 01032 012 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2008/11/25 .000 2017/11
MERCURY 71900 108 2008/11/25 .000 2017/11
NICKEL 01067 108 2008/11/25 .000 2017/11
PERCHLORATE A-031 012 2013/08/20 < .000 2014/08
SELENIUM 01147 108 2008/11/25 .000 2017/11
THALLIUM 01059 108 2008/11/25 .000 2017/11
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/08/20 . .000 2014/08
NITRITE (AS N) 00620 036 2011/08/25 . .000 2014/08
RADIOLOGICAL
GROSS ALPHA 01501 048 2010/08/30 < .000 2014/08
RADIUM 228 11501 108 2007/10/02 .080 2016/10
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/03/27 - 3.200 2015/03
BICARBONATE ALKALINITY 00440 108 2006/03/27 15.000 2015/03
CALCIUM 00916 108 2006/03/27 2.100 2015/03
CARBONATE ALKALINITY 00445 108 2006/03/27 < 1.000 2015/03
CHLORIDE 00940 108 2008/11/25 23.000 2017/11
COPPER 01042 012 2007/10/02 .000 2008/10 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200588
System Name: SEAWOOD ESTATES MUTUAL WATER

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200588-008
Source Name: PARVIN CREEK - RAW
Source Number: 008
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 108 2008/11/25 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2006/03/27 13.000
HYDROXIDE ALKALINITY 71830 108 2006/03/27 < 1.000
IRON 01045 108 2009/02/19 .000
MAGNESIUM 00927 108 2007/10/02 2.600
MANGANESE 01055 108 2008/07/24 .000
SILVER 01077 108 2008/11/25 .000
SODIUM 00929 108 2006/03/27 13.000
SPECIFIC CONDUCTANCE 00095 108 2013/08/20 . 110.000
SULFATE 00945 108 2008/11/25 3.000
TOTAL DISSOLVED SOLIDS 70300 108 2008/11/25 80.000
ZINC 01092 108 2008/11/25 .000
PS Code: 1200588-009
Source Name: SAVAGE CREEK - RAW
Source Number: 009
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2008/11/25 120.000
ANTIMONY 01097 108 2008/11/25 .000
ARSENIC 01002 108 2008/11/25 .000
ASBESTOS 81855 108 2008/07/24 .000
BARIUM 01007 108 2008/11/25 .000
BERYLLIUM 01012 108 2008/11/25 .000
CADMIUM 01027 108 2008/11/25 .000
CHROMIUM (TOTAL) 01034 108 2008/11/25 .000
CHROMIUM, HEXAVALENT 01032 012
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2008/11/25 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/11
2015/03
2015/03
2018/02
2016/10
2017/07
2017/11
2015/03
2022/08
2017/11
2017/11
2017/11

2017/11
2017/11
2017/11
2017/07
2017/11
2017/11
2017/11
2017/11
DUE
2017/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200588
System Name: SEAWOOD ESTATES MUTUAL WATER

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200588-009
Source Name: SAVAGE CREEK - RAW
Source Number: 009
Source Status: ACTIVE RAW
Water type: S
INORGANIC
MERCURY 71900 108 2008/11/25 .000
NICKEL 01067 108 2008/11/25 .000
PERCHLORATE A-031 012 2013/08/20 < .000
SELENIUM 01147 108 2008/11/25 .000
THALLIUM 01059 108 2008/11/25 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/08/20 . .000
NITRITE (AS N) 00620 036 2011/08/25 . .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/04/26 . .048
RADIUM 228 11501 108 2013/04/26 . .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108
BICARBONATE ALKALINITY 00440 108 2008/07/23 28.000
CALCIUM 00916 108 2008/11/25 3.000
CARBONATE ALKALINITY 00445 108 2008/07/23 < 1.000
CHLORIDE 00940 108 2008/11/25 16.000
COPPER 01042 108 2008/11/25 .000
FOAMING AGENTS (MBAS) 38260 108 2008/11/25 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2008/07/23 16.000
HYDROXIDE ALKALINITY 71830 108 2008/07/23 < 1.000
IRON 01045 108 2008/11/25 250.000
MAGNESIUM 00927 108 2008/07/23 2.400
MANGANESE 01055 108 2008/07/23 .000
SILVER 01077 108 2008/11/25 .000
SODIUM 00929 108 2008/07/23 9.600
SPECIFIC CONDUCTANCE 00095 108 2013/08/20 . 87.000
SULFATE 00945 108 2008/11/25 3.200
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/11
2017/11
2014/08
2017/11
2017/11

2014/08
2014/08

2022/04
2022/04

DUE
2017/07
2017/11
2017/07
2017/11
2017/11
2017/11
2017/07
2017/07
2017/11
2017/07
2017/07
2017/11
2017/07
2022/08
2017/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200588
System Name: SEAWOOD ESTATES MUTUAL WATER

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200588-009
Source Name: SAVAGE CREEK - RAW
Source Number: 009
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
TOTAL DISSOLVED SOLIDS 70300 108 2008/11/25 84.000
ZINC 01092 108 2008/11/25 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/11
2017/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200590
System Name: MOONSTONE HEIGHTS MWA

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200590-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/03/06 .000 2015/03
ANTIMONY 01097 108 2006/03/06 .000 2015/03
ARSENIC 01002 108 2006/03/06 .000 2015/03
BARIUM 01007 108 2006/03/06 .000 2015/03
BERYLLIUM 01012 108 2006/03/06 .000 2015/03
CADMIUM 01027 108 2006/03/06 .000 2015/03
CHROMIUM (TOTAL) 01034 108 2002/08/06 .000 2011/08 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/03/06 .000 2015/03
MERCURY 71900 108 2006/03/06 .000 2015/03
NICKEL 01067 108 2006/03/06 .000 2015/03
PERCHLORATE A-031 036 2008/10/22 .000 2011/10 DUE
SELENIUM 01147 108 2006/03/06 .000 2015/03
THALLIUM 01059 108 2006/03/06 .000 2015/03
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2010/03/03 7.500 2011/03 DUE
NITRITE (AS N) 00620 036 2009/03/30 .000 2012/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/03/06 - .540 2015/03
RADIUM 228 11501 108 2009/12/15 .000 2018/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2009/03/30 .000 2015/03
1,1,2,2-TETRACHLOROETHANE 34516 072 2009/03/30 .000 2015/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2009/03/30 .000 2015/03
1,1,2-TRICHLOROETHANE 34511 072 2009/03/30 .000 2015/03
1,1-DICHLOROETHANE 34496 072 2009/03/30 .000 2015/03
1,1-DICHLOROETHYLENE 34501 072 2009/03/30 .000 2015/03
1,2,4-TRICHLOROBENZENE 34551 072 2009/03/30 .000 2015/03
1,2-DICHLOROBENZENE 34536 072 2009/03/30 .000 2015/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200590

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MOONSTONE HEIGHTS MWA

PS Code: 1200590-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE RAW
Water type: G
REGULATED VOC

1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

34531 072 2009/03/30 .000
34541 072 2009/03/30 .000
34561 072 2009/03/30 .000
34571 072 2009/03/30 .000
34030 072 2009/03/30 .000
32102 072 2009/03/30 .000
77093 072 2009/03/30 .000
34423 072 2009/03/30 .000
34371 072 2009/03/30 .000

(MTBE) 46491 072 2009/03/30 .000
34301 072 2009/03/30 .000
77128 072 2009/03/30 .000
34475 072 2009/03/30 .000
34010 072 2009/03/30 .000
34546 072 2009/03/30 .000
39180 072 2009/03/30 .000

E 34488 072 2009/03/30 .000
39175 072 2009/03/30 .000
81551 072 2009/03/30 .000
82383 108 2006/03/06 - 4.000
00440 108 2006/03/06 19.000
00916 108 2006/03/06 4.400
00445 108 2006/03/06 < 1.000
00940 108 2006/03/06 29.000
00081 108 2006/03/06 3.000
01042 108 2006/03/06 .000
38260 108 2006/03/06 < .050
00900 108 2006/03/06 27.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03

2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200590

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MOONSTONE HEIGHTS MWA

PS Code: 1200590-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2006/03/06 < 1.000
01045 108 2006/03/06 .000
00927 108 2006/03/06 3.900
01055 108 2006/03/06 .000
00086 108 2006/03/06 .000
00403 108 2006/03/06 5.400
01077 108 2006/03/06 .000
00929 108 2006/03/06 18.000
00095 108 2008/10/22 120.000
00945 108 2006/03/06 3.800
70300 108 2006/03/06 110.000
82079 108 2006/03/06 .140
01092 108 2006/03/06 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2017/10
2015/03
2015/03
2015/03
2015/03
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200591
System Name: B|G LAGOON PARK WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200591-001
Source Name: PARK WELL - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2007/04/29 .000 2016/04
ANTIMONY 01097 108 2007/04/29 .000 2016/04
ARSENIC 01002 108 2007/04/29 .000 2016/04
BARIUM 01007 108 2007/04/29 .000 2016/04
BERYLLIUM 01012 108 2007/04/29 .000 2016/04
CADMIUM 01027 108 2007/04/29 .000 2016/04
CHROMIUM (TOTAL) 01034 108 2007/04/29 .000 2016/04
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/11/08 . .000 2020/11
MERCURY 71900 108 2007/04/29 .000 2016/04
NICKEL 01067 108 2007/04/29 .000 2016/04
PERCHLORATE A-031 036 2011/11/08 < .000 2014/11
SELENIUM 01147 108 2007/04/29 .000 2016/04
THALLIUM 01059 108 2007/04/29 .000 2016/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/12/16 . .000 2014/12
NITRITE (AS N) 00620 036 2008/05/05 .000 2011/05 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/01/07 1.620 2017/01
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2011/11/08 .000 2017/11
1,1,2,2-TETRACHLOROETHANE 34516 072 2011/11/08 .000 2017/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2011/11/08 . .000 2017/11
1,1,2-TRICHLOROETHANE 34511 072 2011/11/08 . .000 2017/11
1,1-DICHLOROETHANE 34496 072 2011/11/08 . .000 2017/11
1,1-DICHLOROETHYLENE 34501 072 2011/11/08 . .000 2017/11
1,2,4-TRICHLOROBENZENE 34551 072 2011/11/08 . .000 2017/11
1,2-DICHLOROBENZENE 34536 072 2011/11/08 .000 2017/11
1,2-DICHLOROETHANE 34531 072 2011/11/08 . .000 2017/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200591
System Name: B|G LAGOON PARK WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200591-001
Source Name: PARK WELL - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 072 2011/11/08 . .000 2017/11
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2011/11/08 . .000 2017/11
1,4-DICHLOROBENZENE 34571 072 2011/11/08 . .000 2017/11
BENZENE 34030 072 2011/11/08 . .000 2017/11
CARBON TETRACHLORIDE 32102 072 2011/11/08 .000 2017/11
CIS-1,2-DICHLOROETHYLENE 77093 072 2011/11/08 . .000 2017/11
DICHLOROMETHANE 34423 072 2011/11/08 . .000 2017/11
ETHYLBENZENE 34371 072 2011/11/08 . .000 2017/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2011/11/08 . .000 2017/11
MONOCHLOROBENZENE 34301 072 2011/11/08 . .000 2017/11
STYRENE 77128 072 2011/11/08 . .000 2017/11
TETRACHLOROETHYLENE 34475 072 2011/11/08 . .000 2017/11
TOLUENE 34010 072 2011/11/08 . .000 2017/11
TRANS-1,2-DICHLOROETHYLENE 34546 072 2011/11/08 .000 2017/11
TRICHLOROETHYLENE 39180 072 2011/11/08 . .000 2017/11
TRICHLOROFLUOROMETHANE 34488 072 2011/11/08 . .000 2017/11
VINYL CHLORIDE 39175 072 2011/11/08 . .000 2017/11
XYLENES (TOTAL) 81551 072 2011/11/08 . .000 2017/11
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2004/12/16 . .190 2013/12 DUE
BICARBONATE ALKALINITY 00440 108 2004/12/16 . 23.000 2013/12 DUE
CALCIUM 00916 108 2007/04/29 4.700 2016/04
CARBONATE ALKALINITY 00445 108 2004/12/16 < 1.000 2013/12 DUE
CHLORIDE 00940 108 2004/12/16 . 37.000 2013/12 DUE
COLOR 00081 108 2004/12/16 . 20.000 2013/12 DUE
COPPER 01042 108 2007/04/29 .000 2016/04
FOAMING AGENTS (MBAS) 38260 108 2010/09/13 < .050 2019/09
HARDNESS (TOTAL) AS CACO3 00900 108 2007/04/29 30.000 2016/04
HYDROXIDE ALKALINITY 71830 108 2004/12/16 < 1.000 2013/12 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200591
System Name: B|G LAGOON PARK WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200591-001
Source Name: PARK WELL - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 108 2007/04/29 150.000 2016/04
MAGNESIUM 00927 108 2007/04/29 4.400 2016/04
MANGANESE 01055 108 2007/04/29 .000 2016/04
ODOR THRESHOLD @ 60 C 00086 108 2004/12/16 .000 2013/12 DUE
PH, LABORATORY 00403 108 2004/12/16 . 6.300 2013/12 DUE
SILVER 01077 108 2007/04/29 .000 2016/04
SODIUM 00929 108 2007/04/29 13.000 2016/04
SPECIFIC CONDUCTANCE 00095 108 2011/11/08 . 130.000 2020/11
SULFATE 00945 108 2004/12/16 1.600 2013/12 DUE
TOTAL DISSOLVED SOLIDS 70300 108 2004/12/16 . 120.000 2013/12 DUE
TURBIDITY, LABORATORY 82079 108 2004/12/16 . 7.300 2013/12 DUE
ZINC 01092 108 2007/04/29 .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200592
System Name: B|G LAGOON CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200592-001
Source Name: SUBDIVISION WELL - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1200592-003
Source Name: WELL 2010
Source Number: 003
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2010/11/22 .000 2013/11 DUE
ANTIMONY 01097 036 2010/11/22 .000 2013/11 DUE
ARSENIC 01002 036 2010/11/22 .000 2013/11 DUE
BARIUM 01007 036 2010/11/22 .000 2013/11 DUE
BERYLLIUM 01012 036 2010/11/22 .000 2013/11 DUE
CADMIUM 01027 036 2010/11/22 .000 2013/11 DUE
CHROMIUM (TOTAL) 01034 036 2010/11/22 .000 2013/11 DUE
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 DUE
MERCURY 71900 036 2010/11/22 .000 2013/11 DUE
NICKEL 01067 036 2010/11/22 .000 2013/11 DUE
PERCHLORATE A-031 006 DUE
SELENIUM 01147 036 2010/11/22 .000 2013/11 DUE
THALLIUM 01059 036 2010/11/22 .000 2013/11 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/01 . 3.900 2014/05 DUE
NITRITE (AS N) 00620 036 2010/11/22 .000 2013/11 DUE
RADIOLOGICAL
GROSS ALPHA 01501 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 1200592
System Name: B|G LAGOON CSD

PS Code: 1200592-003
Source Name: WELL 2010

Source Number: 003

Source Status: ACTIVE UNTREATED
Water type: G

REGULATED VOC

1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE

1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE

1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

34506
34516
81611
34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383

DRINKING WATER MONITORING SCHEDULE

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200592
System Name: B|G LAGOON CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200592-003
Source Name: WELL 2010
Source Number: 003
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
BICARBONATE ALKALINITY 00440 000 DUE
CALCIUM 00916 108 2010/11/22 5.800 2019/11
CARBONATE ALKALINITY 00445 000 DUE
CHLORIDE 00940 036 DUE
COLOR 00081 036 DUE
COPPER 01042 036 2010/11/22 .000 2013/11 DUE
FOAMING AGENTS (MBAS) 38260 036 DUE
HARDNESS (TOTAL) AS CACO3 00900 108 2010/11/22 39.000 2019/11
HYDROXIDE ALKALINITY 71830 000 DUE
IRON 01045 036 2010/11/22 .000 2013/11 DUE
MAGNESIUM 00927 108 2010/11/22 6.000 2019/11
MANGANESE 01055 036 2010/11/22 .000 2013/11 DUE
ODOR THRESHOLD @ 60 C 00086 036 DUE
PH, LABORATORY 00403 036 DUE
SILVER 01077 036 2010/11/22 .000 2013/11 DUE
SODIUM 00929 108 2010/11/22 13.000 2019/11
SPECIFIC CONDUCTANCE 00095 036 DUE
SULFATE 00945 036 DUE
TOTAL DISSOLVED SOLIDS 70300 036 DUE
TURBIDITY, LABORATORY 82079 036 DUE
ZINC 01092 036 2010/11/22 .000 2013/11 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200597

System Name: RICHARDSON GROVE CAMPGROUND & RV PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200597-001
Source Name: WELL - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/01/15 .000
NITRITE (AS N) 00620 036 2008/10/23 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/01 DUE
2011/10 DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200600

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BOISE CREEK CG-SNRF

PS Code: 1200600-001

Source Name: BOISE CREEK - RAW

Source Number: 001

Source Status: ACTIVE RAW
Water type: S

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2013/10/16 .000
00620 036 2013/10/16 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/10
2016/10
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200637

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: DEAN CREEK RESORT

PS Code: 1200637-005

Source Name: SOUTH WELL -

Source Number: 005

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
RAW
71850 012 2014/01/27 .000
00620 036 2014/01/27 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/01
2017/01
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200643

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BEACH CREEK MOBILE HOME PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200643-001
Source Name: BEACH CREEK - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2007/07/23 330.000
ANTIMONY 01097 108 2006/09/06 .000
ARSENIC 01002 108 2007/07/23 .000
ASBESTOS 81855 108 2006/10/10 .000
BARIUM 01007 108 2007/07/23 .000
BERYLLIUM 01012 108 2006/09/06 .000
CADMIUM 01027 108 2007/07/23 .000
CHROMIUM (TOTAL) 01034 108 2007/07/23 .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/07/23 .000
MERCURY 71900 108 2007/07/23 .000
NICKEL 01067 108 2006/09/06 .000
PERCHLORATE A-031 012 2014/02/13 < .000
SELENIUM 01147 108 2007/07/23 .000
THALLIUM 01059 108 2006/09/06 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/13 .000
NITRITE (AS N) 00620 036 2013/09/13 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/09/07 .026
RADIUM 228 11501 108 2007/09/07 .003
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/09/06 - 3.700
BICARBONATE ALKALINITY 00440 108 2006/09/06 5.000
CALCIUM 00916 108 2006/09/06 2.600
CARBONATE ALKALINITY 00445 108 2006/09/06 < 1.000
CHLORIDE 00940 108 2007/07/23 19.000
COPPER 01042 108 2007/07/23 .000
FOAMING AGENTS (MBAS) 38260 108 2007/12/06 < .050

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2015/09
2016/07
2015/10
2016/07
2015/09
2016/07
2016/07
2016/07
2016/07
2015/09
2015/02
2016/07
2015/09

2014/09
2016/09

2016/09
2016/09

2015/09
2015/09
2015/09
2015/09
2016/07
2016/07
2016/12
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200643
System Name: BEACH CREEK MOBILE HOME PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200643-001
Source Name: BEACH CREEK - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2006/09/06 16.000 2015/09
HYDROXIDE ALKALINITY 71830 108 2006/09/06 < 1.000 2015/09
IRON 01045 108 2006/09/06 300.000 2015/09
MAGNESIUM 00927 108 2006/09/06 2.400 2015/09
MANGANESE 01055 108 2007/07/23 39.000 2016/07
SILVER 01077 108 2007/07/23 .000 2016/07
SODIUM 00929 108 2006/09/06 10.000 2015/09
SPECIFIC CONDUCTANCE 00095 108 2014/02/13 . 110.000 2023/02
SULFATE 00945 108 2007/07/23 3.600 2016/07
TOTAL DISSOLVED SOLIDS 70300 108 2007/07/23 59.000 2016/07
ZINC 01092 108 2007/07/23 .000 2016/07
PS Code: 1200643-003
Source Name: BEACH CREEK WELL 2014
Source Number: 003
Source Status: ACTIVE RAW
Water type:
INORGANIC
ALUMINUM 01105 012 DUE
ANTIMONY 01097 012 DUE
ARSENIC 01002 012 DUE
ASBESTOS 81855 000 DUE
BARIUM 01007 012 DUE
BERYLLIUM 01012 012 DUE
CADMIUM 01027 012 DUE
CHROMIUM (TOTAL) 01034 012 DUE
CHROMIUM, HEXAVALENT 01032 012 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 012 DUE
MERCURY 71900 012 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200643
System Name: BEACH CREEK MOBILE HOME PARK

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1200643-003

Source Name: BEACH CREEK WELL 2014
Source Number: 003

Source Status: ACTIVE RAW

Water type:
INORGANIC
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

RADIOLOGICAL

GROSS ALPHA 01501
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551
1,2-DICHLOROBENZENE 34536
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561
1,4-DICHLOROBENZENE 34571
BENZENE 34030
CARBON TETRACHLORIDE 32102
CIS-1,2-DICHLOROETHYLENE 77093
DICHLOROMETHANE 34423
ETHYLBENZENE 34371
METHYL-TERT-BUTYL-ETHER (MTBE) 46491

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

012
006
012
012

003
000

000

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200643

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BEACH CREEK MOBILE HOME PARK

PS Code: 1200643-003

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

Source Name: BEACH CREEK WELL 2014

Source Number: 003

Source Status: ACTIVE RAW
Water type:
REGULATED VOC
MONOCHLOROBENZENE 34301
STYRENE 77128
TETRACHLOROETHYLENE 34475
TOLUENE 34010
TRANS-1,2-DICHLOROETHYLENE 34546
TRICHLOROETHYLENE 39180
TRICHLOROFLUOROMETHANE 34488
VINYL CHLORIDE 39175
XYLENES (TOTAL) 81551
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383
BICARBONATE ALKALINITY 00440
CALCIUM 00916
CARBONATE ALKALINITY 00445
CHLORIDE 00940
COPPER 01042
FOAMING AGENTS (MBAS) 38260
HARDNESS (TOTAL) AS CACO3 00900
HYDROXIDE ALKALINITY 71830
IRON 01045
MAGNESIUM 00927
MANGANESE 01055
SILVER 01077
SODIUM 00929
SPECIFIC CONDUCTANCE 00095
SULFATE 00945
TOTAL DISSOLVED SOLIDS 70300
ZINC 01092

*Testing interval is in months;
0 = No data for this constituent and is DU
| = Invalid (NOT) valid analyses reported

E NOW

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

000
000
000
000
000
000
000
000
000

000
000
000
000
012
012
012
000
000
012
000
012
012
000
012
012
012
012

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200671
System Name: BENBOW W.C.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200671-001
Source Name: EAST BRANCH S. FORK EEL RIVER - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2006/09/07 .000 2015/09
ANTIMONY 01097 108 2013/07/31 . .000 2022/07
ARSENIC 01002 108 2006/09/07 .000 2015/09
ASBESTOS 81855 108 2006/09/07 < .200 2015/09
BARIUM 01007 108 2006/09/07 .000 2015/09
BERYLLIUM 01012 108 2013/07/31 . .000 2022/07
CADMIUM 01027 108 2006/09/07 .000 2015/09
CHROMIUM (TOTAL) 01034 108 2013/07/31 . .000 2022/07
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/09/07 .180 2015/09
MERCURY 71900 108 2006/09/07 .000 2015/09
NICKEL 01067 108 2013/07/31 . .000 2022/07
PERCHLORATE A-031 012 2013/07/31 < .000 2014/07
SELENIUM 01147 108 2006/09/07 .000 2015/09
THALLIUM 01059 108 2013/07/31 . .000 2022/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/07/31 . .000 2014/07
NITRITE (AS N) 00620 036 2013/07/31 . .000 2016/07
RADIOLOGICAL
GROSS ALPHA 01501 048 2013/07/31 < .000 2017/07
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2013/07/31 . 130.000 2022/07
CALCIUM 00916 108 2013/07/31 . 39.000 2022/07
CARBONATE ALKALINITY 00445 108 2013/07/31 < 1.000 2022/07
CHLORIDE 00940 108 2006/09/07 5.600 2015/09
COPPER 01042 108 2006/09/07 .000 2015/09
FOAMING AGENTS (MBAS) 38260 108 2006/09/07 .000 2015/09
HARDNESS (TOTAL) AS CACO3 00900 108 2006/09/07 130.000 2015/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200671

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BENBOW W.C.

PS Code: 1200671-001

Source Name: EAST BRANCH S. FORK EEL RIVER - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP
HYDROXIDE ALKALINITY
IRON
MAGNESIUM
MANGANESE
SILVER
SODIUM
SPECIFIC CONDUCTANCE
SULFATE
TOTAL DISSOLVED SOLIDS
ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2013/07/31 < 1.000
01045 108 2006/09/07 .000
00927 108 2006/09/07 9.500
01055 108 2006/09/07 .000
01077 108 2006/09/07 .000
00929 108 2006/09/07 9.100
00095 108 2013/07/31 300.000
00945 108 2006/09/07 17.000
70300 108 2013/07/31 190.000
01092 108 2006/09/07 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/07
2015/09
2015/09
2015/09
2015/09
2015/09
2022/07
2015/09
2022/07
2015/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200681
System Name: CUDDEBACK GRAMMAR SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200681-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2005/07/21 . .000 2014/07
ANTIMONY 01097 108 2005/07/21 . .000 2014/07
ARSENIC 01002 108 2005/07/21 . .000 2014/07
BARIUM 01007 108 2005/07/21 220.000 2014/07
BERYLLIUM 01012 108 2005/07/21 . .000 2014/07
CADMIUM 01027 108 2005/07/21 . .000 2014/07
CHROMIUM (TOTAL) 01034 108 2005/07/21 . .000 2014/07
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2005/07/21 . .130 2014/07
MERCURY 71900 108 2005/07/21 . .000 2014/07
NICKEL 01067 108 2005/07/21 . .000 2014/07
PERCHLORATE A-031 012 2008/01/10 .000 2009/01 DUE
SELENIUM 01147 108 2005/07/21 . .000 2014/07
THALLIUM 01059 108 2005/07/21 . .000 2014/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2005/07/21 . .000 2006/07 DUE
NITRITE (AS N) 00620 036 2005/07/21 . .000 2008/07 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/07/20 . .450 2014/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2005/07/21 .000 2011/07 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2005/07/21 .000 2011/07 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2005/07/21 . .000 2011/07 DUE
1,1,2-TRICHLOROETHANE 34511 072 2005/07/21 . .000 2011/07 DUE
1,1-DICHLOROETHANE 34496 072 2005/07/21 . .000 2011/07 DUE
1,1-DICHLOROETHYLENE 34501 072 2005/07/21 . .000 2011/07 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2005/07/21 . .000 2011/07 DUE
1,2-DICHLOROBENZENE 34536 072 2005/07/21 .000 2011/07 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200681
System Name: CUDDEBACK GRAMMAR SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200681-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC

1,2-DICHLOROETHANE 34531 072 2005/07/21 . .000 2011/07 DUE
1,2-DICHLOROPROPANE 34541 072 2005/07/21 . .000 2011/07 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2005/07/21 . .000 2011/07 DUE
1,4-DICHLOROBENZENE 34571 072 2005/07/21 . .000 2011/07 DUE
BENZENE 34030 072 2005/07/21 . .000 2011/07 DUE
CARBON TETRACHLORIDE 32102 072 2005/07/21 .000 2011/07 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2005/07/21 . .000 2011/07 DUE
DICHLOROMETHANE 34423 072 2005/07/21 . .000 2011/07 DUE
ETHYLBENZENE 34371 072 2005/07/21 . .000 2011/07 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2005/07/21 . .000 2011/07 DUE
MONOCHLOROBENZENE 34301 072 2005/07/21 . .000 2011/07 DUE
STYRENE 77128 072 2005/07/21 . .000 2011/07 DUE
TETRACHLOROETHYLENE 34475 072 2005/07/21 . .000 2011/07 DUE
TOLUENE 34010 072 2005/07/21 . .000 2011/07 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2005/07/21 .000 2011/07 DUE
TRICHLOROETHYLENE 39180 072 2005/07/21 . .000 2011/07 DUE
TRICHLOROFLUOROMETHANE 34488 072 2005/07/21 . .000 2011/07 DUE
VINYL CHLORIDE 39175 072 2005/07/21 . .000 2011/07 DUE
XYLENES (TOTAL) 81551 072 2005/07/21 . .000 2011/07 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200684
System Name: MATTOLE ELEMENTARY SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200684-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/06/23 . .000 2020/06
ANTIMONY 01097 036 2011/06/23 . .000 2014/06 DUE
ARSENIC 01002 108 2011/06/23 . .000 2020/06
BARIUM 01007 108 2011/06/23 180.000 2020/06
BERYLLIUM 01012 036 2011/06/23 . .000 2014/06 DUE
CADMIUM 01027 108 2011/06/23 . .000 2020/06
CHROMIUM (TOTAL) 01034 108 2011/06/23 . .000 2020/06
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/06/23 . .120 2020/06
MERCURY 71900 108 2011/06/23 . .000 2020/06
NICKEL 01067 036 2011/06/23 . .000 2014/06 DUE
PERCHLORATE A-031 036 2008/06/04 .000 2011/06 DUE
SELENIUM 01147 108 2011/06/23 . .000 2020/06
THALLIUM 01059 036 2011/06/23 .000 2014/06 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2011/11/01 . .000 2012/11 DUE
NITRITE (AS N) 00620 036 2011/11/01 . .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2011/06/23 .000 2017/06
1,1,2,2-TETRACHLOROETHANE 34516 072 2011/06/23 .000 2017/06
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2011/06/23 . .000 2017/06
1,1,2-TRICHLOROETHANE 34511 072 2011/06/23 . .000 2017/06
1,1-DICHLOROETHANE 34496 072 2011/06/23 . .000 2017/06
1,1-DICHLOROETHYLENE 34501 072 2011/06/23 . .000 2017/06
1,2,4-TRICHLOROBENZENE 34551 072 2011/06/23 . .000 2017/06
1,2-DICHLOROBENZENE 34536 072 2011/06/23 .000 2017/06
1,2-DICHLOROETHANE 34531 072 2011/06/23 . .000 2017/06
1,2-DICHLOROPROPANE 34541 072 2011/06/23 . .000 2017/06
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2011/06/23 . .000 2017/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200684
System Name: MATTOLE ELEMENTARY SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200684-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,4-DICHLOROBENZENE 34571 072 2011/06/23 . .000 2017/06
BENZENE 34030 072 2011/06/23 . .000 2017/06
CARBON TETRACHLORIDE 32102 072 2011/06/23 .000 2017/06
CIS-1,2-DICHLOROETHYLENE 77093 072 2011/06/23 . .000 2017/06
DICHLOROMETHANE 34423 072 2011/06/23 . .000 2017/06
ETHYLBENZENE 34371 072 2011/06/23 . .000 2017/06
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2011/06/23 . .000 2017/06
MONOCHLOROBENZENE 34301 072 2011/06/23 . .000 2017/06
STYRENE 77128 072 2011/06/23 . .000 2017/06
TETRACHLOROETHYLENE 34475 072 2011/06/23 . .000 2017/06
TOLUENE 34010 072 2011/06/23 . .000 2017/06
TRANS-1,2-DICHLOROETHYLENE 34546 072 2011/06/23 .000 2017/06
TRICHLOROETHYLENE 39180 072 2011/06/23 . .000 2017/06
TRICHLOROFLUOROMETHANE 34488 072 2011/06/23 . .000 2017/06
VINYL CHLORIDE 39175 072 2011/06/23 . .000 2017/06
XYLENES (TOTAL) 81551 072 2011/06/23 . .000 2017/06
PS Code: 1200684-003
Source Name: WELL 02 - PROPOSED 2011
Source Number: 003
Source Status: ACTIVE TREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 DUE
ANTIMONY 01097 036 DUE
ARSENIC 01002 036 DUE
BARIUM 01007 036 DUE
BERYLLIUM 01012 036 DUE
CADMIUM 01027 036 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 142 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200684
System Name: MATTOLE ELEMENTARY SCHOOL

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1200684-003
Source Name: WELL 02 - PROPOSED 2011

Source Number: 003

Source Status: ACTIVE TREATED
Water type: G

INORGANIC
CHROMIUM (TOTAL) 01034
CHROMIUM, HEXAVALENT 01032
FLUORIDE (F) (NATURAL-SOURCE) 00951
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE

NITRATE (AS NO3) 71850
NITRITE (AS N) 00620
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551
1,2-DICHLOROBENZENE 34536
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561
1,4-DICHLOROBENZENE 34571
BENZENE 34030
CARBON TETRACHLORIDE 32102
CIS-1,2-DICHLOROETHYLENE 77093
DICHLOROMETHANE 34423
ETHYLBENZENE 34371

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
036
036
006
036
036

000
000

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200684
System Name: MATTOLE ELEMENTARY SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200684-003

Source Name: WELL 02 - PROPOSED 2011

Source Number: 003

Source Status: ACTIVE TREATED

Water type: G

REGULATED VOC
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 000 DUE
MONOCHLOROBENZENE 34301 000 DUE
STYRENE 77128 000 DUE
TETRACHLOROETHYLENE 34475 000 DUE
TOLUENE 34010 000 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 000 DUE
TRICHLOROETHYLENE 39180 000 DUE
TRICHLOROFLUOROMETHANE 34488 000 DUE
VINYL CHLORIDE 39175 000 DUE
XYLENES (TOTAL) 81551 000 DUE
SECONDARY/GP

BICARBONATE ALKALINITY 00440 000 DUE
CALCIUM 00916 000 DUE
CARBONATE ALKALINITY 00445 000 DUE
HARDNESS (TOTAL) AS CACO3 00900 000 DUE
HYDROXIDE ALKALINITY 71830 000 DUE
MAGNESIUM 00927 000 DUE
PH, LABORATORY 00403 000 DUE
SODIUM 00929 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200687
System Name: RIVERBEND MOBILE HOME PARK

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1200687-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE UNTREATED
Water type: G

INORGANIC
ALUMINUM 01105
ANTIMONY 01097
ARSENIC 01002
BARIUM 01007
BERYLLIUM 01012
CADMIUM 01027
CHROMIUM (TOTAL) 01034
CHROMIUM, HEXAVALENT 01032
FLUORIDE (F) (NATURAL-SOURCE) 00951
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

RADIOLOGICAL

GROSS ALPHA 01501
RADIUM 228 11501
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
036
036
036
036
036
036
036
036
006
036
036

012
036

108
108

000
000
000
000
000
000
000

2009/04/22
2000/09/26

.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

2010/04 DUE
2003/09 DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200687
System Name: RIVERBEND MOBILE HOME PARK

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1200687-001
Source Name: WELL 01

Source Number: 001

Source Status: ACTIVE UNTREATED
Water type: G

REGULATED VOC
1,2-DICHLOROBENZENE 34536
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561
1,4-DICHLOROBENZENE 34571
BENZENE 34030
CARBON TETRACHLORIDE 32102
CIS-1,2-DICHLOROETHYLENE 77093
DICHLOROMETHANE 34423
ETHYLBENZENE 34371
METHYL-TERT-BUTYL-ETHER (MTBE) 46491
MONOCHLOROBENZENE 34301
STYRENE 77128
TETRACHLOROETHYLENE 34475
TOLUENE 34010
TRANS-1,2-DICHLOROETHYLENE 34546
TRICHLOROETHYLENE 39180
TRICHLOROFLUOROMETHANE 34488
VINYL CHLORIDE 39175
XYLENES (TOTAL) 81551

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383
BICARBONATE ALKALINITY 00440
CALCIUM 00916
CARBONATE ALKALINITY 00445
CHLORIDE 00940
COLOR 00081
COPPER 01042
FOAMING AGENTS (MBAS) 38260

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

000
000
000
000
036
036
036
036

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01

Klamath

(530) 224-4800

System Number: 1200687

System Name: R|VERBEND MOBILE HOME PARK

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200687-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 000

HYDROXIDE ALKALINITY 71830 000

IRON 01045 036

MAGNESIUM 00927 000

MANGANESE 01055 036

ODOR THRESHOLD @ 60 C 00086 036

PH, LABORATORY 00403 036

SILVER 01077 036

SODIUM 00929 000

SPECIFIC CONDUCTANCE 00095 036

SULFATE 00945 036

TOTAL DISSOLVED SOLIDS 70300 036

TURBIDITY, LABORATORY 82079 036

ZINC 01092 036

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200689
System Name: HONEYDEW COUNTRY STORE

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200689-003
Source Name: WELL 2013
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 000 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 000 DUE
NITRITE (AS N) 00620 000 DUE
SECONDARY/GP
BICARBONATE ALKALINITY 00440 000 DUE
CALCIUM 00916 000 DUE
CARBONATE ALKALINITY 00445 000 DUE
HARDNESS (TOTAL) AS CACO3 00900 000 DUE
HYDROXIDE ALKALINITY 71830 000 DUE
IRON 01045 000 DUE
MAGNESIUM 00927 000 DUE
MANGANESE 01055 000 DUE
PH, LABORATORY 00403 000 DUE
SODIUM 00929 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200698
System Name: MOBILE ESTATES FN

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200698-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/07/24 . 72.000 2020/07
ANTIMONY 01097 108 2012/08/30 . .000 2021/08
ARSENIC 01002 108 2006/05/01 .000 2015/05
BARIUM 01007 108 2006/05/01 .000 2015/05
BERYLLIUM 01012 108 2012/08/30 . .000 2021/08
CADMIUM 01027 108 2006/05/01 .000 2015/05
CHROMIUM (TOTAL) 01034 108 2007/12/17 15.000 2016/12
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/05/01 .000 2015/05
MERCURY 71900 108 2006/05/01 .000 2015/05
NICKEL 01067 108 2012/08/30 . .000 2021/08
PERCHLORATE A-031 012 2013/11/07 < .000 2014/11
SELENIUM 01147 108 2006/05/01 .000 2015/05
THALLIUM 01059 108 2012/08/30 . .000 2021/08
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/08/23 . .000 2014/08
NITRITE (AS N) 00620 036 2011/07/24 . .000 2014/07
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/12/27 217 2019/12
RADIUM 228 11501 108 2010/12/27 .000 2019/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/08/30 .000 2018/08
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/08/30 .000 2018/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/08/30 . .000 2018/08
1,1,2-TRICHLOROETHANE 34511 072 2012/08/30 . .000 2018/08
1,1-DICHLOROETHANE 34496 072 2012/08/30 . .000 2018/08
1,1-DICHLOROETHYLENE 34501 072 2012/08/30 . .000 2018/08
1,2,4-TRICHLOROBENZENE 34551 072 2012/08/30 . .000 2018/08
1,2-DICHLOROBENZENE 34536 072 2012/08/30 .000 2018/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 149 of 708



District Number: 01
Klamath
(530) 224-4800

System Number: 1200698

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MOBILE ESTATES FN

PS Code: 1200698-001
Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW
Water type: G
REGULATED VOC

1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

34531 072 2012/08/30 .000
34541 072 2012/08/30 .000
34561 072 2012/08/30 .000
34571 072 2012/08/30 .000
34030 072 2012/08/30 .000
32102 072 2012/08/30 .000
77093 072 2012/08/30 .000
34423 072 2012/08/30 .000
34371 072 2012/08/30 .000

(MTBE) 46491 072 2012/08/30 .000
34301 072 2012/08/30 .000
77128 072 2012/08/30 .000
34475 072 2012/08/30 .000
34010 072 2012/08/30 .000
34546 072 2012/08/30 .000
39180 072 2012/08/30 .000

E 34488 072 2012/08/30 .000
39175 072 2012/08/30 .000
81551 072 2012/08/30 .000
82383 108 2006/05/01 .000
00440 108 2006/05/01 66.000
00916 108 2011/07/24 11.000
00445 108 2006/05/01 .000
00940 108 2006/05/01 25.000
00081 108 2006/05/01 3.000
01042 108 2006/05/01 .000
38260 108 2006/05/01 .000
00900 108 2011/07/24 58.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08
2018/08

2015/05
2015/05
2020/07
2015/05
2015/05
2015/05
2015/05
2015/05
2020/07
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200698

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MOBILE ESTATES FN

PS Code: 1200698-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2006/05/01 .000
01045 108 2006/05/01 .000
00927 108 2011/07/24 7.100
01055 108 2006/05/01 .000
00086 108 2006/05/01 .000
00403 108 2006/05/01 6.300
01077 108 2006/05/01 .000
00929 108 2006/05/01 22.000
00095 108 2013/11/07 220.000
00945 108 2006/05/01 5.500
70300 108 2006/05/01 160.000
82079 108 2006/05/01 .060
01092 108 2006/05/01 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/05
2015/05
2020/07
2015/05
2015/05
2015/05
2015/05
2015/05
2022/11
2015/05
2015/05
2015/05
2015/05
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200701
System Name: ORICK C.S.D.

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200701-001
Source Name: WELL 02 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1200701-002
Source Name: WELL 01 - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2005/08/08 .000
ANTIMONY 01097 108 2005/08/08 .000
ARSENIC 01002 108 2005/08/08 .000
BARIUM 01007 108 2005/08/08 .000
BERYLLIUM 01012 108 2005/08/08 .000
CADMIUM 01027 108 2005/08/08 .000
CHROMIUM (TOTAL) 01034 108 2005/08/08 .000
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2005/08/08 .000
MERCURY 71900 108 2005/08/08 .000
NICKEL 01067 108 2005/08/08 .000
PERCHLORATE A-031 006
SELENIUM 01147 108 2005/08/08 .000
THALLIUM 01059 108 2005/08/08 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/24 .000
NITRITE (AS N) 00620 036 2014/04/24 .000
RADIOLOGICAL
GROSS ALPHA 01501 000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/08
2014/08
2014/08
2014/08
2014/08
2014/08
2014/08
DUE
2014/08
2014/08
2014/08
DUE
2014/08
2014/08

2015/04
2017/04

DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200701
System Name: OR|CK C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200701-002
Source Name: WELL 01 - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2007/11/06 .000 2013/11 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2007/11/06 .000 2013/11 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2007/11/06 .000 2013/11 DUE
1,1,2-TRICHLOROETHANE 34511 072 2007/11/06 .000 2013/11 DUE
1,1-DICHLOROETHANE 34496 072 2007/11/06 .000 2013/11 DUE
1,1-DICHLOROETHYLENE 34501 072 2007/11/06 .000 2013/11 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2007/11/06 .000 2013/11 DUE
1,2-DICHLOROBENZENE 34536 072 2007/11/06 .000 2013/11 DUE
1,2-DICHLOROETHANE 34531 072 2007/11/06 .000 2013/11 DUE
1,2-DICHLOROPROPANE 34541 072 2007/11/06 .000 2013/11 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2007/11/06 .000 2013/11 DUE
1,4-DICHLOROBENZENE 34571 072 2007/11/06 .000 2013/11 DUE
BENZENE 34030 072 2007/11/06 .000 2013/11 DUE
CARBON TETRACHLORIDE 32102 072 2007/11/06 .000 2013/11 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2007/11/06 .000 2013/11 DUE
DICHLOROMETHANE 34423 072 2007/11/06 .000 2013/11 DUE
ETHYLBENZENE 34371 072 2007/11/06 .000 2013/11 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2007/11/06 .000 2013/11 DUE
MONOCHLOROBENZENE 34301 072 2007/11/06 .000 2013/11 DUE
STYRENE 77128 072 2007/11/06 .000 2013/11 DUE
TETRACHLOROETHYLENE 34475 072 2007/11/06 .000 2013/11 DUE
TOLUENE 34010 072 2007/11/06 .000 2013/11 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2007/11/06 .000 2013/11 DUE
TRICHLOROETHYLENE 39180 072 2007/11/06 .000 2013/11 DUE
TRICHLOROFLUOROMETHANE 34488 072 2007/11/06 .000 2013/11 DUE
VINYL CHLORIDE 39175 072 2007/11/06 .000 2013/11 DUE
XYLENES (TOTAL) 81551 072 2007/11/06 .000 2013/11 DUE
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2007/11/06 46.000 2016/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200701
System Name: ORICK C.S.D.

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1200701-002

Source Name: WELL 01 - RAW

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

CALCIUM 00916 108 2007/11/06 16.000
CARBONATE ALKALINITY 00445 108 2007/11/06 < 1.000
CHLORIDE 00940 108 2007/11/06 5.400
COLOR 00081 108 2007/11/06 < 3.000
COPPER 01042 108 2007/11/06 .000
FOAMING AGENTS (MBAS) 38260 108 2007/11/06 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2007/11/06 47.000
HYDROXIDE ALKALINITY 71830 108 2007/11/06 < 1.000
IRON 01045 108 2007/11/06 .000
MAGNESIUM 00927 108 2007/11/06 1.800
MANGANESE 01055 108 2007/11/06 .000
ODOR THRESHOLD @ 60 C 00086 108 2007/11/06 .000
PH, LABORATORY 00403 108 2007/11/06 6.700
SILVER 01077 108 2007/11/06 .000
SODIUM 00929 108 2007/11/06 4.700
SPECIFIC CONDUCTANCE 00095 108 2007/11/06 120.000
SULFATE 00945 108 2007/11/06 6.900
TOTAL DISSOLVED SOLIDS 70300 108 2007/11/06 73.000
TURBIDITY, LABORATORY 82079 108 2007/11/06 < .050
ZINC 01092 108 2007/11/06 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
2016/11
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200704

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: AZALEA GLEN

PS Code: 1200704-001
Source Name: PENN CREEK -
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
RAW
71850 012 2014/02/06 .000
00620 036 2013/02/14 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/02
2016/02
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District Number: 01 DRINKING WATER MONITORING SCHEDULE -

Klamath
(530) 224-4800

System Number: 1200705
System Name: EMERALD FOREST

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

PS Code: 1200705-001
Source Name: WELL 01 - SURFACE INFLUENCE

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

PS Code: 1200705-002
Source Name: WELL 02 - SURFACE INFLUENCE

Source Number: 002

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

PS Code: 1200705-003
Source Name: WELL 03 - RAW

Source Number: 003

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE

NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

012
036

012
036

012
036

2013/11/24
2013/11/24

2013/11/24
2013/11/24

2009/11/02
2008/10/05

.000
.000

.000
.000

.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

2014/11
2016/11

2014/11
2016/11

2010/11 DUE
2011/10 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200706
System Name: MIDWAY RV PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200706-001
Source Name: MILL CREEK - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2007/01/29 94.000 2016/01
ANTIMONY 01097 108 2007/01/29 .000 2016/01
ARSENIC 01002 108 2007/01/29 .000 2016/01
ASBESTOS 81855 108 2007/01/29 .000 2016/01
BARIUM 01007 108 2007/01/29 .000 2016/01
BERYLLIUM 01012 108 2007/01/29 .000 2016/01
CADMIUM 01027 108 2007/01/29 .000 2016/01
CHROMIUM (TOTAL) 01034 108 2007/01/29 .000 2016/01
CHROMIUM, HEXAVALENT 01032 012 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/01/29 .000 2016/01
MERCURY 71900 108 2007/01/29 .000 2016/01
NICKEL 01067 108 2007/01/29 .000 2016/01
PERCHLORATE A-031 012 2013/02/14 < 4.000 2014/02 DUE
SELENIUM 01147 108 2007/01/29 .000 2016/01
THALLIUM 01059 108 2007/01/29 .000 2016/01
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/13 . .000 2014/09
NITRITE (AS N) 00620 036 2013/09/13 . .000 2016/09
RADIOLOGICAL
GROSS ALPHA 01501 108 2009/09/23 455 2018/09
RADIUM 228 11501 108 2009/09/23 .000 2018/09
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2007/01/29 32.000 2016/01
CALCIUM 00916 108 2013/09/13 . 7.700 2022/09
CARBONATE ALKALINITY 00445 108 2007/01/29 < 1.000 2016/01
CHLORIDE 00940 108 2007/01/29 12.000 2016/01
COPPER 01042 108 2007/01/29 .000 2016/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200706
System Name: MIDWAY RV PARK

PS Code: 1200706-001
Source Name: MILL CREEK - RAW

Source Number: 001

Source Status: ACTIVE RAW
Water type: S

SECONDARY/GP
FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY
IRON
MAGNESIUM
MANGANESE
SILVER
SODIUM
SPECIFIC CONDUCTANCE
SULFATE
TOTAL DISSOLVED SOLIDS
ZINC

PS Code: 1200706-002
Source Name: MILL CREEK - TREATED

Source Number: 002

Source Status: ACTIVE TREATED
Water type: S

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
38260 108 2007/01/29 < .050
00900 108 2007/01/29 19.000
71830 108 2007/01/29 < 1.000
01045 108 2007/01/29 160.000
00927 108 2007/01/29 2.300
01055 108 2007/01/29 .000
01077 108 2007/01/29 .000
00929 108 2007/01/29 7.700
00095 108 2012/09/13 . 98.000
00945 108 2007/01/29 3.700
70300 108 2013/09/13 . 69.000
01092 108 2007/01/29 .000

999

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/01
2016/01
2016/01
2016/01
2016/01
2016/01
2016/01
2016/01
2021/09
2016/01
2022/09
2016/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200707
System Name: MIRANDA C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200707-002
Source Name: WELLS 01 & 02 - COMBINED - RAW
Source Number: 002
Source Status: COMBINATION OR BLEND RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/11/21 .000 2015/11
ANTIMONY 01097 108 2006/11/21 .000 2015/11
ARSENIC 01002 108 2009/10/28 .000 2018/10
BARIUM 01007 108 2009/10/28 .000 2018/10
BERYLLIUM 01012 108 2006/11/21 .000 2015/11
CADMIUM 01027 108 2009/10/28 .000 2018/10
CHROMIUM (TOTAL) 01034 108 2006/11/21 .000 2015/11
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2012/10/23 . .130 2021/10
MERCURY 71900 108 2012/10/23 . .000 2021/10
NICKEL 01067 108 2006/11/21 .000 2015/11
PERCHLORATE A-031 036 2014/05/08 < .000 2017/05
SELENIUM 01147 108 2009/10/28 .000 2018/10
THALLIUM 01059 108 2006/11/21 .000 2015/11
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/08 . .000 2015/05
NITRITE (AS N) 00620 036 2012/10/23 . .000 2015/10
RADIOLOGICAL
GROSS ALPHA 01501 108 2012/02/17 < .000 2021/02
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/05/16 .000 2019/05
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/05/16 .000 2019/05
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/05/16 . .000 2019/05
1,1,2-TRICHLOROETHANE 34511 072 2013/05/16 . .000 2019/05
1,1-DICHLOROETHANE 34496 072 2013/05/16 . .000 2019/05
1,1-DICHLOROETHYLENE 34501 072 2013/05/16 . .000 2019/05
1,2,4-TRICHLOROBENZENE 34551 072 2013/05/16 . .000 2019/05
1,2-DICHLOROBENZENE 34536 072 2013/05/16 .000 2019/05
1,2-DICHLOROETHANE 34531 072 2013/05/16 . .000 2019/05

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200707

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MIRANDA C.S.D.

PS Code: 1200707-002
Source Name: WELLS 01 & 02 -
Source Number: 002
Source Status:
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

HYDROXIDE ALKALINITY

*Testing interval is in months;

COMBINATION OR BLEND RAW

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

COMBINED - RAW
34541 072 2013/05/16 .000
34561 072 2013/05/16 .000
34571 072 2013/05/16 .000
34030 072 2013/05/16 .000
32102 072 2013/05/16 .000
77093 072 2013/05/16 .000
34423 072 2013/05/16 .000
34371 072 2013/05/16 .000

(MTBE) 46491 072 2013/05/16 .000
34301 072 2013/05/16 .000
77128 072 2013/05/16 .000
34475 072 2013/05/16 .000
34010 072 2013/05/16 .000
34546 072 2013/05/16 .000
39180 072 2013/05/16 .000

E 34488 072 2013/05/16 .000
39175 072 2013/05/16 .000
81551 072 2013/05/16 .000
82383 108 2006/11/21 - 1.600
00440 108 2006/11/21 100.000
00916 108 2009/02/18 29.000
00445 108 2006/11/21 < 1.000
00940 108 2009/10/28 6.200
00081 108 2012/10/23 < 3.000
01042 108 2009/10/28 .000
38260 108 2012/10/23 < .050
00900 108 2009/02/18 120.000
71830 108 2006/11/21 < 1.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05

2015/11
2015/11
2018/02
2015/11
2018/10
2021/10
2018/10
2021/10
2018/02
2015/11
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200707

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: MIRANDA C.S.D.

PS Code: 1200707-002

Source Name: WELLS 01 & 02 - COMBINED - RAW

Source Number: 002

Source Status: COMBINATION OR BLEND RAW

Water type: G

SECONDARY/GP
IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01045 108 2009/10/28 .000
00927 108 2009/02/18 11.000
01055 108 2009/10/28 .000
00086 108 2012/10/23 1.000
00403 108 2009/10/28 6.400
01077 108 2009/10/28 .000
00929 108 2009/02/18 7.400
00095 108 2014/05/08 220.000
00945 108 2009/10/28 11.000
70300 108 2009/10/28 140.000
82079 108 2012/10/23 < .050
01092 108 2009/10/28 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/10
2018/02
2018/10
2021/10
2018/10
2018/10
2018/02
2023/05
2018/10
2018/10
2021/10
2018/10
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200710

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: VVIEW CREST LODGE

PS Code: 1200710-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2014/07/21 12.000
00620 036 2012/12/05 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/12
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200711

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: YELLOW ROSE

PS Code: 1200711-002
Source Name: WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 000
00620 000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200715
System Name: CALIFORNIA REDWOOD CO. - KORBEL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200715-005
Source Name: WELLS 01 AND 02, COMBINED - RAW
Source Number: 005
Source Status: COMBINATION OR BLEND RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2014/04/14 . .000 2023/04
ANTIMONY 01097 108 2014/04/14 . .000 2023/04
ARSENIC 01002 108 2014/04/14 . .000 2023/04
BARIUM 01007 108 2014/04/14 . .000 2023/04
BERYLLIUM 01012 108 2014/04/14 . .000 2023/04
CADMIUM 01027 108 2014/04/14 . .000 2023/04
CHROMIUM (TOTAL) 01034 108 2014/04/14 . .000 2023/04
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2014/04/14 . .130 2023/04
MERCURY 71900 108 2014/04/14 . .000 2023/04
NICKEL 01067 108 2014/04/14 . .000 2023/04
PERCHLORATE A-031 006 2007/11/26 .000 2008/05 DUE
SELENIUM 01147 108 2014/04/14 . .000 2023/04
THALLIUM 01059 108 2014/04/14 . .000 2023/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/02/19 . .000 2014/02 DUE
NITRITE (AS N) 00620 036 2013/02/19 . .000 2016/02
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/02/19 .616 2019/02
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/03/07 .000 2019/03
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/03/07 .000 2019/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/03/07 . .000 2019/03
1,1,2-TRICHLOROETHANE 34511 072 2013/03/07 . .000 2019/03
1,1-DICHLOROETHANE 34496 072 2013/03/07 . .000 2019/03
1,1-DICHLOROETHYLENE 34501 072 2013/03/07 . .000 2019/03
1,2,4-TRICHLOROBENZENE 34551 072 2013/03/07 . .000 2019/03
1,2-DICHLOROBENZENE 34536 072 2013/03/07 .000 2019/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200715

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CALIFORNIA REDWOOD CO. - KORBEL

PS Code: 1200715-005

Source Name: WELLS 01 AND 02, COMBINED - RAW

Source Number: 005
Source Status:
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;

COMBINATION OR BLEND RAW

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

34531 072 2013/03/07 .000
34541 072 2013/03/07 .000
34561 072 2013/03/07 .000
34571 072 2013/03/07 .000
34030 072 2013/03/07 .000
32102 072 2013/03/07 .000
77093 072 2013/03/07 .000
34423 072 2013/03/07 .000
34371 072 2013/03/07 .000

(MTBE) 46491 072 2013/03/07 .000
34301 072 2013/03/07 .000
77128 072 2013/03/07 .000
34475 072 2013/03/07 .000
34010 072 2013/03/07 .000
34546 072 2013/03/07 .000
39180 072 2013/03/07 .000

E 34488 072 2013/03/07 .000
39175 072 2013/03/07 .000
81551 072 2013/03/07 .000
82383 108 2006/02/24 .095
00440 108 2006/02/24 140.000
00916 108 2006/02/24 33.000
00445 108 2006/02/24 < 1.000
00940 108 2014/04/14 8.200
00081 108 2014/04/14 < 3.000
01042 108 2014/04/14 .000
38260 108 2014/04/14 < .050
00900 108 2006/02/24 140.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03

2015/02
2015/02
2015/02
2015/02
2023/04
2023/04
2023/04
2023/04
2015/02
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200715

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CALIFORNIA REDWOOD CO. - KORBEL

PS Code: 1200715-005

Source Name: WELLS 01 AND 02, COMBINED - RAW

Source Number: 005

Source Status: COMBINATION OR BLEND RAW

Water type: G

SECONDARY/GP

HYDROXIDE ALKALINITY

IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2006/02/24 < 1.000
01045 108 2014/04/14 .000
00927 108 2006/02/24 14.000
01055 108 2014/04/14 .000
00086 108 2014/04/14 .000
00403 108 2014/04/14 7.800
01077 108 2014/04/14 .000
00929 108 2006/02/24 7.900
00095 108 2007/11/26 260.000
00945 108 2014/04/14 6.600
70300 108 2009/01/28 190.000
82079 108 2014/04/14 .070
01092 108 2014/04/14 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/02
2023/04
2015/02
2023/04
2023/04
2023/04
2023/04
2015/02
2016/11
2023/04
2018/01
2023/04
2023/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200718
System Name: \WADDINGTON W.W.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200718-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/11/28 . .000 2020/11
ANTIMONY 01097 108 2011/11/28 . .000 2020/11
ARSENIC 01002 108 2011/11/28 . .000 2020/11
BARIUM 01007 108 2011/11/28 .000 2020/11
BERYLLIUM 01012 108 2011/11/28 . .000 2020/11
CADMIUM 01027 108 2011/11/28 . .000 2020/11
CHROMIUM (TOTAL) 01034 108 2011/11/28 . .000 2020/11
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/11/28 . .370 2020/11
MERCURY 71900 108 2011/11/28 . .000 2020/11
NICKEL 01067 108 2011/11/28 . .000 2020/11
PERCHLORATE A-031 006 DUE
SELENIUM 01147 108 2011/11/28 . .000 2020/11
THALLIUM 01059 108 2011/11/28 . .000 2020/11
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/12/30 . 4.900 2014/12
NITRITE (AS N) 00620 036 2013/12/30 . .000 2016/12
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/01/30 .380 2015/01
RADIUM 228 11501 048 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2001/10/25 .000 2007/10 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2001/10/25 .000 2007/10 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2001/10/25 . .000 2007/10 DUE
1,1,2-TRICHLOROETHANE 34511 072 2001/10/25 . .000 2007/10 DUE
1,1-DICHLOROETHANE 34496 072 2001/10/25 . .000 2007/10 DUE
1,1-DICHLOROETHYLENE 34501 072 2001/10/25 . .000 2007/10 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2001/10/25 . .000 2007/10 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200718
System Name: \WADDINGTON W.W.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200718-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2001/10/25 .000 2007/10 DUE
1,2-DICHLOROETHANE 34531 072 2001/10/25 . .000 2007/10 DUE
1,2-DICHLOROPROPANE 34541 072 2001/10/25 . .000 2007/10 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2001/10/25 . .000 2007/10 DUE
1,4-DICHLOROBENZENE 34571 072 2001/10/25 . .000 2007/10 DUE
BENZENE 34030 072 2001/10/25 . .000 2007/10 DUE
CARBON TETRACHLORIDE 32102 072 2001/10/25 .000 2007/10 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2001/10/25 . .000 2007/10 DUE
DICHLOROMETHANE 34423 072 2001/10/25 . .000 2007/10 DUE
ETHYLBENZENE 34371 072 2001/10/25 . .000 2007/10 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2001/10/25 . .000 2007/10 DUE
MONOCHLOROBENZENE 34301 072 2001/10/25 . .000 2007/10 DUE
STYRENE 77128 072 2001/10/25 . .000 2007/10 DUE
TETRACHLOROETHYLENE 34475 072 2001/10/25 . .000 2007/10 DUE
TOLUENE 34010 072 2001/10/25 . .000 2007/10 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2001/10/25 .000 2007/10 DUE
TRICHLOROETHYLENE 39180 072 2001/10/25 . .000 2007/10 DUE
TRICHLOROFLUOROMETHANE 34488 072 2001/10/25 . .000 2007/10 DUE
VINYL CHLORIDE 39175 072 2001/10/25 . .000 2007/10 DUE
XYLENES (TOTAL) 81551 072 2001/10/25 . .000 2007/10 DUE
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2013/01/15 .~ 100.000 2022/01
CALCIUM 00916 108 2013/01/15 . 14.000 2022/01
CARBONATE ALKALINITY 00445 108 2013/01/15 < 1.000 2022/01
CHLORIDE 00940 108 2013/01/15 . 20.000 2022/01
COLOR 00081 108 2013/01/15 . 4.000 2022/01
COPPER 01042 108 2013/01/15 . .000 2022/01
FOAMING AGENTS (MBAS) 38260 108 2013/01/15 < .050 2022/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200718

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: \WADDINGTON W.W.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1200718-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2013/01/15 120.000
HYDROXIDE ALKALINITY 71830 108 2013/01/15 < 1.000
IRON 01045 108 2013/01/15 .000
MAGNESIUM 00927 108 2013/01/15 20.000
MANGANESE 01055 108 2013/01/15 .000
ODOR THRESHOLD @ 60 C 00086 108 2013/01/15 2.000
PH, LABORATORY 00403 108 2013/01/15 7.300
SILVER 01077 108 2013/01/15 .000
SODIUM 00929 108 2013/01/15 12.000
SPECIFIC CONDUCTANCE 00095 108 2013/01/15 280.000
SULFATE 00945 108 2013/01/15 14.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/01/15 150.000
TURBIDITY, LABORATORY 82079 108 2013/01/15 1.500
ZINC 01092 108 2013/01/15 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
2022/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200726
System Name: CALIFORNIA REDWOOD CO. - BRAINARD

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1200726-001
Source Name: WELL 03

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

INORGANIC
ALUMINUM 01105
ANTIMONY 01097
ARSENIC 01002
BARIUM 01007
BERYLLIUM 01012
CADMIUM 01027
CHROMIUM (TOTAL) 01034
CHROMIUM, HEXAVALENT 01032
FLUORIDE (F) (NATURAL-SOURCE) 00951
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE

NITRATE (AS NO3) 71850
NITRITE (AS N) 00620
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551
1,2-DICHLOROBENZENE 34536
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
036
036
036
036
036
036
036
036
006
036
036

012
036

072
072
072
072
072
072
000
072
072
000
000

1996/06/20
1996/06/20
1996/06/20
1996/06/20
1996/06/20
1996/06/20
1996/06/20

1996/06/20
1996/06/20
1996/06/20

1996/06/20
1996/06/20

1998/02/20
1998/02/20

1988/04/15
1988/04/15
1988/04/15
1988/04/15
1988/04/15
1988/04/15

1988/04/15
1988/04/15

.000
.000
6.000
.000
.000
.000
.000

.000
.000
.000

.000
.000

.000
.000

.000
.000
.000
.000
.000
.000

.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

1999/06
1999/06
1999/06
1999/06
1999/06
1999/06
1999/06

1999/06
1999/06
1999/06

1999/06
1999/06

1999/02
2001/02

1994/04
1994/04
1994/04
1994/04
1994/04
1994/04

1994/04
1994/04

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200726
System Name: CALIFORNIA REDWOOD CO. - BRAINARD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200726-001

Source Name: WELL 03

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
1,4-DICHLOROBENZENE 34571 072 1988/04/15 .000 1994/04 DUE
BENZENE 34030 072 1988/04/15 .000 1994/04 DUE
CARBON TETRACHLORIDE 32102 072 1988/04/15 .000 1994/04 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 1988/04/15 .000 1994/04 DUE
DICHLOROMETHANE 34423 072 1988/04/15 .000 1994/04 DUE
ETHYLBENZENE 34371 072 1988/04/15 .000 1994/04 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 000 DUE
MONOCHLOROBENZENE 34301 072 1988/04/15 .000 1994/04 DUE
STYRENE 77128 000 DUE
TETRACHLOROETHYLENE 34475 072 1988/04/15 .000 1994/04 DUE
TOLUENE 34010 072 1988/04/15 .000 1994/04 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 1988/04/15 .000 1994/04 DUE
TRICHLOROETHYLENE 39180 072 1988/04/15 .000 1994/04 DUE
TRICHLOROFLUOROMETHANE 34488 072 1988/04/15 .000 1994/04 DUE
VINYL CHLORIDE 39175 072 1988/04/15 .000 1994/04 DUE
XYLENES (TOTAL) 81551 072 1988/04/15 .000 1994/04 DUE
SECONDARY/GP

BICARBONATE ALKALINITY 00440 000 DUE
CALCIUM 00916 000 DUE
CARBONATE ALKALINITY 00445 000 DUE
HARDNESS (TOTAL) AS CACO3 00900 000 DUE
HYDROXIDE ALKALINITY 71830 000 DUE
IRON 01045 000 DUE
MAGNESIUM 00927 000 DUE
MANGANESE 01055 000 DUE
PH, LABORATORY 00403 000 DUE
SODIUM 00929 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200728

DRINKING WATER MONITORING SCHEDULE -

System Name: SOUNDS OF THE SEAS W. S.

PS Code: 1200728-001
Source Name: WELL 01

Source Number: 001

DATA CURRENT AS OF AUGUST 22, 2014

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2002/04/10 .000
00620 036 2002/04/10 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2003/04 DUE
2005/04 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200729
System Name: ORLEANS C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200729-001
Source Name: PEARCH CREEK - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2010/06/01 .000 2019/06
ANTIMONY 01097 108 2010/06/01 .000 2019/06
ARSENIC 01002 108 2010/06/01 .000 2019/06
BARIUM 01007 108 2010/06/01 .000 2019/06
BERYLLIUM 01012 108 2010/06/01 .000 2019/06
CADMIUM 01027 108 2010/06/01 .000 2019/06
CHROMIUM (TOTAL) 01034 108 2010/06/01 .000 2019/06
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2010/06/01 .000 2019/06
MERCURY 71900 108 2010/06/01 .000 2019/06
NICKEL 01067 108 2010/06/01 .000 2019/06
PERCHLORATE A-031 006 DUE
SELENIUM 01147 108 2010/06/01 .000 2019/06
THALLIUM 01059 108 2010/06/01 .000 2019/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2010/06/01 .000 2011/06 DUE
NITRITE (AS N) 00620 036 2005/08/12 . .000 2008/08 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/05/06 419 2017/05
RADIUM 228 11501 108 2008/05/06 .000 2017/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2007/08/30 .000 2013/08 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2007/08/30 .000 2013/08 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2007/08/30 .000 2013/08 DUE
1,1,2-TRICHLOROETHANE 34511 072 2007/08/30 .000 2013/08 DUE
1,1-DICHLOROETHANE 34496 072 2007/08/30 .000 2013/08 DUE
1,1-DICHLOROETHYLENE 34501 072 2007/08/30 .000 2013/08 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2007/08/30 .000 2013/08 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200729
System Name: ORLEANS C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200729-001

Source Name: PEARCH CREEK - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2007/08/30 .000 2013/08 DUE
1,2-DICHLOROETHANE 34531 072 2007/08/30 .000 2013/08 DUE
1,2-DICHLOROPROPANE 34541 072 2007/08/30 .000 2013/08 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2007/08/30 .000 2013/08 DUE
1,4-DICHLOROBENZENE 34571 072 2007/08/30 .000 2013/08 DUE
BENZENE 34030 072 2007/08/30 .000 2013/08 DUE
CARBON TETRACHLORIDE 32102 072 2007/08/30 .000 2013/08 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2007/08/30 .000 2013/08 DUE
DICHLOROMETHANE 34423 072 2007/08/30 .000 2013/08 DUE
ETHYLBENZENE 34371 072 2007/08/30 .000 2013/08 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2007/08/30 .000 2013/08 DUE
MONOCHLOROBENZENE 34301 072 2007/08/30 .000 2013/08 DUE
STYRENE 77128 072 2007/08/30 .000 2013/08 DUE
TETRACHLOROETHYLENE 34475 072 2007/08/30 .000 2013/08 DUE
TOLUENE 34010 072 2007/08/30 .000 2013/08 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2007/08/30 .000 2013/08 DUE
TRICHLOROETHYLENE 39180 072 2007/08/30 .000 2013/08 DUE
TRICHLOROFLUOROMETHANE 34488 072 2007/08/30 .000 2013/08 DUE
VINYL CHLORIDE 39175 072 2007/08/30 .000 2013/08 DUE
XYLENES (TOTAL) 81551 072 2007/08/30 .000 2013/08 DUE
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2010/06/01 62.000 2019/06
CALCIUM 00916 108 2010/06/01 21.000 2019/06
CARBONATE ALKALINITY 00445 108 2010/06/01 < 1.000 2019/06
CHLORIDE 00940 108 2010/06/01 1.300 2019/06
COLOR 00081 108 1990/06/19 < 3.000 1999/06 DUE
COPPER 01042 108 2010/06/01 .000 2019/06
FOAMING AGENTS (MBAS) 38260 108 2010/06/01 < .050 2019/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200729

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: ORLEANS C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1200729-001

Source Name: PEARCH CREEK - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2010/06/01 60.000
HYDROXIDE ALKALINITY 71830 108 2010/06/01 < 1.000
IRON 01045 108 2010/06/01 .000
MAGNESIUM 00927 108 2010/06/01 2.000
MANGANESE 01055 108 2010/06/01 .000
ODOR THRESHOLD @ 60 C 00086 108 2010/06/01 .000
PH, LABORATORY 00403 108 2010/06/01 7.600
SILVER 01077 108 2010/06/01 .000
SODIUM 00929 108 2010/06/01 2.500
SPECIFIC CONDUCTANCE 00095 108 2010/06/01 150.000
SULFATE 00945 108 2010/06/01 8.900
TOTAL DISSOLVED SOLIDS 70300 108 2010/06/01 89.000
ZINC 01092 108 2010/06/01 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
2019/06
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200751

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CHIMNEY TREE

PS Code: 1200751-002

Source Name: OHMAN CREEK SW INTAKE

Source Number: 002
Source Status: ACTIVE RAW
Water type:
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 000
00620 000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE

Page 176 of 708



District Number: 01
Klamath
(530) 224-4800

System Number: 1200754

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: CALTRANS-TRINIDAD NB

PS Code: 1200754-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2013/11/24 .000
00620 036 2013/11/24 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2016/11
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200772

DRINKING WATER MONITORING SCHEDULE -

System Name: OCEAN GROVE LODGE

PS Code: 1200772-001

DATA CURRENT AS OF AUGUST 22, 2014

Source Name: MILL CREEK - RAW

Source Number: 001
Source Status: ACTIVE RAW
Water type: S
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2008/12/11 .000
00620 036 2008/12/11 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2009/12 DUE
2011/12 DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200773

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: TRIUMPHANT LIFE CAMP

PS Code: 1200773-002

Source Name: WELL 2009 - RAW

Source Number: 002

Source Status: ACTIVE RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2014/06/19 .000
00620 036 2013/05/23 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2016/05
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1200776
System Name: A \W WAY - HUMBOLDT CO. PARKS

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1200776-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/14 3.800
NITRITE (AS N) 00620 036 2014/01/14 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/01
2017/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200778
System Name: BRIDGEVILLE ELEM. SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200778-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/11/17 . .000 2020/11
ANTIMONY 01097 108 2011/11/17 . .000 2020/11
ARSENIC 01002 108 2011/11/17 . .000 2020/11
BARIUM 01007 108 2011/11/17 340.000 2020/11
BERYLLIUM 01012 108 2011/11/17 . .000 2020/11
CADMIUM 01027 108 2011/11/17 . .000 2020/11
CHROMIUM (TOTAL) 01034 108 2011/11/17 . .000 2020/11
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/12/01 . .140 2020/12
MERCURY 71900 108 2011/11/17 . .000 2020/11
NICKEL 01067 108 2011/11/17 . .000 2020/11
PERCHLORATE A-031 012 2014/04/29 < .000 2015/04
SELENIUM 01147 108 2011/11/17 . .000 2020/11
THALLIUM 01059 108 2011/11/17 . .000 2020/11
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/29 . .000 2015/04
NITRITE (AS N) 00620 036 2014/04/29 . .000 2017/04
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/05/13 1.380 2017/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2014/04/29 . .000 2020/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2014/04/29 . .000 2020/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2014/04/29 . .000 2020/04
1,1,2-TRICHLOROETHANE 34511 072 2014/04/29 . .000 2020/04
1,1-DICHLOROETHANE 34496 072 2014/04/29 . .000 2020/04
1,1-DICHLOROETHYLENE 34501 072 2014/04/29 . .000 2020/04
1,2,4-TRICHLOROBENZENE 34551 072 2014/04/29 . .000 2020/04
1,2-DICHLOROBENZENE 34536 072 2014/04/29 . .000 2020/04
1,2-DICHLOROETHANE 34531 072 2014/04/29 . .000 2020/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200778

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BRIDGEVILLE ELEM. SCHOOL

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1200778-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC

1,2-DICHLOROPROPANE 34541 072 2014/04/29 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2014/04/29 .000
1,4-DICHLOROBENZENE 34571 072 2014/04/29 .000
BENZENE 34030 072 2014/04/29 .000
CARBON TETRACHLORIDE 32102 072 2014/04/29 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2014/04/29 .000
DICHLOROMETHANE 34423 072 2014/04/29 .000
ETHYLBENZENE 34371 072 2014/04/29 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2014/04/29 .000
MONOCHLOROBENZENE 34301 072 2014/04/29 .000
STYRENE 77128 072 2014/04/29 .000
TETRACHLOROETHYLENE 34475 072 2014/04/29 .000
TOLUENE 34010 072 2014/04/29 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2014/04/29 .000
TRICHLOROETHYLENE 39180 072 2014/04/29 .000
TRICHLOROFLUOROMETHANE 34488 072 2014/04/29 .000
VINYL CHLORIDE 39175 072 2014/04/29 .000
XYLENES (TOTAL) 81551 072 2014/04/29 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200779
System Name: REDWOOD MEMORIAL HOSPITAL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200779-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2003/04/15 . .000 2012/04 DUE
ANTIMONY 01097 108 2006/04/10 .000 2015/04
ARSENIC 01002 108 2006/02/23 .000 2015/02
BARIUM 01007 108 2006/02/23 .000 2015/02
BERYLLIUM 01012 108 2006/04/10 .000 2015/04
CADMIUM 01027 108 2006/02/23 .000 2015/02
CHROMIUM (TOTAL) 01034 108 2011/03/24 . .000 2020/03
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/02/23 .100 2015/02
MERCURY 71900 108 2006/02/23 .000 2015/02
NICKEL 01067 108 2006/04/10 .000 2015/04
PERCHLORATE A-031 036 2010/06/29 < .000 2013/06 DUE
SELENIUM 01147 108 2006/02/23 .000 2015/02
THALLIUM 01059 108 2006/04/10 .000 2015/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2011/07/21 . 9.000 2012/07 DUE
NITRITE (AS N) 00620 036 2011/01/28 . .000 2014/01 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/10/28 < .000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2008/01/17 .000 2014/01 DUE
1,1,2,2-TETRACHLOROETHANE 34516 072 2008/01/17 .000 2014/01 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2008/01/17 .000 2014/01 DUE
1,1,2-TRICHLOROETHANE 34511 072 2008/01/17 .000 2014/01 DUE
1,1-DICHLOROETHANE 34496 072 2008/01/17 .000 2014/01 DUE
1,1-DICHLOROETHYLENE 34501 072 2008/01/17 .000 2014/01 DUE
1,2,4-TRICHLOROBENZENE 34551 072 2008/01/17 .000 2014/01 DUE
1,2-DICHLOROBENZENE 34536 072 2008/01/17 .000 2014/01 DUE
1,2-DICHLOROETHANE 34531 072 2008/01/17 .000 2014/01 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 183 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200779
System Name: REDWOOD MEMORIAL HOSPITAL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1200779-001

Source Name: WELL 01 - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC

1,2-DICHLOROPROPANE 34541 072 2008/01/17 .000 2014/01 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2008/01/17 .000 2014/01 DUE
1,4-DICHLOROBENZENE 34571 072 2008/01/17 .000 2014/01 DUE
BENZENE 34030 072 2008/01/17 .000 2014/01 DUE
CARBON TETRACHLORIDE 32102 072 2008/01/17 .000 2014/01 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2008/01/17 .000 2014/01 DUE
DICHLOROMETHANE 34423 072 2008/01/17 .000 2014/01 DUE
ETHYLBENZENE 34371 072 2008/01/17 .000 2014/01 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2008/01/17 .000 2014/01 DUE
MONOCHLOROBENZENE 34301 072 2008/01/17 .000 2014/01 DUE
STYRENE 77128 072 2008/01/17 .000 2014/01 DUE
TETRACHLOROETHYLENE 34475 072 2008/01/17 .000 2014/01 DUE
TOLUENE 34010 072 2008/01/17 .000 2014/01 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2008/01/17 .000 2014/01 DUE
TRICHLOROETHYLENE 39180 072 2008/01/17 .000 2014/01 DUE
TRICHLOROFLUOROMETHANE 34488 072 2008/01/17 .000 2014/01 DUE
VINYL CHLORIDE 39175 072 2008/01/17 .000 2014/01 DUE
XYLENES (TOTAL) 81551 072 2008/01/17 .000 2014/01 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200792

DRINKING WATER MONITORING SCHEDULE -

System Name: PATRICK S POINT INN

PS Code: 1200792-001

DATA CURRENT AS OF AUGUST 22, 2014

Source Name: WELL 001 - RAW

Source Number: 001
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

PS Code: 1200792-002

Source Name: WELL 002 - RAW

Source Number: 002

Source Status: ACTIVE RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1200792-003

Source Name: WELL 003 - RAW

Source Number: 003

Source Status: ACTIVE RAW
Water type: G

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2008/12/11 3.320
00620 036 2008/12/11 .000
999
999

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

2009/12 DUE
2011/12 DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1200793

DRINKING WATER MONITORING SCHEDULE -

System Name: MERRYMAN S RESTAURANT

PS Code: 1200793-001
Source Name: WELL 01

Source Number: 001

DATA CURRENT AS OF AUGUST 22, 2014

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2008/08/13 22.000
00620 036 2008/08/13 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2009/08 DUE
2011/08 DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE -
Klamath
(530) 224-4800

System Number: 1200798
System Name: VAN DUZEN - HUMBOLDT CO. PARKS

STORET

DATA CURRENT AS OF AUGUST 22, 2014

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1200798-001
Source Name: SWIMMER'S DELIGHT WELL

Source Number: 001

Source Status: ACTIVE UNTREATED
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

PS Code: 1200798-002
Source Name: PAMPLIN GROVE WELL

Source Number: 002

Source Status: ACTIVE UNTREATED
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

012
036

012
036

2014/04/03
2014/04/03

2014/04/03
2014/04/03

.000
.000

.000
.000

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

2015/04
2017/04

2015/04
2017/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1200817
System Name: KNEELAND SCHOOL

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1200817-001
Source Name: SPRING - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2005/04/11 . .000 2014/04 DUE
ANTIMONY 01097 108 2005/04/11 . .000 2014/04 DUE
ARSENIC 01002 108 2006/04/24 .000 2015/04
BARIUM 01007 108 2006/04/24 .000 2015/04
BERYLLIUM 01012 108 2005/04/11 . .000 2014/04 DUE
CADMIUM 01027 108 2006/04/24 .000 2015/04
CHROMIUM (TOTAL) 01034 108 2011/07/11 . .000 2020/07
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2009/06/10 .180 2018/06
MERCURY 71900 108 2006/04/24 .000 2015/04
NICKEL 01067 108 2005/04/11 . .000 2014/04 DUE
PERCHLORATE A-031 036 2013/05/14 < .000 2016/05
SELENIUM 01147 108 2006/04/24 .000 2015/04
THALLIUM 01059 108 2005/04/11 . .000 2014/04 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/06/27 < .000 2015/06
NITRITE (AS N) 00620 036 2014/06/27 < .000 2017/06
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/12/31 .000 2016/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/05/14 .000 2019/05
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/05/14 .000 2019/05
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/05/14 . .000 2019/05
1,1,2-TRICHLOROETHANE 34511 072 2013/05/14 . .000 2019/05
1,1-DICHLOROETHANE 34496 072 2013/05/14 . .000 2019/05
1,1-DICHLOROETHYLENE 34501 072 2013/05/14 . .000 2019/05
1,2,4-TRICHLOROBENZENE 34551 072 2013/05/14 . .000 2019/05
1,2-DICHLOROBENZENE 34536 072 2013/05/14 .000 2019/05
1,2-DICHLOROETHANE 34531 072 2013/05/14 . .000 2019/05

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 1200817
System Name: KNEELAND SCHOOL

PS Code: 1200817-001
Source Name: SPRING - RAW

Source Number: 001

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC

1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE

TETRACHLOROETHYLENE

TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34541 072 2013/05/14 .000
34561 072 2013/05/14 .000
34571 072 2013/05/14 .000
34030 072 2013/05/14 .000
32102 072 2013/05/14 .000
77093 072 2013/05/14 .000
34423 072 2013/05/14 .000
34371 072 2013/05/14 .000
46491 072 2013/05/14 .000
34301 072 2013/05/14 .000
77128 072 2013/05/14 .000
34475 072 2013/05/14 .000
34010 072 2013/05/14 .000
34546 072 2013/05/14 .000
39180 072 2013/05/14 .000
34488 072 2013/05/14 .000
39175 072 2013/05/14 .000
81551 072 2013/05/14 .000

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
2019/05
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District Number: 01
Klamath
(530) 224-4800

System Number: 1206001

DRINKING WATER MONITORING SCHEDULE -

System Name: REDWOOD EMPIRE G&CC

PS Code: 1206001-001
Source Name: WELL 01

Source Number: 001

DATA CURRENT AS OF AUGUST 22, 2014

Source Status: ACTIVE UNTREATED

Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71850 012 2007/11/09 3.540
00620 036 2007/11/09 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2008/11 DUE
2010/11 DUE
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District Number: 01

Klamath

(530) 224-4800

System Number: 1206002

System Name: PALOMINO ESTATES M.W.C.

PS Code: 1206002-002
Source Name: EEL RIVER INFILTRATION GALLERY - RAW

Source Number: 002

Source Status: ACTIVE RAW
Water type: S

INORGANIC

ALUMINUM
ANTIMONY
ARSENIC

BARIUM

BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE

NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL

GROSS ALPHA

SECONDARY/GP

COPPER

FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY

IRON

MAGNESIUM

MANGANESE

PH, LABORATORY

SILVER

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01105 108 2012/07/11 53.000
01097 108 2012/07/11 .000
01002 108 2011/07/07 .000
01007 108 2011/07/07 .000
01012 108 2012/07/11 .000
01027 108 2011/07/07 .000
01034 108 2011/07/07 .000
00951 108 2011/07/07 .110
71900 108 2011/07/07 .000
01067 108 2012/07/11 .000
A-031 036 2013/08/02 < .000
01147 108 2011/07/07 .000
01059 108 2013/08/02 .000
71850 012 2013/08/02 .000
00620 036 2013/08/02 .000
01501 108 2009/03/10 147
01042 108 2012/07/11 .000
38260 108 2012/07/11 < .050
00900 108 2012/07/11 130.000
71830 108 2012/07/11 < 1.000
01045 108 2012/07/11 230.000
00927 108 2012/07/11 13.000
01055 108 2012/07/11 46.000
00403 108 2012/07/11 6.600
01077 108 2011/07/07 .000

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/07
2021/07
2020/07
2020/07
2021/07
2020/07
2020/07
2020/07
2020/07
2021/07
2016/08
2020/07
2022/08

2014/08
2016/08

2018/03

2021/07
2021/07
2021/07
2021/07
2021/07
2021/07
2021/07
2021/07
2020/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1206002
System Name: PALOMINO ESTATES M.W.C.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1206002-002
Source Name: EEL RIVER INFILTRATION GALLERY - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
SODIUM 00929 108 2012/07/11 9.500
SPECIFIC CONDUCTANCE 00095 108 2013/08/02 290.000
SULFATE 00945 108 2012/07/11 12.000
TOTAL DISSOLVED SOLIDS 70300 108 2012/07/11 190.000
ZINC 01092 108 2012/07/11 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/07
2022/08
2021/07
2021/07
2021/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1206004
System Name: PALMER CREEK CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1206004-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/07/10 .000 2015/07
ANTIMONY 01097 108 2006/07/10 .000 2015/07
ARSENIC 01002 108 2006/07/10 .000 2015/07
BARIUM 01007 108 2006/07/10 220.000 2015/07
BERYLLIUM 01012 108 2006/07/10 .000 2015/07
CADMIUM 01027 108 2006/07/10 .000 2015/07
CHROMIUM (TOTAL) 01034 108 2006/07/10 .000 2015/07
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/07/10 .130 2015/07
MERCURY 71900 108 2006/07/10 .000 2015/07
NICKEL 01067 108 2006/07/10 .000 2015/07
PERCHLORATE A-031 036 2014/03/20 < .000 2017/03
SELENIUM 01147 108 2006/07/10 .000 2015/07
THALLIUM 01059 108 2006/07/10 .000 2015/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/28 . .000 2015/05
NITRITE (AS N) 00620 036 2014/05/28 . .000 2017/05
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/08/07 - .230 2015/08
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/10/22 .000 2018/10
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/10/22 .000 2018/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/10/22 . .000 2018/10
1,1,2-TRICHLOROETHANE 34511 072 2012/10/22 . .000 2018/10
1,1-DICHLOROETHANE 34496 072 2012/10/22 . .000 2018/10
1,1-DICHLOROETHYLENE 34501 072 2012/10/22 . .000 2018/10
1,2,4-TRICHLOROBENZENE 34551 072 2012/10/22 . .000 2018/10
1,2-DICHLOROBENZENE 34536 072 2012/10/22 .000 2018/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1206004
System Name: PALMER CREEK CSD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1206004-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2012/10/22 . .000 2018/10
1,2-DICHLOROPROPANE 34541 072 2012/10/22 . .000 2018/10
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/10/22 . .000 2018/10
1,4-DICHLOROBENZENE 34571 072 2012/10/22 . .000 2018/10
BENZENE 34030 072 2012/10/22 . .000 2018/10
CARBON TETRACHLORIDE 32102 072 2012/10/22 .000 2018/10
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/10/22 . .000 2018/10
DICHLOROMETHANE 34423 072 2012/10/22 . .000 2018/10
ETHYLBENZENE 34371 072 2012/10/22 . .000 2018/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/10/22 . .000 2018/10
MONOCHLOROBENZENE 34301 072 2012/10/22 . .000 2018/10
STYRENE 77128 072 2012/10/22 . .000 2018/10
TETRACHLOROETHYLENE 34475 072 2012/10/22 . .000 2018/10
TOLUENE 34010 072 2012/10/22 . .000 2018/10
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/10/22 .000 2018/10
TRICHLOROETHYLENE 39180 072 2012/10/22 . .000 2018/10
TRICHLOROFLUOROMETHANE 34488 072 2012/10/22 . .000 2018/10
VINYL CHLORIDE 39175 072 2012/10/22 . .000 2018/10
XYLENES (TOTAL) 81551 072 2012/10/22 . .000 2018/10
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 DUE
BICARBONATE ALKALINITY 00440 108 2009/03/23 200.000 2018/03
CALCIUM 00916 108 2009/03/23 52.000 2018/03
CARBONATE ALKALINITY 00445 108 2009/03/23 < 1.000 2018/03
CHLORIDE 00940 108 2006/06/28 16.000 2015/06
COLOR 00081 108 2006/06/28 5.000 2015/06
COPPER 01042 108 2006/06/28 .000 2015/06
FOAMING AGENTS (MBAS) 38260 108 2009/06/18 < .050 2018/06
HARDNESS (TOTAL) AS CACO3 00900 108 2009/03/23 220.000 2018/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1206004
System Name: PALMER CREEK CSD

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1206004-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2009/03/23 < 1.000
IRON 01045 108 2006/08/07 4700.000
MAGNESIUM 00927 108 2009/03/23 23.000
MANGANESE 01055 108 2006/08/07 1100.000
ODOR THRESHOLD @ 60 C 00086 108 2006/06/28 2.000
PH, LABORATORY 00403 108 2009/03/23 6.600
SILVER 01077 108 2006/06/28 .000
SODIUM 00929 108 2009/03/23 18.000
SPECIFIC CONDUCTANCE 00095 108 2014/03/20 . 410.000
SULFATE 00945 108 2006/06/28 12.000
TOTAL DISSOLVED SOLIDS 70300 108 2006/06/28 230.000
TURBIDITY, LABORATORY 82079 108 2006/06/28 .270
ZINC 01092 108 2006/06/28 .000
PS Code: 1206004-002
Source Name: WELL 02 - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/03
2015/08
2018/03
2015/08
2015/06
2018/03
2015/06
2018/03
2023/03
2015/06
2015/06
2015/06
2015/06
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1206005
System Name: B|G LAGOON - HUMBOLDT CO. PARKS

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1206005-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/07 3.500
NITRITE (AS N) 00620 036 2014/01/07 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/01
2017/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1206009
System Name: MATTOLE CAMPGROUND BLM

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1206009-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/08 . .000 2014/05 DUE
NITRITE (AS N) 00620 036 2013/05/08 . .000 2016/05

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1206011
System Name: ANCIENT REDWOODS RESORT

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1206011-001
Source Name: RV PARK WELL - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2008/04/29 .000 2009/04
NITRITE (AS N) 00620 000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 000
CALCIUM 00916 000
CARBONATE ALKALINITY 00445 000
HARDNESS (TOTAL) AS CACO3 00900 000
HYDROXIDE ALKALINITY 71830 000
IRON 01045 000
MAGNESIUM 00927 000
MANGANESE 01055 000
PH, LABORATORY 00403 000
SODIUM 00929 000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1206012

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: \WHITETHORN CONSTRUCTION

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1206012-001

Source Name: MATTOLE RIVER - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

INORGANIC
ALUMINUM 01105 012 2013/07/23 .000
ANTIMONY 01097 012 2013/07/23 .000
ARSENIC 01002 012 2013/07/23 .000
ASBESTOS 81855 108 2013/07/23 .000
BARIUM 01007 012 2013/07/23 .000
BERYLLIUM 01012 012 2013/07/23 .000
CADMIUM 01027 012 2013/07/23 .000
CHROMIUM (TOTAL) 01034 012 2013/07/23 .000
CHROMIUM, HEXAVALENT 01032 012
FLUORIDE (F) (NATURAL-SOURCE) 00951 012 2013/07/23 .000
MERCURY 71900 012 2013/07/23 .000
NICKEL 01067 012 2013/07/23 .000
PERCHLORATE A-031 012 2014/04/15 < .000
SELENIUM 01147 012 2013/07/23 .000
THALLIUM 01059 012 2013/07/23 .000
NITRATE/NITRITE

NITRATE (AS NO3) 71850 012 2014/04/15 .000
NITRITE (AS N) 00620 036 2013/07/23 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/07
2014/07
2014/07
2022/07
2014/07
2014/07
2014/07
2014/07
DUE
2014/07
2014/07
2014/07
2015/04
2014/07
2014/07

2015/04
2016/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1206013
System Name: EL. K COUNTRY RV RESORT AND CAMPGROUND

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1206013-001
Source Name: WELL 01 (RAW)
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2012/12/09 . .000 2013/12 DUE
NITRITE (AS N) 00620 036 2012/12/09 . .000 2015/12
PS Code: 1206013-002
Source Name: WELL 2013
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 000 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/12/15 . .000 2014/12
NITRITE (AS N) 00620 036 2013/12/15 . .000 2016/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 000 DUE
CALCIUM 00916 000 DUE
CARBONATE ALKALINITY 00445 000 DUE
HARDNESS (TOTAL) AS CACO3 00900 000 DUE
HYDROXIDE ALKALINITY 71830 000 DUE
IRON 01045 000 DUE
MAGNESIUM 00927 000 DUE
MANGANESE 01055 000 DUE
PH, LABORATORY 00403 000 DUE
SODIUM 00929 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210001
System Name: ARCATA, CITY OF

STORET

TESTING LAST TEST
INTERVAL DATE LAST RESULT

NUMBER

(MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210001-002
Source Name: HUMBOLDT BAY MWD - ADDITIONAL TREATMENT

Source Number: 002

Source Status: ACTIVE TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-003
Source Name: TTHM SAMPLE SITE - 2899 WYATT LANE

Source Number: 003

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-004
Source Name: TTHM SAMPLE SITE - 2815 ALLIANCE ROAD

Source Number: 004

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-005
Source Name: TTHM SAMPLE SITE - 2310 WILSON AVENUE

Source Number: 005

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

999

999

999

999

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE
Klamath
(530) 224-4800

System Number: 1210001
System Name: ARCATA, CITY OF

- DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210001-006
Source Name: TTHM SAMPLE SITE - 1025 LEWIS ROAD
Source Number: 006
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210001-007
Source Name: TTHM SAMPLE SITE - 4859 PARTON LANE
Source Number: 007
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210001-008
Source Name: TTHM SAMPLE SITE - 2242 HEATHER LANE
Source Number: 008
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210001-009
Source Name: TTHM SAMPLE SITE - 1760 BENJAMIN COURT
Source Number: 009
Source Status: DISTRIBUTION TREATED
Water type: G
** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE -

DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST
DATE
(vyyy/mm)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210001
System Name: ARCATA, CITY OF

STORET

TESTING LAST TEST
INTERVAL DATE

NUMBER

(MONTHS)* (yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

PS Code: 1210001-011
Source Name: TTHM SAMPLE SITE - 737 | STREET

Source Number: 011

Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-012
Source Name: TTHM SAMPLE SITE - 2118 DANA

Source Number: 012

Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-014
Source Name: TTHM SAMPLE SITE - 4975 VALLEY WEST BLVD

Source Number: 014
Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-015
Source Name: TTHM SAMPLE SITE - 919 14TH STREET

Source Number: 015

Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE -

999

999

999

999

DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

Page 203 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE -

Klamath
(530) 224-4800

System Number: 1210001
System Name: ARCATA, CITY OF

STORET

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
INTERVAL DATE LAST RESULT

NUMBER

(MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210001-016
Source Name: TTHM SAMPLE SITE - 41 11TH STREET

Source Number: 016

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-024
Source Name: TTHM SAMPLE SITE - 820 CALIFORNIA AVENUE

Source Number: 024

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-031
Source Name: TTHM SMP ST-2424 SONNENFELT RD-JACOBY CK

Source Number: 031

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210001-101
Source Name: TTHM SAMPLE SITE - 1766 OLD ARCATA ROAD

Source Number: 101

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

999

999

999

999

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST
DATE
(vyyy/mm)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210001
System Name: ARCATA, CITY OF

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210001-102
Source Name: TTHM SAMPLE SITE - 56 ALDERGROVE
Source Number: 102
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210001-103
Source Name: WELL 01 - RAW
Source Number: 103
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2009/04/15 .000
ANTIMONY 01097 108 2005/11/09 .000
ARSENIC 01002 108 2009/04/15 .000
BARIUM 01007 108 2009/04/15 130.000
BERYLLIUM 01012 108 2005/11/09 .000
CADMIUM 01027 108 2009/04/15 .000
CHROMIUM (TOTAL) 01034 108 2012/07/09 .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2013/01/10 .000
MERCURY 71900 108 2009/04/15 .000
NICKEL 01067 108 2005/11/09 .000
PERCHLORATE A-031 036 2011/11/02 < .000
SELENIUM 01147 108 2009/04/15 .000
THALLIUM 01059 108 2005/11/09 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 .000
NITRITE (AS N) 00620 036 2012/04/12 .000
RADIOLOGICAL
GROSS ALPHA 01501 048 2010/11/15 < .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2009/04/15 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/04
2014/11
2018/04
2018/04
2014/11
2018/04
2021/07
2022/01
2018/04
2014/11
2014/11
2018/04
2014/11

2015/05
2015/04

2014/11

2015/04
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District Number: 01

Klamath

(530) 224-4800

System Number: 1210001
System Name: ARCATA, CITY OF

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210001-103
Source Name: WELL 01 - RAW
Source Number: 103
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2,2-TETRACHLOROETHANE 34516 072 2009/04/15 .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2009/04/15 .000
1,1,2-TRICHLOROETHANE 34511 072 2009/04/15 .000
1,1-DICHLOROETHANE 34496 072 2009/04/15 .000
1,1-DICHLOROETHYLENE 34501 072 2009/04/15 .000
1,2,4-TRICHLOROBENZENE 34551 072 2009/04/15 .000
1,2-DICHLOROBENZENE 34536 072 2009/04/15 .000
1,2-DICHLOROETHANE 34531 072 2009/04/15 .000
1,2-DICHLOROPROPANE 34541 072 2009/04/15 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2009/04/15 .000
1,4-DICHLOROBENZENE 34571 072 2009/04/15 .000
BENZENE 34030 072 2009/04/15 .000
CARBON TETRACHLORIDE 32102 072 2009/04/15 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2009/04/15 .000
DICHLOROMETHANE 34423 072 2009/04/15 .000
ETHYLBENZENE 34371 072 2009/04/15 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2009/04/15 .000
MONOCHLOROBENZENE 34301 072 2009/04/15 .000
STYRENE 77128 072 2009/04/15 .000
TETRACHLOROETHYLENE 34475 072 2009/04/15 .000
TOLUENE 34010 072 2009/04/15 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2009/04/15 .000
TRICHLOROETHYLENE 39180 072 2009/04/15 .000
TRICHLOROFLUOROMETHANE 34488 072 2009/04/15 .000
VINYL CHLORIDE 39175 072 2009/04/15 .000
XYLENES (TOTAL) 81551 072 2009/04/15 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2005/11/09 7.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04
2015/04

DUE
2014/11
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210001

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: ARCATA, CITY OF

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210001-103

Source Name: WELL 01 - RAW

Source Number: 103

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

CALCIUM 00916 108 2014/05/07 50.000
CARBONATE ALKALINITY 00445 108 2005/11/09 < 1.000
CHLORIDE 00940 108 2005/11/09 7.500
COLOR 00081 108 2005/11/09 3.000
COPPER 01042 108 2005/11/09 .000
FOAMING AGENTS (MBAS) 38260 108 2005/11/09 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2005/11/09 140.000
HYDROXIDE ALKALINITY 71830 108 2005/11/09 < 1.000
IRON 01045 108 2005/11/09 .000
MAGNESIUM 00927 108 2005/11/09 8.000
MANGANESE 01055 108 2005/11/09 .000
ODOR THRESHOLD @ 60 C 00086 108 2005/11/09 1.000
PH, LABORATORY 00403 108 2014/05/07 7.000
SILVER 01077 108 2005/11/09 .000
SODIUM 00929 108 2005/11/09 7.800
SPECIFIC CONDUCTANCE 00095 108 2011/11/02 330.000
SULFATE 00945 108 2005/11/09 6.900
TOTAL DISSOLVED SOLIDS 70300 108 2014/05/07 190.000
TURBIDITY, LABORATORY 82079 108 2005/11/09 .230
ZINC 01092 108 2005/11/09 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2023/05
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2023/05
2014/11
2014/11
2020/11
2014/11
2023/05
2014/11
2014/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210002
System Name: BLUE LAKE, CITY OF

TESTING LAST TEST NEXT TEST

STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1210002-001

Source Name: HUMBOLDT BAY MWD - TREATED - PURCHASED

Source Number: 001

Source Status: PURCHASED TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210004
System Name: EUREKA, CITY OF

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (yyyy/mm)
PS Code: 1210004-002
Source Name: HUMBOLDT BAY MWD - PURCHASED - TREATED
Source Number: 002
Source Status: PURCHASED TREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 1992/07/02 .000 1995/07 DUE
ANTIMONY 01097 036 DUE
ARSENIC 01002 036 DUE
BARIUM 01007 036 DUE
BERYLLIUM 01012 036 DUE
CADMIUM 01027 036 DUE
CHROMIUM (TOTAL) 01034 036 DUE
CHROMIUM, HEXAVALENT 01032 036 2007/09/10 93.000 2010/09 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2013/02/27 . 1.000 2022/02
MERCURY 71900 036 DUE
NICKEL 01067 036 DUE
PERCHLORATE A-031 006 DUE
SELENIUM 01147 036 DUE
THALLIUM 01059 036 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 000 DUE
NITRITE (AS N) 00620 000 DUE
RADIOLOGICAL
GROSS ALPHA 01501 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 000 DUE
1,1,2,2-TETRACHLOROETHANE 34516 000 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 000 DUE
1,1,2-TRICHLOROETHANE 34511 000 DUE
1,1-DICHLOROETHANE 34496 000 DUE
1,1-DICHLOROETHYLENE 34501 000 DUE
1,2,4-TRICHLOROBENZENE 34551 000 DUE
1,2-DICHLOROBENZENE 34536 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210004
System Name: EUREKA, CITY OF

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210004-002

Source Name: HUMBOLDT BAY MWD - PURCHASED - TREATED

Source Number: 002

Source Status: PURCHASED TREATED

Water type: G

REGULATED VOC
1,2-DICHLOROETHANE 34531 000
1,2-DICHLOROPROPANE 34541 000
1,3-DICHLOROPROPENE (TOTAL) 34561 000
1,4-DICHLOROBENZENE 34571 000
BENZENE 34030 000
CARBON TETRACHLORIDE 32102 000
CIS-1,2-DICHLOROETHYLENE 77093 000
DICHLOROMETHANE 34423 000
ETHYLBENZENE 34371 000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 000
MONOCHLOROBENZENE 34301 000
STYRENE 77128 000
TETRACHLOROETHYLENE 34475 000
TOLUENE 34010 000
TRANS-1,2-DICHLOROETHYLENE 34546 000
TRICHLOROETHYLENE 39180 000
TRICHLOROFLUOROMETHANE 34488 000
VINYL CHLORIDE 39175 000
XYLENES (TOTAL) 81551 000
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 000
CALCIUM 00916 000
CARBONATE ALKALINITY 00445 000
CHLORIDE 00940 036
COLOR 00081 036
COPPER 01042 036
FOAMING AGENTS (MBAS) 38260 036
HARDNESS (TOTAL) AS CACO3 00900 108 2013/02/27 . 71.000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
2022/02
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210004
System Name: EUREKA, CITY OF

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210004-002
Source Name: HUMBOLDT BAY MWD - PURCHASED - TREATED
Source Number: 002
Source Status: PURCHASED TREATED
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 000 DUE
IRON 01045 036 DUE
MAGNESIUM 00927 000 DUE
MANGANESE 01055 036 DUE
ODOR THRESHOLD @ 60 C 00086 036 DUE
PH, LABORATORY 00403 108 2013/02/27 . 7.400 2022/02
SILVER 01077 036 DUE
SODIUM 00929 000 DUE
SPECIFIC CONDUCTANCE 00095 108 2013/02/27 . 150.000 2022/02
SULFATE 00945 036 DUE
TOTAL DISSOLVED SOLIDS 70300 036 DUE
TURBIDITY, LABORATORY 82079 108 2013/02/27 . .640 2022/02
ZINC 01092 036 DUE
PS Code: 1210004-003
Source Name: TTHM SAMPLE SITE - 125 4TH & M ST.
Source Number: 003
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210004-004
Source Name: TTHM SAMPLE SITE - 3575 W ST.
Source Number: 004
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210004
System Name: EUREKA, CITY OF

STORET

TESTING LAST TEST
INTERVAL DATE LAST RESULT

NUMBER

(MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210004-005
Source Name: TTHM SAMPLE SITE - 3300 BROADWAY

Source Number: 005

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210004-006
Source Name: TTHM SAMPLE SITE - 414 HARRIS & E ST.

Source Number: 006

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210004-007
Source Name: HUMBOLDT BAY MWD - ADDITIONAL TREATMENT

Source Number: 007

Source Status: ACTIVE TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

999

999

999

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210006
System Name: FORTUNA, CITY OF

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210006-007
Source Name: WELLS COMBINED - RAW
Source Number: 007
Source Status: COMBINATION OR BLEND RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2005/11/08 . .000 2014/11
ANTIMONY 01097 108 2005/11/08 .000 2014/11
ARSENIC 01002 108 2005/11/08 . .000 2014/11
BARIUM 01007 108 2005/11/08 180.000 2014/11
BERYLLIUM 01012 108 2005/11/08 . .000 2014/11
CADMIUM 01027 108 2005/11/08 . .000 2014/11
CHROMIUM (TOTAL) 01034 108 2005/11/08 . .000 2014/11
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2005/11/08 . .150 2014/11
MERCURY 71900 108 2005/11/08 . .000 2014/11
NICKEL 01067 108 2005/11/08 . .000 2014/11
PERCHLORATE A-031 036 2011/06/22 < .000 2014/06 DUE
SELENIUM 01147 108 2005/11/08 . .000 2014/11
THALLIUM 01059 108 2005/11/08 .000 2014/11
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2011/06/22 . 9.900 2012/06 DUE
NITRITE (AS N) 00620 036 2011/06/22 . .000 2014/06 DUE
RADIOLOGICAL
GROSS ALPHA 01501 048 2011/06/22 < .000 2015/06
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/06/06 .000 2018/06
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/06/06 .000 2018/06
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/06/06 . .000 2018/06
1,1,2-TRICHLOROETHANE 34511 072 2012/06/06 . .000 2018/06
1,1-DICHLOROETHANE 34496 072 2012/06/06 . .000 2018/06
1,1-DICHLOROETHYLENE 34501 072 2012/06/06 . .000 2018/06
1,2,4-TRICHLOROBENZENE 34551 072 2012/06/06 . .000 2018/06
1,2-DICHLOROBENZENE 34536 072 2012/06/06 .000 2018/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210006
System Name: FORTUNA, CITY OF

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210006-007
Source Name: WELLS COMBINED - RAW
Source Number: 007
Source Status: COMBINATION OR BLEND RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 072 2012/06/06 . .000 2018/06
1,2-DICHLOROPROPANE 34541 072 2012/06/06 . .000 2018/06
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/06/06 . .000 2018/06
1,4-DICHLOROBENZENE 34571 072 2012/06/06 . .000 2018/06
BENZENE 34030 072 2012/06/06 . .000 2018/06
CARBON TETRACHLORIDE 32102 072 2012/06/06 .000 2018/06
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/06/06 . .000 2018/06
DICHLOROMETHANE 34423 072 2012/06/06 . .000 2018/06
ETHYLBENZENE 34371 072 2012/06/06 . .000 2018/06
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/06/06 . .000 2018/06
MONOCHLOROBENZENE 34301 072 2012/06/06 . .000 2018/06
STYRENE 77128 072 2012/06/06 . .000 2018/06
TETRACHLOROETHYLENE 34475 072 2012/06/06 . .000 2018/06
TOLUENE 34010 072 2012/06/06 . .000 2018/06
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/06/06 .000 2018/06
TRICHLOROETHYLENE 39180 072 2012/06/06 . .000 2018/06
TRICHLOROFLUOROMETHANE 34488 072 2012/06/06 . .000 2018/06
VINYL CHLORIDE 39175 072 2012/06/06 . .000 2018/06
XYLENES (TOTAL) 81551 072 2012/06/06 . .000 2018/06
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/11/08 - .850 2014/11
BICARBONATE ALKALINITY 00440 108 2005/11/08 . 160.000 2014/11
CALCIUM 00916 108 2005/11/08 . 35.000 2014/11
CARBONATE ALKALINITY 00445 108 2005/11/08 .000 2014/11
CHLORIDE 00940 108 2005/11/08 . 12.000 2014/11
COLOR 00081 108 2005/11/08 . 3.000 2014/11
COPPER 01042 108 2005/11/08 . .000 2014/11
FOAMING AGENTS (MBAS) 38260 108 2005/11/08 < .050 2014/11
HARDNESS (TOTAL) AS CACO3 00900 108 2005/11/08 . 180.000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210006
System Name: FORTUNA, CITY OF

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210006-007
Source Name: WELLS COMBINED - RAW
Source Number: 007
Source Status: COMBINATION OR BLEND RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2005/11/08 .000
IRON 01045 108 2005/11/08 .000
MAGNESIUM 00927 108 2005/11/08 22.000
MANGANESE 01055 108 2005/11/08 30.000
ODOR THRESHOLD @ 60 C 00086 108 2005/11/08 .000
PH, LABORATORY 00403 108 2005/11/08 6.800
SILVER 01077 108 2005/11/08 .000
SODIUM 00929 108 2005/11/08 12.000
SPECIFIC CONDUCTANCE 00095 108 2011/06/22 310.000
SULFATE 00945 108 2005/11/08 14.000
TOTAL DISSOLVED SOLIDS 70300 108 2005/11/08 230.000
TURBIDITY, LABORATORY 82079 108 2005/11/08 .240
ZINC 01092 108 2005/11/08 .000
PS Code: 1210006-008
Source Name: WELL 02 (NEW WELL) - RAW
Source Number: 008
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210006-009
Source Name: WELL 04 - RAW
Source Number: 009
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2020/06
2014/11
2014/11
2014/11
2014/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE -

Klamath
(530) 224-4800

System Number: 1210006
System Name: FORTUNA, CITY OF

PS Code: 1210006-010
Source Name: WELL 01B (NEW WELL) - RAW

Source Number: 010

Source Status: ACTIVE RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210006-011
Source Name: WELL 03 - RAW - STANDBY

Source Number: 011

Source Status: STANDBY RAW
Water type: G

NITRATE/NITRITE
NITRATE (AS NO3)

PS Code: 1210006-012
Source Name: WELL 05 - RAW

Source Number: 012

Source Status: ACTIVE RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
999
71850 108 2011/06/22 15.000
999

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/06
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210007
System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210007-001
Source Name: HIGH SPRINGS - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/05/18 . .000 2020/05
ANTIMONY 01097 108 2011/05/18 .000 2020/05
ARSENIC 01002 108 2011/05/18 . .000 2020/05
BARIUM 01007 108 2011/05/18 .000 2020/05
BERYLLIUM 01012 108 2011/05/18 . .000 2020/05
CADMIUM 01027 108 2011/05/18 . .000 2020/05
CHROMIUM (TOTAL) 01034 108 2011/05/18 . .000 2020/05
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/03/31 . .250 2020/03
MERCURY 71900 108 2011/05/18 . .000 2020/05
NICKEL 01067 108 2011/05/18 . .000 2020/05
PERCHLORATE A-031 036 2011/07/28 < .000 2014/07
SELENIUM 01147 108 2011/05/18 . .000 2020/05
THALLIUM 01059 108 2011/05/18 .000 2020/05
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/02/25 . 4.690 2015/02
NITRITE (AS N) 00620 036 2014/02/25 . .000 2017/02
RADIOLOGICAL
GROSS ALPHA 01501 108 2011/12/07 < .000 2020/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2014/01/13 .000 2020/01
1,1,2,2-TETRACHLOROETHANE 34516 072 2014/01/13 .000 2020/01
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2014/01/13 . .000 2020/01
1,1,2-TRICHLOROETHANE 34511 072 2014/01/13 . .000 2020/01
1,1-DICHLOROETHANE 34496 072 2014/01/13 . .000 2020/01
1,1-DICHLOROETHYLENE 34501 072 2014/01/13 . .000 2020/01
1,2,4-TRICHLOROBENZENE 34551 072 2014/01/13 . .000 2020/01
1,2-DICHLOROBENZENE 34536 072 2014/01/13 .000 2020/01
1,2-DICHLOROETHANE 34531 072 2014/01/13 . .000 2020/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210007

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210007-001

Source Name: HIGH SPRINGS - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
1,2-DICHLOROPROPANE 34541 072 2014/01/13 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2014/01/13 .000
1,4-DICHLOROBENZENE 34571 072 2014/01/13 .000
BENZENE 34030 072 2014/01/13 .000
CARBON TETRACHLORIDE 32102 072 2014/01/13 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2014/01/13 .000
DICHLOROMETHANE 34423 072 2014/01/13 .000
ETHYLBENZENE 34371 072 2014/01/13 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2014/01/13 .000
MONOCHLOROBENZENE 34301 072 2014/01/13 .000
STYRENE 77128 072 2014/01/13 .000
TETRACHLOROETHYLENE 34475 072 2014/01/13 .000
TOLUENE 34010 072 2014/01/13 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2014/01/13 .000
TRICHLOROETHYLENE 39180 072 2014/01/13 .000
TRICHLOROFLUOROMETHANE 34488 072 2014/01/13 .000
VINYL CHLORIDE 39175 072 2014/01/13 .000
XYLENES (TOTAL) 81551 072 2014/01/13 .000
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2011/03/31 120.000
CALCIUM 00916 108 2011/05/18 12.000
CARBONATE ALKALINITY 00445 108 2011/03/31 < 1.000
CHLORIDE 00940 108 2011/03/31 18.000
COLOR 00081 108 2011/07/28 3.000
COPPER 01042 108 2011/05/18 .000
FOAMING AGENTS (MBAS) 38260 108 2011/09/27 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2011/05/18 120.000
HYDROXIDE ALKALINITY 71830 108 2011/03/31 < 1.000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01

DUE
2020/03
2020/05
2020/03
2020/03
2020/07
2020/05
2020/09
2020/05
2020/03
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210007
System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210007-001
Source Name: HIGH SPRINGS - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 108 2011/05/18 .000
MAGNESIUM 00927 108 2011/05/18 . 23.000
MANGANESE 01055 108 2011/05/18 .000
ODOR THRESHOLD @ 60 C 00086 108 2011/07/28 .000
PH, LABORATORY 00403 108 2011/03/31 . 7.400
SILVER 01077 108 2011/05/18 . .000
SODIUM 00929 108 2011/05/18 14.000
SPECIFIC CONDUCTANCE 00095 108 2011/07/28 . 300.000
SULFATE 00945 108 2011/03/31 6.900
TOTAL DISSOLVED SOLIDS 70300 108 2011/03/31 . 180.000
TURBIDITY, LABORATORY 82079 108 2011/07/28 . .090
ZINC 01092 108 2011/05/18 . .000
PS Code: 1210007-002
Source Name: LOW SPRINGS - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/05/18 . .000
ANTIMONY 01097 108 2011/05/18 .000
ARSENIC 01002 108 2011/05/18 . .000
BARIUM 01007 108 2011/05/18 .000
BERYLLIUM 01012 108 2011/05/18 . .000
CADMIUM 01027 108 2011/05/18 . .000
CHROMIUM (TOTAL) 01034 108 2011/05/18 . .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/03/31 . .310
MERCURY 71900 108 2011/05/18 . .000
NICKEL 01067 108 2011/05/18 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/05
2020/05
2020/05
2020/07
2020/03
2020/05
2020/05
2020/07
2020/03
2020/03
2020/07
2020/05

2020/05
2020/05
2020/05
2020/05
2020/05
2020/05
2020/05
2020/03
2020/05
2020/05
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210007
System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210007-002
Source Name: LOW SPRINGS - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
PERCHLORATE A-031 036 2011/07/28 < .000 2014/07
SELENIUM 01147 108 2011/05/18 . .000 2020/05
THALLIUM 01059 108 2011/05/18 .000 2020/05
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/02/25 . 2.660 2015/02
NITRITE (AS N) 00620 036 2014/02/25 . .000 2017/02
RADIOLOGICAL
GROSS ALPHA 01501 108 2011/12/07 < .000 2020/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2014/01/13 .000 2020/01
1,1,2,2-TETRACHLOROETHANE 34516 072 2014/01/13 .000 2020/01
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2014/01/13 . .000 2020/01
1,1,2-TRICHLOROETHANE 34511 072 2014/01/13 . .000 2020/01
1,1-DICHLOROETHANE 34496 072 2014/01/13 . .000 2020/01
1,1-DICHLOROETHYLENE 34501 072 2014/01/13 . .000 2020/01
1,2,4-TRICHLOROBENZENE 34551 072 2014/01/13 . .000 2020/01
1,2-DICHLOROBENZENE 34536 072 2014/01/13 .000 2020/01
1,2-DICHLOROETHANE 34531 072 2014/01/13 . .000 2020/01
1,2-DICHLOROPROPANE 34541 072 2014/01/13 . .000 2020/01
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2014/01/13 . .000 2020/01
1,4-DICHLOROBENZENE 34571 072 2014/01/13 . .000 2020/01
BENZENE 34030 072 2014/01/13 . .000 2020/01
CARBON TETRACHLORIDE 32102 072 2014/01/13 .000 2020/01
CIS-1,2-DICHLOROETHYLENE 77093 072 2014/01/13 . .000 2020/01
DICHLOROMETHANE 34423 072 2014/01/13 . .000 2020/01
ETHYLBENZENE 34371 072 2014/01/13 . .000 2020/01
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2014/01/13 . .000 2020/01
MONOCHLOROBENZENE 34301 072 2014/01/13 . .000 2020/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210007
System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210007-002
Source Name: LOW SPRINGS - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
STYRENE 77128 072 2014/01/13 . .000
TETRACHLOROETHYLENE 34475 072 2014/01/13 . .000
TOLUENE 34010 072 2014/01/13 . .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2014/01/13 .000
TRICHLOROETHYLENE 39180 072 2014/01/13 . .000
TRICHLOROFLUOROMETHANE 34488 072 2014/01/13 . .000
VINYL CHLORIDE 39175 072 2014/01/13 . .000
XYLENES (TOTAL) 81551 072 2014/01/13 . .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2011/03/31 . 150.000
CALCIUM 00916 108 2011/05/18 . 24.000
CARBONATE ALKALINITY 00445 108 2011/03/31 < 1.000
CHLORIDE 00940 108 2011/03/31 . 23.000
COLOR 00081 108 2011/07/28 < 3.000
COPPER 01042 108 2011/05/18 . .000
FOAMING AGENTS (MBAS) 38260 108 2011/09/27 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2011/05/18 . 160.000
HYDROXIDE ALKALINITY 71830 108 2011/03/31 < 1.000
IRON 01045 108 2011/05/18 .000
MAGNESIUM 00927 108 2011/05/18 . 25.000
MANGANESE 01055 108 2011/05/18 .000
ODOR THRESHOLD @ 60 C 00086 108 2011/07/28 .000
PH, LABORATORY 00403 108 2011/03/31 . 7.600
SILVER 01077 108 2011/05/18 . .000
SODIUM 00929 108 2011/05/18 16.000
SPECIFIC CONDUCTANCE 00095 108 2011/07/28 . 400.000
SULFATE 00945 108 2011/03/31 15.000
TOTAL DISSOLVED SOLIDS 70300 108 2011/03/31 . 220.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01
2020/01

DUE
2020/03
2020/05
2020/03
2020/03
2020/07
2020/05
2020/09
2020/05
2020/03
2020/05
2020/05
2020/05
2020/07
2020/03
2020/05
2020/05
2020/07
2020/03
2020/03

Page 221 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210007
System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210007-002
Source Name: LOW SPRINGS - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 108 2011/07/28 .220
ZINC 01092 108 2011/05/18 .000
PS Code: 1210007-003
Source Name: VAN NESS WELL - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2011/05/18 .000
ANTIMONY 01097 108 2011/05/18 .000
ARSENIC 01002 108 2011/05/18 8.100
BARIUM 01007 108 2011/05/18 410.000
BERYLLIUM 01012 108 2011/05/18 .000
CADMIUM 01027 108 2011/05/18 .000
CHROMIUM (TOTAL) 01034 108 2011/05/18 .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2011/03/31 .390
MERCURY 71900 108 2011/05/18 .000
NICKEL 01067 108 2011/05/18 .000
PERCHLORATE A-031 036 2011/07/28 < .000
SELENIUM 01147 108 2011/05/18 .000
THALLIUM 01059 108 2011/05/18 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/03/20 .000
NITRITE (AS N) 00620 036 2011/03/31 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2011/12/07 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/07
2020/05

2020/05
2020/05
2020/05
2020/05
2020/05
2020/05
2020/05
2020/03
2020/05
2020/05
2014/07
2020/05
2020/05

2014/03 DUE
2014/03 DUE

2020/12
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210007
System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210007-003
Source Name: VAN NESS WELL - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2014/01/13 .000 2020/01
1,1,2,2-TETRACHLOROETHANE 34516 072 2014/01/13 .000 2020/01
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2014/01/13 . .000 2020/01
1,1,2-TRICHLOROETHANE 34511 072 2014/01/13 . .000 2020/01
1,1-DICHLOROETHANE 34496 072 2014/01/13 . .000 2020/01
1,1-DICHLOROETHYLENE 34501 072 2014/01/13 . .000 2020/01
1,2,4-TRICHLOROBENZENE 34551 072 2014/01/13 . .000 2020/01
1,2-DICHLOROBENZENE 34536 072 2014/01/13 .000 2020/01
1,2-DICHLOROETHANE 34531 072 2014/01/13 . .000 2020/01
1,2-DICHLOROPROPANE 34541 072 2014/01/13 . .000 2020/01
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2014/01/13 . .000 2020/01
1,4-DICHLOROBENZENE 34571 072 2014/01/13 . .000 2020/01
BENZENE 34030 072 2014/01/13 . .000 2020/01
CARBON TETRACHLORIDE 32102 072 2014/01/13 .000 2020/01
CIS-1,2-DICHLOROETHYLENE 77093 072 2014/01/13 . .000 2020/01
DICHLOROMETHANE 34423 072 2014/01/13 . .000 2020/01
ETHYLBENZENE 34371 072 2014/01/13 . .000 2020/01
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2014/01/13 . .000 2020/01
MONOCHLOROBENZENE 34301 072 2014/01/13 . .000 2020/01
STYRENE 77128 072 2014/01/13 . .000 2020/01
TETRACHLOROETHYLENE 34475 072 2014/01/13 . .000 2020/01
TOLUENE 34010 072 2014/01/13 . .000 2020/01
TRANS-1,2-DICHLOROETHYLENE 34546 072 2014/01/13 .000 2020/01
TRICHLOROETHYLENE 39180 072 2014/01/13 . .000 2020/01
TRICHLOROFLUOROMETHANE 34488 072 2014/01/13 . .000 2020/01
VINYL CHLORIDE 39175 072 2014/01/13 . .000 2020/01
XYLENES (TOTAL) 81551 072 2014/01/13 . .000 2020/01
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210007

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: FERNDALE - DEL ORO WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210007-003

Source Name: VAN NESS WELL - RAW

Source Number: 003

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

BICARBONATE ALKALINITY 00440 108 2011/03/31 320.000
CALCIUM 00916 108 2011/05/18 63.000
CARBONATE ALKALINITY 00445 108 2011/03/31 < 1.000
CHLORIDE 00940 108 2011/03/31 52.000
COLOR 00081 108 2011/07/28 80.000
COPPER 01042 108 2011/05/18 .000
FOAMING AGENTS (MBAS) 38260 108 2011/09/27 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2011/05/18 310.000
HYDROXIDE ALKALINITY 71830 108 2011/03/31 < 1.000
IRON 01045 108 2013/03/11 .000
MAGNESIUM 00927 108 2011/05/18 38.000
MANGANESE 01055 108 2013/03/11 .000
ODOR THRESHOLD @ 60 C 00086 108 2011/07/28 .000
PH, LABORATORY 00403 108 2011/03/31 7.000
SILVER 01077 108 2011/05/18 .000
SODIUM 00929 108 2011/05/18 26.000
SPECIFIC CONDUCTANCE 00095 108 2011/07/28 720.000
SULFATE 00945 108 2011/03/31 .000
TOTAL DISSOLVED SOLIDS 70300 108 2011/03/31 400.000
TURBIDITY, LABORATORY 82079 108 2011/07/28 65.000
ZINC 01092 108 2011/05/18 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/03
2020/05
2020/03
2020/03
2020/07
2020/05
2020/09
2020/05
2020/03
2022/03
2020/05
2022/03
2020/07
2020/03
2020/05
2020/05
2020/07
2020/03
2020/03
2020/07
2020/05
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210008
System Name: GARBERVILLE SANITARY DISTRICT

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210008-001
Source Name: EEL RIVER SOURCE - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 1999/04/15 330.000 2008/04 DUE
ANTIMONY 01097 108 1999/04/15 .000 2008/04 DUE
ARSENIC 01002 108 DUE
ASBESTOS 81855 000 DUE
BARIUM 01007 108 DUE
BERYLLIUM 01012 108 1999/04/15 .000 2008/04 DUE
CADMIUM 01027 108 DUE
CHROMIUM (TOTAL) 01034 108 2001/04/12 < 1.000 2010/04 DUE
CHROMIUM, HEXAVALENT 01032 012 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 DUE
MERCURY 71900 108 DUE
NICKEL 01067 108 1999/04/15 .000 2008/04 DUE
PERCHLORATE A-031 012 2012/09/04 < .000 2013/09 DUE
SELENIUM 01147 108 DUE
THALLIUM 01059 108 1999/04/15 .000 2008/04 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/07/23 . .000 2014/07
NITRITE (AS N) 00620 036 2013/07/23 . .000 2016/07
RADIOLOGICAL
GROSS ALPHA 01501 108 2009/10/27 .000 2018/10
RADIUM 228 11501 108 2006/11/01 410 2015/11
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2004/08/05 - .140 2013/08 DUE
BICARBONATE ALKALINITY 00440 108 2013/08/13 . 100.000 2022/08
CALCIUM 00916 108 2013/08/13 . 29.000 2022/08
CARBONATE ALKALINITY 00445 108 2013/08/13 < 1.000 2022/08
CHLORIDE 00940 108 2013/07/23 . 6.200 2022/07
COPPER 01042 108 2013/07/23 . .000 2022/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210008
System Name: GARBERVILLE SANITARY DISTRICT

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210008-001
Source Name: EEL RIVER SOURCE - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 108 2013/07/23 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2013/07/23 110.000
HYDROXIDE ALKALINITY 71830 108 2013/08/13 < 1.000
IRON 01045 108 2013/07/23 .000
MAGNESIUM 00927 108 2013/07/23 9.900
MANGANESE 01055 108 2013/07/23 .000
SILVER 01077 108 2013/07/23 .000
SODIUM 00929 108 2013/07/23 9.200
SPECIFIC CONDUCTANCE 00095 108 2013/07/23 240.000
SULFATE 00945 108 2013/07/23 10.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/08/13 140.000
ZINC 01092 108 2013/07/23 .000
PS Code: 1210008-002
Source Name: PLANT - EEL RIVER SOURCE - TREATED
Source Number: 002
Source Status: ACTIVE TREATED
Water type: S
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210008-003
Source Name: TOBIN WELL - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2006/02/22 .000
ANTIMONY 01097 108 2006/02/22 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2022/07
2022/07
2022/08
2022/07
2022/07
2022/07
2022/07
2022/07
2022/07
2022/07
2022/08
2022/07

2015/02
2015/02
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210008
System Name: GARBERVILLE SANITARY DISTRICT

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210008-003
Source Name: TOBIN WELL - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ARSENIC 01002 108 2006/02/22 .000 2015/02
BARIUM 01007 108 2006/02/22 .000 2015/02
BERYLLIUM 01012 108 2006/02/22 .000 2015/02
CADMIUM 01027 108 2006/02/22 .000 2015/02
CHROMIUM (TOTAL) 01034 108 2006/02/22 .000 2015/02
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/02/22 .140 2015/02
MERCURY 71900 108 2006/02/22 .000 2015/02
NICKEL 01067 108 2006/02/22 .000 2015/02
PERCHLORATE A-031 036 2012/09/04 < .000 2015/09
SELENIUM 01147 108 2006/02/22 .000 2015/02
THALLIUM 01059 108 2006/02/22 .000 2015/02
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/07/23 . 3.700 2014/07
NITRITE (AS N) 00620 036 2013/07/23 . .000 2016/07
RADIOLOGICAL
GROSS ALPHA 01501 108 2009/10/27 .000 2018/10
RADIUM 228 11501 108 2006/11/01 .840 2015/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/12/18 .000 2018/12
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/12/18 .000 2018/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/12/18 . .000 2018/12
1,1,2-TRICHLOROETHANE 34511 072 2012/12/18 . .000 2018/12
1,1-DICHLOROETHANE 34496 072 2012/12/18 . .000 2018/12
1,1-DICHLOROETHYLENE 34501 072 2012/12/18 . .000 2018/12
1,2,4-TRICHLOROBENZENE 34551 072 2012/12/18 . .000 2018/12
1,2-DICHLOROBENZENE 34536 072 2012/12/18 .000 2018/12
1,2-DICHLOROETHANE 34531 072 2012/12/18 . .000 2018/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210008

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: GARBERVILLE SANITARY DISTRICT

PS Code: 1210008-003

Source Name: TOBIN WELL - RAW

Source Number: 003

Source Status: ACTIVE RAW
Water type: G
REGULATED VOC

1,2-DICHLOROPROPANE

1,3-DICHLOROPROPENE (TOTAL)

1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHAN
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

HYDROXIDE ALKALINITY

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

34541 072 2012/12/18 .000
34561 072 2012/12/18 .000
34571 072 2012/12/18 .000
34030 072 2012/12/18 .000
32102 072 2012/12/18 .000
77093 072 2012/12/18 .000
34423 072 2012/12/18 .000
34371 072 2012/12/18 .000

(MTBE) 46491 072 2012/12/18 .000
34301 072 2012/12/18 .000
77128 072 2012/12/18 .000
34475 072 2012/12/18 .000
34010 072 2012/12/18 .000
34546 072 2012/12/18 .000
39180 072 2012/12/18 .000

E 34488 072 2012/12/18 .000
39175 072 2012/12/18 .000
81551 072 2012/12/18 .000
82383 108 2006/02/22 - 1.300
00440 108 2006/02/22 120.000
00916 108 2006/02/22 17.000
00445 108 2006/02/22 < 1.000
00940 108 2006/02/22 12.000
00081 108 2006/02/22 5.000
01042 108 2006/02/22 .000
38260 108 2006/02/22 < .050
00900 108 2006/02/22 120.000
71830 108 2006/02/22 < 1.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12

2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210008

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: GARBERVILLE SANITARY DISTRICT

PS Code: 1210008-003

Source Name: TOBIN WELL - RAW

Source Number: 003

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP
IRON
MAGNESIUM
MANGANESE

ODOR THRESHOLD @ 60 C

PH, LABORATORY
SILVER
SODIUM

SPECIFIC CONDUCTANCE

SULFATE

TOTAL DISSOLVED SOLIDS
TURBIDITY, LABORATORY

ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01045 108 2006/02/22 140.000
00927 108 2006/02/22 18.000
01055 108 2006/02/22 48.000
00086 108 2006/02/22 .000
00403 108 2006/02/22 6.800
01077 108 2006/02/22 .000
00929 108 2006/02/22 27.000
00095 108 2012/09/04 300.000
00945 108 2006/02/22 19.000
70300 108 2006/02/22 190.000
82079 108 2006/02/22 .520
01092 108 2006/02/22 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
2015/02
2021/09
2015/02
2015/02
2015/02
2015/02
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210009-004
Source Name: SOUTH BAY WELL - RAW
Source Number: 004
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2009/10/01 .000 2018/10
ANTIMONY 01097 108 2009/10/01 .000 2018/10
ARSENIC 01002 108 2009/10/01 .000 2018/10
BARIUM 01007 108 2009/10/01 .000 2018/10
BERYLLIUM 01012 108 2009/10/01 .000 2018/10
CADMIUM 01027 108 2009/10/01 .000 2018/10
CHROMIUM (TOTAL) 01034 108 2009/10/01 .000 2018/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2009/10/01 .160 2018/10
MERCURY 71900 108 2009/10/01 .000 2018/10
NICKEL 01067 108 2009/10/01 .000 2018/10
PERCHLORATE A-031 036 2011/06/30 < .000 2014/06 DUE
SELENIUM 01147 108 2009/10/01 .000 2018/10
THALLIUM 01059 108 2009/10/01 .000 2018/10
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/03 . .000 2015/03
NITRITE (AS N) 00620 036 2012/06/26 . .000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 048 2011/09/02 . 494 2015/09
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/03/28 .000 2019/03
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/03/28 .000 2019/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/03/28 . .000 2019/03
1,1,2-TRICHLOROETHANE 34511 072 2013/03/28 . .000 2019/03
1,1-DICHLOROETHANE 34496 072 2013/03/28 . .000 2019/03
1,1-DICHLOROETHYLENE 34501 072 2013/03/28 . .000 2019/03
1,2,4-TRICHLOROBENZENE 34551 072 2013/03/28 . .000 2019/03
1,2-DICHLOROBENZENE 34536 072 2013/03/28 .000 2019/03
1,2-DICHLOROETHANE 34531 072 2013/03/28 . .000 2019/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210009-004
Source Name: SOUTH BAY WELL - RAW
Source Number: 004
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 072 2013/03/28 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2013/03/28 .000
1,4-DICHLOROBENZENE 34571 072 2013/03/28 .000
BENZENE 34030 072 2013/03/28 .000
CARBON TETRACHLORIDE 32102 072 2013/03/28 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2013/03/28 .000
DICHLOROMETHANE 34423 072 2013/03/28 .000
ETHYLBENZENE 34371 072 2013/03/28 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2013/03/28 .000
MONOCHLOROBENZENE 34301 072 2013/03/28 .000
STYRENE 77128 072 2013/03/28 .000
TETRACHLOROETHYLENE 34475 072 2013/03/28 .000
TOLUENE 34010 072 2013/03/28 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/03/28 .000
TRICHLOROETHYLENE 39180 072 2013/03/28 .000
TRICHLOROFLUOROMETHANE 34488 072 2013/03/28 .000
VINYL CHLORIDE 39175 072 2013/03/28 .000
XYLENES (TOTAL) 81551 072 2013/03/28 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2006/04/05 52.000
CALCIUM 00916 108 2010/01/29 7.900
CARBONATE ALKALINITY 00445 108 2006/04/05 < 1.000
CHLORIDE 00940 108 2007/03/05 60.000
COLOR 00081 108 2007/03/05 < 3.000
COPPER 01042 108 2014/02/24 .000
FOAMING AGENTS (MBAS) 38260 108 2014/02/24 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2006/04/05 57.000
HYDROXIDE ALKALINITY 71830 108 2006/04/05 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03

DUE
2015/04
2019/01
2015/04
2016/03
2016/03
2023/02
2023/02
2015/04
2015/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210009-004
Source Name: SOUTH BAY WELL - RAW
Source Number: 004
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 108 2007/03/05 .000
MAGNESIUM 00927 108 2006/04/05 9.900
MANGANESE 01055 108 2007/03/05 24.000
ODOR THRESHOLD @ 60 C 00086 108 2007/03/05 .000
PH, LABORATORY 00403 108 2010/01/29 7.700
SILVER 01077 108 2009/10/01 .000
SODIUM 00929 108 2006/04/05 19.000
SPECIFIC CONDUCTANCE 00095 108 2011/06/30 . 210.000
SULFATE 00945 108 2007/03/05 11.000
TOTAL DISSOLVED SOLIDS 70300 108 2010/01/29 230.000
TURBIDITY, LABORATORY 82079 108 2007/03/05 .090
ZINC 01092 108 2007/03/05 .000
PS Code: 1210009-006
Source Name: SPRUCE POINT WELL - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2009/10/01 .000
ANTIMONY 01097 108 2009/10/01 .000
ARSENIC 01002 108 2009/10/01 5.500
BARIUM 01007 108 2009/10/01 .000
BERYLLIUM 01012 108 2009/10/01 .000
CADMIUM 01027 108 2009/10/01 .000
CHROMIUM (TOTAL) 01034 108 2009/10/01 .000
CHROMIUM, HEXAVALENT 01032 036 2003/03/11 . 1.400
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2009/10/01 .220
MERCURY 71900 108 2009/10/01 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/03
2015/04
2016/03
2016/03
2019/01
2018/10
2015/04
2020/06
2016/03
2019/01
2016/03
2016/03

2018/10
2018/10
2018/10
2018/10
2018/10
2018/10
2018/10
2006/03 DUE
2018/10
2018/10
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210009-006
Source Name: SPRUCE POINT WELL - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC
NICKEL 01067 108 2009/10/01 .000 2018/10
PERCHLORATE A-031 036 2011/06/30 < .000 2014/06 DUE
SELENIUM 01147 108 2009/10/01 .000 2018/10
THALLIUM 01059 108 2009/10/01 .000 2018/10
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/03 . .000 2015/03
NITRITE (AS N) 00620 036 2012/06/26 . .000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 048 2011/09/02 . .000 2015/09
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/03/28 .000 2019/03
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/03/28 .000 2019/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/03/28 . .000 2019/03
1,1,2-TRICHLOROETHANE 34511 072 2013/03/28 . .000 2019/03
1,1-DICHLOROETHANE 34496 072 2013/03/28 . .000 2019/03
1,1-DICHLOROETHYLENE 34501 072 2013/03/28 . .000 2019/03
1,2,4-TRICHLOROBENZENE 34551 072 2013/03/28 . .000 2019/03
1,2-DICHLOROBENZENE 34536 072 2013/03/28 .000 2019/03
1,2-DICHLOROETHANE 34531 072 2013/03/28 . .000 2019/03
1,2-DICHLOROPROPANE 34541 072 2013/03/28 . .000 2019/03
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2013/03/28 . .000 2019/03
1,4-DICHLOROBENZENE 34571 072 2013/03/28 . .000 2019/03
BENZENE 34030 072 2013/03/28 . .000 2019/03
CARBON TETRACHLORIDE 32102 072 2013/03/28 .000 2019/03
CIS-1,2-DICHLOROETHYLENE 77093 072 2013/03/28 . .000 2019/03
DICHLOROMETHANE 34423 072 2013/03/28 . .000 2019/03
ETHYLBENZENE 34371 072 2013/03/28 . .000 2019/03
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2013/03/28 . .000 2019/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210009-006
Source Name: SPRUCE POINT WELL - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 072 2013/03/28 . .000
STYRENE 77128 072 2013/03/28 . .000
TETRACHLOROETHYLENE 34475 072 2013/03/28 . .000
TOLUENE 34010 072 2013/03/28 . .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/03/28 .000
TRICHLOROETHYLENE 39180 072 2013/03/28 . .000
TRICHLOROFLUOROMETHANE 34488 072 2013/03/28 . .000
VINYL CHLORIDE 39175 072 2013/03/28 . .000
XYLENES (TOTAL) 81551 072 2013/03/28 . .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2006/04/05 57.000
CALCIUM 00916 108 2010/01/29 5.400
CARBONATE ALKALINITY 00445 108 2006/04/05 < 1.000
CHLORIDE 00940 108 2007/03/05 13.000
COLOR 00081 108 2007/03/05 < 3.000
COPPER 01042 108 2014/02/24 . .000
FOAMING AGENTS (MBAS) 38260 108 2014/02/24 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2006/04/05 53.000
HYDROXIDE ALKALINITY 71830 108 2006/04/05 < 1.000
IRON 01045 108 2007/03/05 .000
MAGNESIUM 00927 108 2006/04/05 9.200
MANGANESE 01055 108 2007/03/05 .000
ODOR THRESHOLD @ 60 C 00086 108 2007/03/05 .000
PH, LABORATORY 00403 108 2010/01/29 7.800
SILVER 01077 108 2009/10/01 .000
SODIUM 00929 108 2006/04/05 12.000
SPECIFIC CONDUCTANCE 00095 108 2011/06/30 . 160.000
SULFATE 00945 108 2007/03/05 5.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03

DUE
2015/04
2019/01
2015/04
2016/03
2016/03
2023/02
2023/02
2015/04
2015/04
2016/03
2015/04
2016/03
2016/03
2019/01
2018/10
2015/04
2020/06
2016/03
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210009-006
Source Name: SPRUCE POINT WELL - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
TOTAL DISSOLVED SOLIDS 70300 108 2010/01/29 100.000 2019/01
TURBIDITY, LABORATORY 82079 108 2007/03/05 < .050 2016/03
ZINC 01092 108 2007/03/05 .000 2016/03
PS Code: 1210009-007
Source Name: WELL 06 (PRINCETON WELL 01) - RAW
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2009/10/01 .000 2018/10
ANTIMONY 01097 108 2009/10/01 .000 2018/10
ARSENIC 01002 108 2009/10/01 .000 2018/10
BARIUM 01007 108 2009/10/01 .000 2018/10
BERYLLIUM 01012 108 2009/10/01 .000 2018/10
CADMIUM 01027 108 2009/10/01 .000 2018/10
CHROMIUM (TOTAL) 01034 108 2009/10/01 .000 2018/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2009/10/01 .210 2018/10
MERCURY 71900 108 2009/10/01 .000 2018/10
NICKEL 01067 108 2009/10/01 .000 2018/10
PERCHLORATE A-031 036 2011/06/30 < .000 2014/06 DUE
SELENIUM 01147 108 2009/10/01 .000 2018/10
THALLIUM 01059 108 2009/10/01 .000 2018/10
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/03 . 2.100 2015/03
NITRITE (AS N) 00620 036 2012/06/26 . .000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 048 2011/09/02 . .203 2015/09

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210009
System Name: HUMBOLDT C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210009-007
Source Name: WELL 06 (PRINCETON WELL 01) - RAW
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/03/28 .000 2019/03
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/03/28 .000 2019/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/03/28 . .000 2019/03
1,1,2-TRICHLOROETHANE 34511 072 2013/03/28 . .000 2019/03
1,1-DICHLOROETHANE 34496 072 2013/03/28 . .000 2019/03
1,1-DICHLOROETHYLENE 34501 072 2013/03/28 . .000 2019/03
1,2,4-TRICHLOROBENZENE 34551 072 2013/03/28 . .000 2019/03
1,2-DICHLOROBENZENE 34536 072 2013/03/28 .000 2019/03
1,2-DICHLOROETHANE 34531 072 2013/03/28 . .000 2019/03
1,2-DICHLOROPROPANE 34541 072 2013/03/28 . .000 2019/03
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2013/03/28 . .000 2019/03
1,4-DICHLOROBENZENE 34571 072 2013/03/28 . .000 2019/03
BENZENE 34030 072 2013/03/28 . .000 2019/03
CARBON TETRACHLORIDE 32102 072 2013/03/28 .000 2019/03
CIS-1,2-DICHLOROETHYLENE 77093 072 2013/03/28 . .000 2019/03
DICHLOROMETHANE 34423 072 2013/03/28 . .000 2019/03
ETHYLBENZENE 34371 072 2013/03/28 . .000 2019/03
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2013/03/28 . .000 2019/03
MONOCHLOROBENZENE 34301 072 2013/03/28 . .000 2019/03
STYRENE 77128 072 2013/03/28 . .000 2019/03
TETRACHLOROETHYLENE 34475 072 2013/03/28 . .000 2019/03
TOLUENE 34010 072 2013/03/28 . .000 2019/03
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/03/28 .000 2019/03
TRICHLOROETHYLENE 39180 072 2013/03/28 . .000 2019/03
TRICHLOROFLUOROMETHANE 34488 072 2013/03/28 . .000 2019/03
VINYL CHLORIDE 39175 072 2013/03/28 . .000 2019/03
XYLENES (TOTAL) 81551 072 2013/03/28 . .000 2019/03
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/04/25 - 1.900 2014/04 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210009

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: HUMBOLDT C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210009-007

Source Name: WELL 06 (PRINCETON WELL 01) - RAW

Source Number: 007

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

BICARBONATE ALKALINITY 00440 108 2006/04/05 50.000
CALCIUM 00916 108 2010/01/29 5.200
CARBONATE ALKALINITY 00445 108 2006/04/05 < 1.000
CHLORIDE 00940 108 2007/03/05 15.000
COLOR 00081 108 2007/03/05 < 3.000
COPPER 01042 108 2014/02/24 .000
FOAMING AGENTS (MBAS) 38260 108 2014/02/24 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2006/04/05 54.000
HYDROXIDE ALKALINITY 71830 108 2006/04/05 < 1.000
IRON 01045 108 2007/03/05 .000
MAGNESIUM 00927 108 2006/04/05 9.500
MANGANESE 01055 108 2007/03/05 .000
ODOR THRESHOLD @ 60 C 00086 108 2007/03/05 .000
PH, LABORATORY 00403 108 2010/01/29 7.400
SILVER 01077 108 2009/10/01 .000
SODIUM 00929 108 2006/04/05 12.000
SPECIFIC CONDUCTANCE 00095 108 2011/06/30 170.000
SULFATE 00945 108 2007/03/05 8.000
TOTAL DISSOLVED SOLIDS 70300 108 2010/01/29 110.000
TURBIDITY, LABORATORY 82079 108 2007/03/05 2.600
ZINC 01092 108 2007/03/05 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/04
2019/01
2015/04
2016/03
2016/03
2023/02
2023/02
2015/04
2015/04
2016/03
2015/04
2016/03
2016/03
2019/01
2018/10
2015/04
2020/06
2016/03
2019/01
2016/03
2016/03
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210010

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: SCOTIA, TOWN OF, LLC

PS Code: 1210010-001

Source Name: EEL RIVER - RAW

Source Number: 001

Source Status: ACTIVE RAW

Water type: S

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
ASBESTOS
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01105 108 2006/04/21 .000
01097 108 2006/04/21 .000
01002 108 2006/04/21 .000
81855 108 2010/06/10 .000
01007 108 2006/04/21 .000
01012 108 2006/04/21 .000
01027 108 2006/04/21 .000
01034 108 2006/04/21 .000
00951 108 2013/12/30 .100
71900 108 2006/04/21 .000
01067 108 2006/04/21 .000
A-031 012 2013/12/30 < .000
01147 108 2006/04/21 .000
01059 108 2006/04/21 .000
71850 012 2013/12/30 .000
00620 036 2013/12/30 .000
01501 048 2010/06/10 < .000
82383 108 2006/03/22 - 1.200
00440 108 2006/03/22 66.000
00916 108 2006/03/22 22.000
00445 108 2006/03/22 < 1.000
00940 108 2007/03/27 8.400
01042 108 2007/03/27 61.000
38260 108 2007/03/27 < .050
00900 108 2006/03/22 82.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/04
2015/04
2015/04
2019/06
2015/04
2015/04
2015/04
2015/04
2022/12
2015/04
2015/04
2014/12
2015/04
2015/04

2014/12
2016/12

2014/06 DUE

2015/03
2015/03
2015/03
2015/03
2016/03
2016/03
2016/03
2015/03
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210010
System Name: SCOTIA, TOWN OF, LLC

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210010-001
Source Name: EEL RIVER - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2006/03/22 < 1.000
IRON 01045 108 2007/03/27 250.000
MAGNESIUM 00927 108 2006/03/22 6.600
MANGANESE 01055 108 2007/03/27 62.000
SILVER 01077 108 2013/12/30 . .000
SODIUM 00929 108 2006/03/22 5.000
SPECIFIC CONDUCTANCE 00095 108 2013/12/30 . 300.000
SULFATE 00945 108 2007/03/27 10.000
TOTAL DISSOLVED SOLIDS 70300 108 2007/03/27 160.000
ZINC 01092 108 2007/03/27 76.000
PS Code: 1210010-002
Source Name: EEL RIVER - TREATED
Source Number: 002
Source Status: ACTIVE TREATED
Water type: S
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

2015/03
2016/03
2015/03
2016/03
2022/12
2015/03
2022/12
2016/03
2016/03
2016/03
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210011

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: REDWAY C.S.D.

PS Code: 1210011-002

Source Name: INFILTRATION GALLERY - EEL RIVER - RAW

Source Number: 002

Source Status: ACTIVE RAW

Water type: S

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE

NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA
RADIUM 228

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01105 108 2005/09/15 .000
01097 108 2005/09/15 .000
01002 108 2005/09/15 .000
01007 108 2005/09/15 .000
01012 108 2005/09/15 .000
01027 108 2005/09/15 .000
01034 108 2005/09/15 .000
00951 108 2005/09/15 .000
71900 108 2005/09/15 .000
01067 108 2005/09/15 .000
A-031 012 2013/06/25 < .000
01147 108 2005/09/15 .000
01059 108 2005/09/15 .000
71850 012 2013/06/25 .000
00620 036 2013/06/25 .000
01501 108 2009/06/16 .000
11501 108 2005/11/17 .260
82383 108 2005/09/15 - .260
00440 108 2005/09/15 95.000
00916 108 2005/09/15 26.000
00445 108 2005/09/15 < 1.000
00940 108 2005/09/15 6.000
01042 108 2005/09/15 .000
38260 108 2005/09/15 < .050
00900 108 2005/09/15 97.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/06
2014/09
2014/09

DUE

2014/06
2016/06

DUE

2018/06
2014/11

2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210011
System Name: REDWAY C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210011-002
Source Name: INFILTRATION GALLERY - EEL RIVER - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 108 2005/09/15 < 1.000
IRON 01045 108 2005/09/15 .000
MAGNESIUM 00927 108 2005/09/15 . 7.900
MANGANESE 01055 108 2005/09/15 . .000
SILVER 01077 108 2005/09/15 . .000
SODIUM 00929 108 2005/09/15 8.600
SPECIFIC CONDUCTANCE 00095 108 2013/06/25 . 210.000
SULFATE 00945 108 2005/09/15 9.800
TOTAL DISSOLVED SOLIDS 70300 108 2005/09/15 . 130.000
ZINC 01092 108 2005/09/15 . .000
PS Code: 1210011-003
Source Name: SPRING - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2005/06/16 . .000
ANTIMONY 01097 108 2005/06/16 . .000
ARSENIC 01002 108 2005/06/16 . .000
BARIUM 01007 108 2005/06/16 .000
BERYLLIUM 01012 108 2005/06/16 . .000
CADMIUM 01027 108 2005/06/16 . .000
CHROMIUM (TOTAL) 01034 108 2005/06/16 . .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2005/05/19 . .000
MERCURY 71900 108 2005/06/16 . .000
NICKEL 01067 108 2005/06/16 . .000
PERCHLORATE A-031 006 2008/02/26 .000
SELENIUM 01147 108 2005/06/16 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/09
2014/09
2014/09
2014/09
2014/09
2014/09
2022/06
2014/09
2014/09
2014/09

2014/06
2014/06
2014/06
2014/06
2014/06
2014/06
2014/06
2014/05
2014/06
2014/06
2008/08
2014/06

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210011
System Name: REDWAY C.S.D.

PS Code: 1210011-003
Source Name: SPRING - RAW

Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

01059

71850
00620

01501

34506
34516
81611
34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

108

012
036

048

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

2005/06/16

2007/06/19
2005/05/19

2008/04/08

2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18

.000

5.800
.000

1.070

.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/06

2008/06
2008/05

2012/04

2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04
2008/04

DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210011
System Name: REDWAY C.S.D.

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT
REPORTED

PS Code: 1210011-003
Source Name: SPRING - RAW

Source Number: 003

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC
TOLUENE 34010
TRANS-1,2-DICHLOROETHYLENE 34546
TRICHLOROETHYLENE 39180
TRICHLOROFLUOROMETHANE 34488
VINYL CHLORIDE 39175
XYLENES (TOTAL) 81551
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383
BICARBONATE ALKALINITY 00440
CALCIUM 00916
CARBONATE ALKALINITY 00445
CHLORIDE 00940
COLOR 00081
COPPER 01042
FOAMING AGENTS (MBAS) 38260
HARDNESS (TOTAL) AS CACO3 00900
HYDROXIDE ALKALINITY 71830
IRON 01045
MAGNESIUM 00927
MANGANESE 01055
ODOR THRESHOLD @ 60 C 00086
PH, LABORATORY 00403
SILVER 01077
SODIUM 00929
SPECIFIC CONDUCTANCE 00095
SULFATE 00945
TOTAL DISSOLVED SOLIDS 70300
TURBIDITY, LABORATORY 82079
ZINC 01092

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

072
072
072
072
072
072

000
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108
108

2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18

2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2002/04/18
2005/06/16
2002/04/18
2008/02/26
2002/04/18
2002/04/18
2002/04/18
2002/04/18

.000
.000
.000
.000
.000
.000

76.000
8.200
.000
7.200
.000
.000
.000
66.000
.000
.000
11.000
.000
.000
6.300
.000
15.000
180.000
2.900
130.000
.210
.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2008/04
2008/04
2008/04
2008/04
2008/04
2008/04

2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2011/04
2014/06
2011/04

2017/02
2011/04
2011/04
2011/04
2011/04

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE

Page 243 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210011
System Name: REDWAY C.S.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 244 of 708



District Number: 01
Klamath
(530) 224-4800

System Number: 1210012

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: R|O DELL, CITY OF

PS Code: 1210012-005

Source Name: EEL RIVER - RAW

Source Number: 005

Source Status: ACTIVE RAW

Water type: S

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
ASBESTOS
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COPPER

FOAMING AGENTS (MBAS)

HARDNESS (TOTAL) AS CACO3

*Testing interval is in months;

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

01105 108 2009/12/10 .000
01097 108 2009/12/10 .000
01002 108 2009/12/10 .000
81855 108 2009/12/10 .000
01007 108 2009/12/10 .000
01012 108 2009/12/10 .000
01027 108 2009/12/10 .000
01034 108 2009/12/10 .000
00951 108 2009/12/10 .110
71900 108 2009/12/10 .000
01067 108 2009/12/10 .000
A-031 012 2013/08/27 < 4.000
01147 108 2009/12/10 .000
01059 108 2009/12/10 .000
71850 012 2013/08/27 .000
00620 036 2012/08/16 .000
01501 108 2008/06/03 .344
82383 108 2006/01/05 - .590
00440 108 2006/01/05 54.000
00916 108 2006/01/05 18.000
00445 108 2006/01/05 < 1.000
00940 108 2006/01/05 1.900
01042 108 2006/01/05 .000
38260 108 2006/01/05 < .050
00900 108 2006/01/05 98.000

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2018/12
2014/08
2018/12
2018/12

2014/08
2015/08

2017/06

2015/01
2015/01
2015/01
2015/01
2015/01
2015/01
2015/01
2015/01
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210012

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: R|O DELL, CITY OF

PS Code: 1210012-005

Source Name: EEL RIVER - RAW

Source Number: 005

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP
HYDROXIDE ALKALINITY
IRON
MAGNESIUM
MANGANESE
SILVER
SODIUM
SPECIFIC CONDUCTANCE
SULFATE
TOTAL DISSOLVED SOLIDS
ZINC

*Testing interval is in months;

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
71830 108 2006/01/05 < 1.000
01045 108 2006/01/05 20000.000
00927 108 2006/01/05 13.000
01055 108 2006/01/05 370.000
01077 108 2006/01/05 .000
00929 108 2006/01/05 4.400
00095 108 2012/08/16 250.000
00945 108 2006/01/05 6.200
70300 108 2006/01/05 170.000
01092 108 2006/01/05 .000

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/01
2015/01
2015/01
2015/01
2015/01
2015/01
2021/08
2015/01
2015/01
2015/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210013
System Name: HUMBOLDT BAY MWD

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT
REPORTED

PS Code: 1210013-001
Source Name: FIELDBROOK RESERVOIR - DISTRIBUTION SYS

Source Number: 001

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210013-002
Source Name: RANNEY WELLS, REPRESENTATIVE - RAW

Source Number: 002

Source Status: ACTIVE RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210013-004
Source Name: PUMP STATION 02 - RAW

Source Number: 004

Source Status: COMBINATION OR BLEND RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210013-005
Source Name: PUMP STATIONS 1,3 & 4 - RAW

Source Number: 005

Source Status: COMBINATION OR BLEND RAW

Water type: G

INORGANIC

ALUMINUM 01105
ANTIMONY 01097
ARSENIC 01002
BARIUM 01007
BERYLLIUM 01012

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE -

999

999

999

108
108
108
108
108

2006/04/14
2006/04/14
2006/04/14
2006/04/14
2006/04/14

160.000
.000
.000
.000
.000

DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/04
2015/04
2015/04
2015/04
2015/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210013
System Name: HUMBOLDT BAY MWD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210013-005
Source Name: PUMP STATIONS 1,3 & 4 - RAW
Source Number: 005
Source Status: COMBINATION OR BLEND RAW
Water type: G
INORGANIC
CADMIUM 01027 108 2006/04/14 .000 2015/04
CHROMIUM (TOTAL) 01034 108 2006/04/14 .000 2015/04
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/01/29 .000 2016/01
MERCURY 71900 108 2006/04/14 .000 2015/04
NICKEL 01067 108 2006/04/14 .000 2015/04
PERCHLORATE A-031 036 2013/03/12 < .000 2016/03
SELENIUM 01147 108 2006/04/14 .000 2015/04
THALLIUM 01059 108 2006/04/14 .000 2015/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/16 . .000 2014/09
NITRITE (AS N) 00620 036 2011/01/13 . .000 2014/01 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/01/25 - .160 2014/01 DUE
REGULATED SOC
ATRAZINE 39033 072 2012/10/24 . .000 2018/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/04/24 .000 2018/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/04/24 .000 2018/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/04/24 . .000 2018/04
1,1,2-TRICHLOROETHANE 34511 072 2012/04/24 . .000 2018/04
1,1-DICHLOROETHANE 34496 072 2012/04/24 . .000 2018/04
1,1-DICHLOROETHYLENE 34501 072 2012/04/24 . .000 2018/04
1,2,4-TRICHLOROBENZENE 34551 072 2012/04/24 . .000 2018/04
1,2-DICHLOROBENZENE 34536 072 2012/04/24 .000 2018/04
1,2-DICHLOROETHANE 34531 072 2012/04/24 . .000 2018/04
1,2-DICHLOROPROPANE 34541 072 2012/04/24 . .000 2018/04
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/04/24 . .000 2018/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210013
System Name: HUMBOLDT BAY MWD

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210013-005
Source Name: PUMP STATIONS 1,3 & 4 - RAW
Source Number: 005
Source Status: COMBINATION OR BLEND RAW
Water type: G
REGULATED VOC
1,4-DICHLOROBENZENE 34571 072 2012/04/24 . .000 2018/04
BENZENE 34030 072 2012/04/24 . .000 2018/04
CARBON TETRACHLORIDE 32102 072 2012/04/24 .000 2018/04
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/04/24 . .000 2018/04
DICHLOROMETHANE 34423 072 2012/04/24 . .000 2018/04
ETHYLBENZENE 34371 072 2012/04/24 . .000 2018/04
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/04/24 . .000 2018/04
MONOCHLOROBENZENE 34301 072 2012/04/24 . .000 2018/04
STYRENE 77128 072 2012/04/24 . .000 2018/04
TETRACHLOROETHYLENE 34475 072 2012/04/24 . .000 2018/04
TOLUENE 34010 072 2012/04/24 . .000 2018/04
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/04/24 .000 2018/04
TRICHLOROETHYLENE 39180 072 2012/04/24 . .000 2018/04
TRICHLOROFLUOROMETHANE 34488 072 2012/04/24 . .000 2018/04
VINYL CHLORIDE 39175 072 2012/04/24 . .000 2018/04
XYLENES (TOTAL) 81551 072 2012/04/24 . .000 2018/04
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2007/01/29 63.000 2016/01
CALCIUM 00916 108 2007/01/29 21.000 2016/01
CARBONATE ALKALINITY 00445 108 2007/01/29 < 1.000 2016/01
CHLORIDE 00940 108 2007/01/29 2.800 2016/01
COLOR 00081 108 2007/01/29 < 3.000 2016/01
COPPER 01042 108 2007/01/29 110.000 2016/01
FOAMING AGENTS (MBAS) 38260 108 2007/01/29 < .050 2016/01
HARDNESS (TOTAL) AS CACO3 00900 108 2007/01/29 68.000 2016/01
HYDROXIDE ALKALINITY 71830 108 2007/01/29 < 1.000 2016/01
IRON 01045 108 2007/01/29 .000 2016/01
MAGNESIUM 00927 108 2007/01/29 3.600 2016/01
MANGANESE 01055 108 2007/01/29 .000 2016/01

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210013
System Name: HUMBOLDT BAY MWD

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210013-005
Source Name: PUMP STATIONS 1,3 & 4 - RAW
Source Number: 005
Source Status: COMBINATION OR BLEND RAW
Water type: G
SECONDARY/GP
ODOR THRESHOLD @ 60 C 00086 108 2007/01/29 .000
PH, LABORATORY 00403 108 2007/01/29 7.300
SILVER 01077 108 2007/01/29 .000
SODIUM 00929 108 2007/01/29 3.600
SPECIFIC CONDUCTANCE 00095 108 2013/03/12 140.000
SULFATE 00945 108 2007/01/29 9.500
TOTAL DISSOLVED SOLIDS 70300 108 2007/01/29 93.000
TURBIDITY, LABORATORY 82079 108 2007/01/29 .520
ZINC 01092 108 2007/01/29 .000
PS Code: 1210013-006
Source Name: RANNEY WELL 01 - RAW
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210013-007
Source Name: RANNEY WELL 02 - RAW
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/01
2016/01
2016/01
2016/01
2022/03
2016/01
2016/01
2016/01
2016/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210013
System Name: HUMBOLDT BAY MWD

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210013-008
Source Name: RANNEY WELL 03 - RAW

Source Number: 008

Source Status: ACTIVE RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

PS Code: 1210013-009
Source Name: RANNEY WELL 04 - RAW

Source Number: 009

Source Status: ACTIVE RAW
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210015
System Name: W|LLOW CREEK C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210015-004
Source Name: WELLS 01,03,05 & 06 COMPOSITE - RAW
Source Number: 004
Source Status: COMBINATION OR BLEND RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2012/08/01 . 53.000
ANTIMONY 01097 108 2012/08/01 .000
ARSENIC 01002 108 2012/08/01 . .000
ASBESTOS 81855 108 2006/12/19 < .200
BARIUM 01007 108 2012/08/01 .000
BERYLLIUM 01012 108 2012/08/01 . .000
CADMIUM 01027 108 2012/08/01 . .000
CHROMIUM (TOTAL) 01034 108 2012/08/01 . .000
CHROMIUM, HEXAVALENT 01032 012 2004/12/07 . 2.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2012/08/01 . .000
MERCURY 71900 108 2012/08/01 . .000
NICKEL 01067 108 2012/08/01 . 11.000
PERCHLORATE A-031 012 2014/06/03 < .000
SELENIUM 01147 108 2012/08/01 . .000
THALLIUM 01059 108 2012/08/01 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/04 . .000
NITRITE (AS N) 00620 036 2014/03/04 . .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2009/10/13 .000
RADIUM 228 11501 108 2013/10/03 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/08/23 - .860
BICARBONATE ALKALINITY 00440 108 2012/08/01 . 92.000
CALCIUM 00916 108 2012/08/01 . 17.000
CARBONATE ALKALINITY 00445 108 2012/08/01 < 1.000
CHLORIDE 00940 108 2012/08/01 . 2.100
COPPER 01042 108 2012/08/01 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/08
2021/08
2021/08
2015/12
2021/08
2021/08
2021/08
2021/08
2005/12 DUE
2021/08
2021/08
2021/08
2015/06
2021/08
2021/08

2015/03
2017/03

2018/10
2022/10

2015/08
2021/08
2021/08
2021/08
2021/08
2021/08
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210015
System Name: W|LLOW CREEK C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210015-004
Source Name: WELLS 01,03,05 & 06 COMPOSITE - RAW
Source Number: 004
Source Status: COMBINATION OR BLEND RAW
Water type: S
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 108 2014/04/01 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2012/08/01 93.000
HYDROXIDE ALKALINITY 71830 108 2012/08/01 < 1.000
IRON 01045 108 2012/08/01 .000
MAGNESIUM 00927 108 2012/08/01 13.000
MANGANESE 01055 108 2012/08/01 .000
SILVER 01077 108 2012/08/01 .000
SODIUM 00929 108 2012/08/01 3.100
SPECIFIC CONDUCTANCE 00095 108 2014/06/03 190.000
SULFATE 00945 108 2012/08/01 10.000
TOTAL DISSOLVED SOLIDS 70300 108 2012/08/01 140.000
ZINC 01092 108 2012/08/01 .000
PS Code: 1210015-005
Source Name: WELL 01-NO DATA ACCEPTED AS OF 10/21/04
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210015-007
Source Name: WELL 05-NO DATA ACCEPTED AS OF 10/21/04
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2023/04
2021/08
2021/08
2021/08
2021/08
2021/08
2021/08
2021/08
2023/06
2021/08
2021/08
2021/08
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210015

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: \WI|LLOW CREEK C.S.D.

PS Code: 1210015-009

Source Name: WELLS 02 & 04 COMBINED - RAW

Source Number: 009

Source Status:
Water type: S

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
ASBESTOS
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE
SELENIUM
THALLIUM

NITRATE/NITRITE

NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA
RADIUM 228

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COPPER

FOAMING AGENTS (MBAS)

*Testing interval is in months;

COMBINATION OR BLEND RAW

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
01105 108 2012/09/11 .000
01097 108 2012/09/11 .000
01002 108 2012/09/11 2.500
81855 108 2006/12/19 < .200
01007 108 2012/09/11 .000
01012 108 2012/09/11 .000
01027 108 2012/09/11 .000
01034 108 2012/09/11 .000
00951 108 2012/09/11 .000
71900 108 2012/09/11 .000
01067 108 2012/09/11 12.000
A-031 012 2014/06/03 < .000
01147 108 2012/09/11 .000
01059 108 2012/09/11 .000
71850 012 2013/03/05 .000
00620 036 2012/09/11 .000
01501 108 2009/10/13 .000
11501 108 2013/10/03 424
82383 108 2006/08/23 - .800
00440 108 2012/09/11 110.000
00916 108 2012/09/11 19.000
00445 108 2012/09/11 < 1.000
00940 108 2012/09/11 2.400
01042 108 2012/09/11 .000
38260 108 2006/08/23 < .050

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/09
2021/09
2021/09
2015/12
2021/09
2021/09
2021/09
2021/09
2021/09
2021/09
2021/09
2015/06
2021/09
2021/09

2014/03
2015/09

DUE

2018/10
2022/10

2015/08
2021/09
2021/09
2021/09
2021/09
2021/09
2015/08
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210015

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: \WI|LLOW CREEK C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210015-009

Source Name: WELLS 02 & 04 COMBINED - RAW

Source Number: 009

Source Status: COMBINATION OR BLEND RAW

Water type: S

SECONDARY/GP

HARDNESS (TOTAL) AS CACO3 00900 108 2012/09/11 100.000
HYDROXIDE ALKALINITY 71830 108 2012/09/11 < 1.000
IRON 01045 108 2012/09/11 .000
MAGNESIUM 00927 108 2012/09/11 14.000
MANGANESE 01055 108 2012/09/11 .000
SILVER 01077 108 2012/09/11 .000
SODIUM 00929 108 2012/09/11 3.500
SPECIFIC CONDUCTANCE 00095 108 2014/06/03 200.000
SULFATE 00945 108 2012/09/11 12.000
TOTAL DISSOLVED SOLIDS 70300 108 2012/09/11 140.000
ZINC 01092 108 2012/09/11 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/09
2021/09
2021/09
2021/09
2021/09
2021/09
2021/09
2023/06
2021/09
2021/09
2021/09
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District Number: 01 DRINKING WATER MONITORING SCHEDULE
Klamath
(530) 224-4800

System Number: 1210016
System Name: M[CKINLEYVILLE C.S.D.

STORET

- DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
INTERVAL DATE LAST RESULT

NUMBER

(MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210016-015
Source Name: TTHM SAMPLE SITE - 4677 DOWS PRAIRIE RD.

Source Number: 015

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210016-017
Source Name: TTHM SAMPLE SITE - 1923 BAIRD RD.

Source Number: 017

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210016-020
Source Name: TTHM SAMPLE SITE - 5121 PATRICK CREEK

Source Number: 020

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1210016-021
Source Name: TTHM SAMPLE SITE - 5096 DOWS PRAIRIE RD.

Source Number: 021

Source Status: DISTRIBUTION TREATED
Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE -

999

999

999

999

DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST
DATE
(vyyy/mm)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210017
System Name: MANILA COMMUNITY SERVICES DIST.

TESTING LAST TEST NEXT TEST

STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1210017-001

Source Name: HUMBOLDT BAY MWD PURCHASED

Source Number: 001

Source Status: PURCHASED TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210018
System Name: TRINIDAD, CITY OF

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210018-001
Source Name: LUFFENHOLTZ CREEK - TREATED
Source Number: 001
Source Status: ACTIVE TREATED
Water type: S
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210018-002
Source Name: LUFFENHOLTZ CREEK RAW WATER DIVERSION
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2006/08/30 .000
ANTIMONY 01097 108 2006/08/30 .000
ARSENIC 01002 108 2006/08/30 .000
BARIUM 01007 108 2006/08/30 .000
BERYLLIUM 01012 108 2006/08/30 .000
CADMIUM 01027 108 2006/08/30 .000
CHROMIUM (TOTAL) 01034 108 2006/08/30 .000
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2006/08/30 .000
MERCURY 71900 108 2006/08/30 .000
NICKEL 01067 108 2006/08/30 .000
PERCHLORATE A-031 012 2013/10/09 < .000
SELENIUM 01147 108 2006/08/30 .000
THALLIUM 01059 108 2006/08/30 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/11/13 .000
NITRITE (AS N) 00620 036 2013/11/13 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2011/11/08 .515
RADIUM 228 11501 108 2011/11/08 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2014/10
2015/08
2015/08

2014/11
2016/11

2020/11
2020/11
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210018
System Name: TRINIDAD, CITY OF

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210018-002
Source Name: LUFFENHOLTZ CREEK RAW WATER DIVERSION
Source Number: 002
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
BICARBONATE ALKALINITY 00440 108 2010/10/19 29.000
CALCIUM 00916 108 2010/10/19 3.100
CARBONATE ALKALINITY 00445 108 2010/10/19 < 1.000
CHLORIDE 00940 108 2010/10/19 8.600
COPPER 01042 108 2010/10/19 .000
FOAMING AGENTS (MBAS) 38260 108 2010/10/19 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2010/10/19 16.000
HYDROXIDE ALKALINITY 71830 108 2010/10/19 < 1.000
IRON 01045 108 2010/10/19 230.000
MAGNESIUM 00927 108 2010/10/19 1.900
MANGANESE 01055 108 2010/10/19 .000
SILVER 01077 108 2010/10/19 .000
SODIUM 00929 108 2010/10/19 7.400
SPECIFIC CONDUCTANCE 00095 108 2013/10/09 70.000
SULFATE 00945 108 2010/10/19 1.900
TOTAL DISSOLVED SOLIDS 70300 108 2010/10/19 54.000
ZINC 01092 108 2010/10/19 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2019/10
2022/10
2019/10
2019/10
2019/10
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210019
System Name: HYDESVILLE CO. W.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210019-001
Source Name: WELL 01 - RAW
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210019-002
Source Name: WELL 02 - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2007/04/03 .000 2016/04
ANTIMONY 01097 108 2008/07/16 .000 2017/07
ARSENIC 01002 108 2014/03/10 . .000 2023/03
BARIUM 01007 108 2007/04/03 .000 2016/04
BERYLLIUM 01012 108 2007/04/03 .000 2016/04
CADMIUM 01027 108 2008/08/21 .000 2017/08
CHROMIUM (TOTAL) 01034 108 2006/10/03 .000 2015/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2007/04/03 .000 2016/04
MERCURY 71900 108 2008/08/21 .000 2017/08
NICKEL 01067 108 2007/04/03 .000 2016/04
PERCHLORATE A-031 036 2013/11/19 < .000 2016/11
SELENIUM 01147 108 2008/08/21 .000 2017/08
THALLIUM 01059 108 2008/07/16 .000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/10 . .000 2015/03
NITRITE (AS N) 00620 036 2014/03/10 . .000 2017/03
RADIOLOGICAL
GROSS ALPHA 01501 048 2011/02/07 . .450 2015/02
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2014/03/10 . .000 2020/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210019
System Name: HYDESVILLE CO. W.D.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210019-002
Source Name: WELL 02 - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2,2-TETRACHLOROETHANE 34516 072 2014/03/10 . .000 2020/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2014/03/10 . .000 2020/03
1,1,2-TRICHLOROETHANE 34511 072 2014/03/10 . .000 2020/03
1,1-DICHLOROETHANE 34496 072 2014/03/10 . .000 2020/03
1,1-DICHLOROETHYLENE 34501 072 2014/03/10 . .000 2020/03
1,2,4-TRICHLOROBENZENE 34551 072 2014/03/10 . .000 2020/03
1,2-DICHLOROBENZENE 34536 072 2014/03/10 . .000 2020/03
1,2-DICHLOROETHANE 34531 072 2014/03/10 . .000 2020/03
1,2-DICHLOROPROPANE 34541 072 2014/03/10 . .000 2020/03
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2014/03/10 . .000 2020/03
1,4-DICHLOROBENZENE 34571 072 2014/03/10 . .000 2020/03
BENZENE 34030 072 2014/03/10 . .000 2020/03
CARBON TETRACHLORIDE 32102 072 2014/03/10 . .000 2020/03
CIS-1,2-DICHLOROETHYLENE 77093 072 2014/03/10 . .000 2020/03
DICHLOROMETHANE 34423 072 2014/03/10 . .000 2020/03
ETHYLBENZENE 34371 072 2014/03/10 . .000 2020/03
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2014/03/10 . .000 2020/03
MONOCHLOROBENZENE 34301 072 2014/03/10 . .000 2020/03
STYRENE 77128 072 2014/03/10 . .000 2020/03
TETRACHLOROETHYLENE 34475 072 2014/03/10 . .000 2020/03
TOLUENE 34010 072 2014/03/10 . .000 2020/03
TRANS-1,2-DICHLOROETHYLENE 34546 072 2014/03/10 . .000 2020/03
TRICHLOROETHYLENE 39180 072 2014/03/10 . .000 2020/03
TRICHLOROFLUOROMETHANE 34488 072 2014/03/10 . .000 2020/03
VINYL CHLORIDE 39175 072 2014/03/10 . .000 2020/03
XYLENES (TOTAL) 81551 072 2014/03/10 . .000 2020/03
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2005/12/29 - .790 2014/12
BICARBONATE ALKALINITY 00440 108 2013/11/19 . 130.000 2022/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210019

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: HYDESVILLE CO. W.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1210019-002

Source Name: WELL 02 - RAW

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

CALCIUM 00916 108 2014/03/10 43.000
CARBONATE ALKALINITY 00445 108 2013/11/19 1.000
CHLORIDE 00940 108 2007/04/03 8.500
COLOR 00081 108 2007/04/03 3.000
COPPER 01042 108 2007/04/03 .000
FOAMING AGENTS (MBAS) 38260 108 2013/11/19 .050
HARDNESS (TOTAL) AS CACO3 00900 108 2013/11/19 150.000
HYDROXIDE ALKALINITY 71830 108 2013/11/19 1.000
IRON 01045 108 2007/04/03 .000
MAGNESIUM 00927 108 2013/11/19 11.000
MANGANESE 01055 108 2007/04/03 .000
ODOR THRESHOLD @ 60 C 00086 108 2007/04/03 .000
PH, LABORATORY 00403 108 2014/03/10 6.900
SILVER 01077 108 2007/04/03 .000
SODIUM 00929 108 2013/11/19 8.700
SPECIFIC CONDUCTANCE 00095 108 2013/11/19 310.000
SULFATE 00945 108 2007/04/03 14.000
TOTAL DISSOLVED SOLIDS 70300 108 2014/03/10 190.000
TURBIDITY, LABORATORY 82079 108 2007/04/03 .070
ZINC 01092 108 2007/04/03 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2023/03
2022/11
2016/04
2016/04
2016/04
2022/11
2022/11
2022/11
2016/04
2022/11
2016/04
2016/04
2023/03
2016/04
2022/11
2022/11
2016/04
2023/03
2016/04
2016/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210020
System Name: FIELDBROOK GLENDALE C.S.D.

TESTING LAST TEST NEXT TEST

STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 1210020-001

Source Name: HUMBOLDT BAY MWD PURCHASED

Source Number: 001

Source Status: PURCHASED TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-002
Source Name: POLEYARD WELL 01 (NORTH WELL) - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2012/05/01 . .000 2021/05
ANTIMONY 01097 108 2012/05/01 .000 2021/05
ARSENIC 01002 108 2012/05/01 . .000 2021/05
BARIUM 01007 108 2012/05/01 .000 2021/05
BERYLLIUM 01012 108 2012/05/01 . .000 2021/05
CADMIUM 01027 108 2012/05/01 . .000 2021/05
CHROMIUM (TOTAL) 01034 108 2012/05/01 . .000 2021/05
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2012/05/01 . .000 2021/05
MERCURY 71900 108 2012/05/01 . .000 2021/05
NICKEL 01067 108 2012/05/01 . .000 2021/05
PERCHLORATE A-031 036 2012/08/06 < .000 2015/08
SELENIUM 01147 108 2012/05/01 . .000 2021/05
THALLIUM 01059 108 2012/05/01 .000 2021/05
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/08 . 4.700 2015/04
NITRITE (AS N) 00620 036 2012/05/01 . .000 2015/05
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/05 3.980 2019/04
RADIUM 228 11501 108 2012/07/05 . .000 2021/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2011/04/11 .000 2017/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2011/04/11 .000 2017/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2011/04/11 . .000 2017/04
1,1,2-TRICHLOROETHANE 34511 072 2011/04/11 . .000 2017/04
1,1-DICHLOROETHANE 34496 072 2011/04/11 . .000 2017/04
1,1-DICHLOROETHYLENE 34501 072 2011/04/11 . .000 2017/04
1,2,4-TRICHLOROBENZENE 34551 072 2011/04/11 . .000 2017/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-002
Source Name: POLEYARD WELL 01 (NORTH WELL) - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2011/04/11 .000
1,2-DICHLOROETHANE 34531 072 2011/04/11 .000
1,2-DICHLOROPROPANE 34541 072 2011/04/11 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2011/04/11 .000
1,4-DICHLOROBENZENE 34571 072 2011/04/11 .000
BENZENE 34030 072 2011/04/11 .000
CARBON TETRACHLORIDE 32102 072 2011/04/11 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2011/04/11 .000
DICHLOROMETHANE 34423 072 2011/04/11 .000
ETHYLBENZENE 34371 072 2011/04/11 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2011/04/11 .000
MONOCHLOROBENZENE 34301 072 2011/04/11 .000
STYRENE 77128 072 2011/04/11 .000
TETRACHLOROETHYLENE 34475 072 2011/04/11 .000
TOLUENE 34010 072 2011/04/11 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2011/04/11 .000
TRICHLOROETHYLENE 39180 072 2011/04/11 .000
TRICHLOROFLUOROMETHANE 34488 072 2011/04/11 .000
VINYL CHLORIDE 39175 072 2011/04/11 .000
XYLENES (TOTAL) 81551 072 2011/04/11 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/12/20 - 2.400
BICARBONATE ALKALINITY 00440 108 2012/05/01 48.000
CALCIUM 00916 108 2012/05/01 14.000
CARBONATE ALKALINITY 00445 108 2012/05/01 < 1.000
CHLORIDE 00940 108 2012/05/01 11.000
COLOR 00081 108 2012/05/01 < 3.000
COPPER 01042 108 2012/05/01 .000
FOAMING AGENTS (MBAS) 38260 108 2008/12/30 < .050
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04

2015/12
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2017/12
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-002
Source Name: POLEYARD WELL 01 (NORTH WELL) - RAW
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2012/05/01 . 53.000
HYDROXIDE ALKALINITY 71830 108 2012/05/01 < 1.000
IRON 01045 108 2012/05/01 .000
MAGNESIUM 00927 108 2012/05/01 . 4.100
MANGANESE 01055 108 2012/05/01 .000
ODOR THRESHOLD @ 60 C 00086 108 2012/05/01 .000
PH, LABORATORY 00403 108 2012/05/01 . 6.500
SILVER 01077 108 2012/05/01 . .000
SODIUM 00929 108 2012/05/01 8.900
SPECIFIC CONDUCTANCE 00095 108 2012/08/06 . 170.000
SULFATE 00945 108 2012/05/01 14.000
TOTAL DISSOLVED SOLIDS 70300 108 2012/05/01 . 110.000
TURBIDITY, LABORATORY 82079 108 2012/05/01 . 1.100
ZINC 01092 108 2012/05/01 . .000
PS Code: 1210022-003
Source Name: SPRINGS - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2012/05/01 . .000
ANTIMONY 01097 108 2012/05/01 .000
ARSENIC 01002 108 2012/05/01 . .000
BARIUM 01007 108 2012/05/01 .000
BERYLLIUM 01012 108 2012/05/01 . .000
CADMIUM 01027 108 2012/05/01 . .000
CHROMIUM (TOTAL) 01034 108 2012/05/01 . .000
CHROMIUM, HEXAVALENT 01032 036
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/08
2021/05
2021/05
2021/05
2021/05

2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-003
Source Name: SPRINGS - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2012/05/01 . .110 2021/05
MERCURY 71900 108 2012/05/01 . .000 2021/05
NICKEL 01067 108 2012/05/01 . .000 2021/05
PERCHLORATE A-031 036 2012/08/06 < .000 2015/08
SELENIUM 01147 108 2012/05/01 . .000 2021/05
THALLIUM 01059 108 2012/05/01 .000 2021/05
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/07 . .000 2015/04
NITRITE (AS N) 00620 036 2012/05/01 . .000 2015/05
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/05 < .000 2019/04
RADIUM 228 11501 108 2012/07/05 . .000 2021/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2014/04/07 . .000 2020/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2014/04/07 . .000 2020/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2014/04/07 . .000 2020/04
1,1,2-TRICHLOROETHANE 34511 072 2014/04/07 . .000 2020/04
1,1-DICHLOROETHANE 34496 072 2014/04/07 . .000 2020/04
1,1-DICHLOROETHYLENE 34501 072 2014/04/07 . .000 2020/04
1,2,4-TRICHLOROBENZENE 34551 072 2014/04/07 . .000 2020/04
1,2-DICHLOROBENZENE 34536 072 2014/04/07 . .000 2020/04
1,2-DICHLOROETHANE 34531 072 2014/04/07 . .000 2020/04
1,2-DICHLOROPROPANE 34541 072 2014/04/07 . .000 2020/04
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2014/04/07 . .000 2020/04
1,4-DICHLOROBENZENE 34571 072 2014/04/07 . .000 2020/04
BENZENE 34030 072 2014/04/07 . .000 2020/04
CARBON TETRACHLORIDE 32102 072 2014/04/07 . .000 2020/04
CIS-1,2-DICHLOROETHYLENE 77093 072 2014/04/07 . .000 2020/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-003
Source Name: SPRINGS - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 072 2014/04/07 . .000
ETHYLBENZENE 34371 072 2014/04/07 . .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2014/04/07 . .000
MONOCHLOROBENZENE 34301 072 2014/04/07 . .000
STYRENE 77128 072 2014/04/07 . .000
TETRACHLOROETHYLENE 34475 072 2014/04/07 . .000
TOLUENE 34010 072 2014/04/07 . .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2014/04/07 . .000
TRICHLOROETHYLENE 39180 072 2014/04/07 . .000
TRICHLOROFLUOROMETHANE 34488 072 2014/04/07 . .000
VINYL CHLORIDE 39175 072 2014/04/07 . .000
XYLENES (TOTAL) 81551 072 2014/04/07 . .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/12/20 - 1.000
BICARBONATE ALKALINITY 00440 108 2012/05/01 . 98.000
CALCIUM 00916 108 2012/05/01 . 28.000
CARBONATE ALKALINITY 00445 108 2012/05/01 < 1.000
CHLORIDE 00940 108 2012/05/01 . 6.100
COLOR 00081 108 2012/05/01 < 3.000
COPPER 01042 108 2012/05/01 . .000
FOAMING AGENTS (MBAS) 38260 108 2008/12/30 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2012/05/01 . 96.000
HYDROXIDE ALKALINITY 71830 108 2012/05/01 < 1.000
IRON 01045 108 2012/05/01 .000
MAGNESIUM 00927 108 2012/05/01 . 6.500
MANGANESE 01055 108 2012/05/01 .000
ODOR THRESHOLD @ 60 C 00086 108 2012/05/01 .000
PH, LABORATORY 00403 108 2012/05/01 . 7.600
SILVER 01077 108 2012/05/01 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04
2020/04

2015/12
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2017/12
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210022

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-003
Source Name: SPRINGS - RAW
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SODIUM 00929 108 2012/05/01 9.200
SPECIFIC CONDUCTANCE 00095 108 2012/08/06 260.000
SULFATE 00945 108 2012/05/01 20.000
TOTAL DISSOLVED SOLIDS 70300 108 2012/05/01 160.000
TURBIDITY, LABORATORY 82079 108 2012/05/01 .150
ZINC 01092 108 2012/05/01 .000
PS Code: 1210022-004
Source Name: TELEGRAPH CREEK - RAW
Source Number: 004
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 108 2013/04/02 < .000
ANTIMONY 01097 108 2012/05/01 .000
ARSENIC 01002 108 2012/05/01 .000
BARIUM 01007 108 2012/05/01 .000
BERYLLIUM 01012 108 2012/05/01 .000
CADMIUM 01027 108 2012/05/01 .000
CHROMIUM (TOTAL) 01034 108 2012/05/01 .000
CHROMIUM, HEXAVALENT 01032 012
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2012/05/01 .120
MERCURY 71900 108 2012/05/01 .000
NICKEL 01067 108 2012/05/01 .000
PERCHLORATE A-031 012 2014/04/08 < .000
SELENIUM 01147 108 2012/05/01 .000
THALLIUM 01059 108 2012/05/01 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/08 .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2021/05
2021/08
2021/05
2021/05
2021/05
2021/05

2022/04
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
DUE
2021/05
2021/05
2021/05
2015/04
2021/05
2021/05

2015/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-004
Source Name: TELEGRAPH CREEK - RAW
Source Number: 004
Source Status: ACTIVE RAW
Water type: S
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2012/05/01 . .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/06 < .000
RADIUM 228 11501 108 2012/07/05 . .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 108 2006/12/20 - .780
BICARBONATE ALKALINITY 00440 108 2012/05/01 . 56.000
CALCIUM 00916 108 2012/05/01 . 19.000
CARBONATE ALKALINITY 00445 108 2012/05/01 < 1.000
CHLORIDE 00940 108 2012/05/01 . 6.600
COPPER 01042 108 2012/05/01 . .000
FOAMING AGENTS (MBAS) 38260 108 2008/12/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2012/05/01 . 64.000
HYDROXIDE ALKALINITY 71830 108 2012/05/01 < 1.000
IRON 01045 108 2012/05/01 360.000
MAGNESIUM 00927 108 2012/05/01 . 4.000
MANGANESE 01055 108 2012/05/01 .000
SILVER 01077 108 2012/05/01 . .000
SODIUM 00929 108 2012/05/01 7.200
SPECIFIC CONDUCTANCE 00095 108 2014/04/08 . 170.000
SULFATE 00945 108 2012/05/01 15.000
TOTAL DISSOLVED SOLIDS 70300 108 2012/05/01 . 110.000
ZINC 01092 108 2012/05/01 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/05

2019/04
2021/07

2015/12
2021/05
2021/05
2021/05
2021/05
2021/05
2017/12
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2021/05
2023/04
2021/05
2021/05
2021/05

Page 270 of 708



District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-008
Source Name: JOE WELL
Source Number: 008
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/04/15 < .000 2016/04
ANTIMONY 01097 036 2013/04/15 < .000 2016/04
ARSENIC 01002 036 2013/04/15 < .000 2016/04
BARIUM 01007 036 2013/04/15 < .000 2016/04
BERYLLIUM 01012 036 2013/04/15 < .000 2016/04
CADMIUM 01027 036 2013/04/15 < .000 2016/04
CHROMIUM (TOTAL) 01034 036 2013/04/15 < .000 2016/04
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/04/15 . .110 2016/04
MERCURY 71900 036 2013/04/15 < .000 2016/04
NICKEL 01067 036 2013/04/15 < .000 2016/04
PERCHLORATE A-031 036 2013/10/29 < .000 2016/10
SELENIUM 01147 036 2013/04/15 < .000 2016/04
THALLIUM 01059 036 2013/04/15 < .000 2016/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/06/17 . 3.300 2015/06
NITRITE (AS N) 00620 036 2013/04/15 . .000 2016/04
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/20 < .000 2019/04
RADIUM 228 11501 108 2012/07/06 . .000 2021/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/04/20 .000 2016/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/04/20 .000 2016/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/04/20 .000 2016/04
1,1,2-TRICHLOROETHANE 34511 072 2010/04/20 .000 2016/04
1,1-DICHLOROETHANE 34496 072 2010/04/20 .000 2016/04
1,1-DICHLOROETHYLENE 34501 072 2010/04/20 .000 2016/04
1,2,4-TRICHLOROBENZENE 34551 072 2010/04/20 .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-008
Source Name: JOE WELL
Source Number: 008
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2010/04/20 .000
1,2-DICHLOROETHANE 34531 072 2010/04/20 .000
1,2-DICHLOROPROPANE 34541 072 2010/04/20 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2010/04/20 .000
1,4-DICHLOROBENZENE 34571 072 2010/04/20 .000
BENZENE 34030 072 2010/04/20 .000
CARBON TETRACHLORIDE 32102 072 2010/04/20 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2010/04/20 .000
DICHLOROMETHANE 34423 072 2010/04/20 .000
ETHYLBENZENE 34371 072 2010/04/20 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2010/04/20 .000
MONOCHLOROBENZENE 34301 072 2010/04/20 .000
STYRENE 77128 072 2010/04/20 .000
TETRACHLOROETHYLENE 34475 072 2010/04/20 .000
TOLUENE 34010 072 2010/04/20 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2010/04/20 .000
TRICHLOROETHYLENE 39180 072 2010/04/20 .000
TRICHLOROFLUOROMETHANE 34488 072 2010/04/20 .000
VINYL CHLORIDE 39175 072 2010/04/20 .000
XYLENES (TOTAL) 81551 072 2010/04/20 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2010/04/20 110.000
CALCIUM 00916 108 2013/10/29 . 64.000
CARBONATE ALKALINITY 00445 108 2010/04/20 < 1.000
CHLORIDE 00940 036 2013/04/15 . 7.900
COLOR 00081 036 2013/04/15 < 3.000
COPPER 01042 036 2013/04/15 < .000
FOAMING AGENTS (MBAS) 38260 036 2013/04/15 < .050
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04

DUE
2019/04
2022/10
2019/04
2016/04
2016/04
2016/04
2016/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-008
Source Name: JOE WELL
Source Number: 008
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2010/04/20 110.000
HYDROXIDE ALKALINITY 71830 108 2010/04/20 < 1.000
IRON 01045 108 2013/05/07 . .000
MAGNESIUM 00927 108 2010/04/20 5.900
MANGANESE 01055 108 2013/05/07 . .000
ODOR THRESHOLD @ 60 C 00086 036 2013/04/15 .000
PH, LABORATORY 00403 108 2013/10/29 . 7.500
SILVER 01077 036 2013/04/15 < .000
SODIUM 00929 108 2010/04/20 10.000
SPECIFIC CONDUCTANCE 00095 108 2013/10/29 . 360.000
SULFATE 00945 036 2013/04/15 36.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/10/29 . 230.000
TURBIDITY, LABORATORY 82079 036 2013/04/15 . .070
ZINC 01092 036 2013/04/15 < .000
PS Code: 1210022-009
Source Name: JERRY TANK WELL
Source Number: 009
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2013/04/08 < .000
ANTIMONY 01097 036 2013/04/08 < .000
ARSENIC 01002 036 2013/04/08 < .000
BARIUM 01007 036 2013/04/08 < .000
BERYLLIUM 01012 036 2013/04/08 < .000
CADMIUM 01027 036 2013/04/08 < .000
CHROMIUM (TOTAL) 01034 036 2013/04/08 < .000
CHROMIUM, HEXAVALENT 01032 036
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/04
2019/04
2022/05
2019/04
2022/05
2016/04
2022/10
2016/04
2019/04
2022/10
2016/04
2022/10
2016/04
2016/04

2022/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-009
Source Name: JERRY TANK WELL
Source Number: 009
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/04/08 . .000 2016/04
MERCURY 71900 036 2013/04/08 < .000 2016/04
NICKEL 01067 036 2013/04/08 < .000 2016/04
PERCHLORATE A-031 036 2013/11/05 < .000 2016/11
SELENIUM 01147 036 2013/04/08 < .000 2016/04
THALLIUM 01059 036 2013/04/08 < .000 2016/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/07 . .000 2015/04
NITRITE (AS N) 00620 036 2013/04/08 . .000 2016/04
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/20 < .000 2019/04
RADIUM 228 11501 108 2012/07/05 . .221 2021/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/04/20 .000 2016/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/04/20 .000 2016/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/04/20 .000 2016/04
1,1,2-TRICHLOROETHANE 34511 072 2010/04/20 .000 2016/04
1,1-DICHLOROETHANE 34496 072 2010/04/20 .000 2016/04
1,1-DICHLOROETHYLENE 34501 072 2010/04/20 .000 2016/04
1,2,4-TRICHLOROBENZENE 34551 072 2010/04/20 .000 2016/04
1,2-DICHLOROBENZENE 34536 072 2010/04/20 .000 2016/04
1,2-DICHLOROETHANE 34531 072 2010/04/20 .000 2016/04
1,2-DICHLOROPROPANE 34541 072 2010/04/20 .000 2016/04
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2010/04/20 .000 2016/04
1,4-DICHLOROBENZENE 34571 072 2010/04/20 .000 2016/04
BENZENE 34030 072 2010/04/20 .000 2016/04
CARBON TETRACHLORIDE 32102 072 2010/04/20 .000 2016/04
CIS-1,2-DICHLOROETHYLENE 77093 072 2010/04/20 .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-009
Source Name: JERRY TANK WELL
Source Number: 009
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 072 2010/04/20 .000 2016/04
ETHYLBENZENE 34371 072 2010/04/20 .000 2016/04
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2010/04/20 .000 2016/04
MONOCHLOROBENZENE 34301 072 2010/04/20 .000 2016/04
STYRENE 77128 072 2010/04/20 .000 2016/04
TETRACHLOROETHYLENE 34475 072 2010/04/20 .000 2016/04
TOLUENE 34010 072 2010/04/20 .000 2016/04
TRANS-1,2-DICHLOROETHYLENE 34546 072 2010/04/20 .000 2016/04
TRICHLOROETHYLENE 39180 072 2010/04/20 .000 2016/04
TRICHLOROFLUOROMETHANE 34488 072 2010/04/20 .000 2016/04
VINYL CHLORIDE 39175 072 2010/04/20 .000 2016/04
XYLENES (TOTAL) 81551 072 2010/04/20 .000 2016/04
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2010/04/20 22.000 2019/04
CALCIUM 00916 108 2013/11/05 . 2.100 2022/11
CARBONATE ALKALINITY 00445 108 2010/04/20 < 1.000 2019/04
CHLORIDE 00940 036 2013/04/08 . 8.200 2016/04
COLOR 00081 108 2013/04/08 < 3.000 2022/04
COPPER 01042 036 2013/04/08 < .000 2016/04
FOAMING AGENTS (MBAS) 38260 036 2013/04/08 < .050 2016/04
HARDNESS (TOTAL) AS CACO3 00900 108 2010/04/20 8.300 2019/04
HYDROXIDE ALKALINITY 71830 108 2010/04/20 < 1.000 2019/04
IRON 01045 108 2013/05/07 . .000 2022/05
MAGNESIUM 00927 108 2010/04/20 1.100 2019/04
MANGANESE 01055 108 2013/05/07 . .000 2022/05
ODOR THRESHOLD @ 60 C 00086 036 2013/04/08 . 1.000 2016/04
PH, LABORATORY 00403 108 2013/11/05 . 5.900 2022/11
SILVER 01077 036 2013/04/08 < .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-009
Source Name: JERRY TANK WELL
Source Number: 009
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SODIUM 00929 108 2010/04/20 8.900
SPECIFIC CONDUCTANCE 00095 108 2013/11/05 . 72.000
SULFATE 00945 036 2013/04/08 4.800
TOTAL DISSOLVED SOLIDS 70300 108 2013/11/05 . 67.000
TURBIDITY, LABORATORY 82079 036 2012/03/05 . .630
ZINC 01092 036 2013/04/08 < .000
PS Code: 1210022-010
Source Name: JACK TANK WELL
Source Number: 010
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/04/08 < .000
ANTIMONY 01097 036 2013/04/08 < .000
ARSENIC 01002 036 2013/04/08 . 2.900
BARIUM 01007 036 2013/04/08 < .000
BERYLLIUM 01012 036 2013/04/08 < .000
CADMIUM 01027 036 2013/04/08 < .000
CHROMIUM (TOTAL) 01034 036 2013/04/08 < .000
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/04/08 . .220
MERCURY 71900 036 2013/04/08 < .000
NICKEL 01067 036 2013/04/08 < .000
PERCHLORATE A-031 036 2013/04/08 < .000
SELENIUM 01147 036 2013/04/08 < .000
THALLIUM 01059 036 2013/04/08 < .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/14 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/04
2022/11
2016/04
2022/11
2015/03
2016/04

2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
DUE
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04

2015/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-010
Source Name: JACK TANK WELL
Source Number: 010
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2013/04/08 . .000 2016/04
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/13 < .000 2019/04
RADIUM 228 11501 108 2008/07/23 .000 2017/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/04/13 .000 2016/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/04/13 .000 2016/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/04/13 .000 2016/04
1,1,2-TRICHLOROETHANE 34511 072 2010/04/13 .000 2016/04
1,1-DICHLOROETHANE 34496 072 2010/04/13 .000 2016/04
1,1-DICHLOROETHYLENE 34501 072 2010/04/13 .000 2016/04
1,2,4-TRICHLOROBENZENE 34551 072 2010/04/13 .000 2016/04
1,2-DICHLOROBENZENE 34536 072 2010/04/13 .000 2016/04
1,2-DICHLOROETHANE 34531 072 2010/04/13 .000 2016/04
1,2-DICHLOROPROPANE 34541 072 2010/04/13 .000 2016/04
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2010/04/13 .000 2016/04
1,4-DICHLOROBENZENE 34571 072 2010/04/13 .000 2016/04
BENZENE 34030 072 2010/04/13 .000 2016/04
CARBON TETRACHLORIDE 32102 072 2010/04/13 .000 2016/04
CIS-1,2-DICHLOROETHYLENE 77093 072 2010/04/13 .000 2016/04
DICHLOROMETHANE 34423 072 2010/04/13 .000 2016/04
ETHYLBENZENE 34371 072 2010/04/13 .000 2016/04
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2010/04/13 .000 2016/04
MONOCHLOROBENZENE 34301 072 2010/04/13 .000 2016/04
STYRENE 77128 072 2010/04/13 .000 2016/04
TETRACHLOROETHYLENE 34475 072 2010/04/13 .000 2016/04
TOLUENE 34010 072 2010/04/13 .000 2016/04
TRANS-1,2-DICHLOROETHYLENE 34546 072 2010/04/13 .000 2016/04
TRICHLOROETHYLENE 39180 072 2010/04/13 .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-010
Source Name: JACK TANK WELL
Source Number: 010
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 072 2010/04/13 .000
VINYL CHLORIDE 39175 072 2010/04/13 .000
XYLENES (TOTAL) 81551 072 2010/04/13 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2010/04/13 69.000
CALCIUM 00916 108 2013/11/12 . 50.000
CARBONATE ALKALINITY 00445 108 2010/04/13 < 1.000
CHLORIDE 00940 036 2013/04/08 . 5.700
COLOR 00081 036 2013/04/08 < 3.000
COPPER 01042 036 2013/04/08 < .000
FOAMING AGENTS (MBAS) 38260 036 2013/04/08 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2010/04/13 76.000
HYDROXIDE ALKALINITY 71830 108 2010/04/13 < 1.000
IRON 01045 108 2013/05/13 . .000
MAGNESIUM 00927 108 2010/04/13 4.700
MANGANESE 01055 108 2013/05/13 . .000
ODOR THRESHOLD @ 60 C 00086 036 2013/04/08 1.000
PH, LABORATORY 00403 108 2013/11/12 . 7.600
SILVER 01077 036 2013/04/08 < .000
SODIUM 00929 108 2010/04/13 8.500
SPECIFIC CONDUCTANCE 00095 108 2013/04/08 . 320.000
SULFATE 00945 036 2013/04/08 45.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/11/12 . 210.000
TURBIDITY, LABORATORY 82079 036 2013/04/08 . .300
ZINC 01092 036 2013/04/08 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/04
2016/04
2016/04

DUE
2019/04
2022/11
2019/04
2016/04
2016/04
2016/04
2016/04
2019/04
2019/04
2022/05
2019/04
2022/05
2016/04
2022/11
2016/04
2019/04
2022/04
2016/04
2022/11
2016/04
2016/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-011
Source Name: KELLY ROAD WELL
Source Number: 011
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2013/04/08 < .000 2022/04
ANTIMONY 01097 036 2013/04/08 < .000 2016/04
ARSENIC 01002 036 2013/04/08 . 2.600 2016/04
BARIUM 01007 108 2013/04/08 < .000 2022/04
BERYLLIUM 01012 036 2013/04/08 < .000 2016/04
CADMIUM 01027 036 2013/04/08 < .000 2016/04
CHROMIUM (TOTAL) 01034 036 2013/04/08 < .000 2016/04
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2013/04/08 . .190 2022/04
MERCURY 71900 036 2013/04/08 < .000 2016/04
NICKEL 01067 036 2013/04/08 < .000 2016/04
PERCHLORATE A-031 036 2013/11/05 < .000 2016/11
SELENIUM 01147 036 2013/04/08 < .000 2016/04
THALLIUM 01059 036 2013/04/08 < .000 2016/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/07 . .000 2015/04
NITRITE (AS N) 00620 036 2013/04/08 . .000 2016/04
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/04/13 < .000 2019/04
RADIUM 228 11501 108 2012/07/05 . .000 2021/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/04/13 .000 2016/04
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/04/13 .000 2016/04
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/04/13 .000 2016/04
1,1,2-TRICHLOROETHANE 34511 072 2010/04/13 .000 2016/04
1,1-DICHLOROETHANE 34496 072 2010/04/13 .000 2016/04
1,1-DICHLOROETHYLENE 34501 072 2010/04/13 .000 2016/04
1,2,4-TRICHLOROBENZENE 34551 072 2010/04/13 .000 2016/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-011
Source Name: KELLY ROAD WELL
Source Number: 011
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROBENZENE 34536 072 2010/04/13 .000
1,2-DICHLOROETHANE 34531 072 2010/04/13 .000
1,2-DICHLOROPROPANE 34541 072 2010/04/13 .000
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2010/04/13 .000
1,4-DICHLOROBENZENE 34571 072 2010/04/13 .000
BENZENE 34030 072 2010/04/13 .000
CARBON TETRACHLORIDE 32102 072 2010/04/13 .000
CIS-1,2-DICHLOROETHYLENE 77093 072 2010/04/13 .000
DICHLOROMETHANE 34423 072 2010/04/13 .000
ETHYLBENZENE 34371 072 2010/04/13 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2010/04/13 .000
MONOCHLOROBENZENE 34301 072 2010/04/13 .000
STYRENE 77128 072 2010/04/13 .000
TETRACHLOROETHYLENE 34475 072 2010/04/13 .000
TOLUENE 34010 072 2010/04/13 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2010/04/13 .000
TRICHLOROETHYLENE 39180 072 2010/04/13 .000
TRICHLOROFLUOROMETHANE 34488 072 2010/04/13 .000
VINYL CHLORIDE 39175 072 2010/04/13 .000
XYLENES (TOTAL) 81551 072 2010/04/13 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2010/04/13 120.000
CALCIUM 00916 108 2013/11/05 . 62.000
CARBONATE ALKALINITY 00445 108 2010/04/13 < 1.000
CHLORIDE 00940 036 2013/04/08 . 5.700
COLOR 00081 036 2013/04/08 < 3.000
COPPER 01042 036 2013/04/08 < .000
FOAMING AGENTS (MBAS) 38260 036 2013/04/08 < .050
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04

DUE
2019/04
2022/11
2019/04
2016/04
2016/04
2016/04
2016/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-011
Source Name: KELLY ROAD WELL
Source Number: 011
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2010/04/13 140.000
HYDROXIDE ALKALINITY 71830 108 2010/04/13 < 1.000
IRON 01045 108 2013/05/07 . .000
MAGNESIUM 00927 108 2010/04/13 9.500
MANGANESE 01055 108 2013/05/07 . .000
ODOR THRESHOLD @ 60 C 00086 036 2013/04/08 1.000
PH, LABORATORY 00403 108 2013/11/05 . 7.300
SILVER 01077 036 2013/04/08 < .000
SODIUM 00929 108 2010/04/13 9.700
SPECIFIC CONDUCTANCE 00095 108 2013/11/05 . 420.000
SULFATE 00945 036 2013/04/08 83.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/11/05 . 280.000
TURBIDITY, LABORATORY 82079 036 2013/04/08 . .160
ZINC 01092 036 2013/04/08 < .000
PS Code: 1210022-012
Source Name: JOHN TANK WELL
Source Number: 012
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2013/07/09 . .000
ANTIMONY 01097 036 2013/07/09 .000
ARSENIC 01002 108 2013/07/09 . 2.200
BARIUM 01007 036 2013/07/09 .000
BERYLLIUM 01012 036 2013/07/09 . .000
CADMIUM 01027 036 2013/07/09 . .000
CHROMIUM (TOTAL) 01034 036 2013/07/09 . .000
CHROMIUM, HEXAVALENT 01032 036
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/04
2019/04
2022/05
2019/04
2022/05
2016/04
2022/11
2016/04
2019/04
2022/11
2016/04
2022/11
2016/04
2016/04

2022/07
2016/07
2022/07
2016/07
2016/07
2016/07
2016/07
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-012
Source Name: JOHN TANK WELL
Source Number: 012
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/09 . .100 2016/07
MERCURY 71900 036 2013/07/09 . .000 2016/07
NICKEL 01067 036 2013/07/09 . .000 2016/07
PERCHLORATE A-031 036 2014/01/09 < .000 2017/01
SELENIUM 01147 036 2013/07/09 . .000 2016/07
THALLIUM 01059 108 2013/07/09 . .000 2022/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/07/14 < .000 2015/07
NITRITE (AS N) 00620 036 2013/07/09 . .000 2016/07
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/07/13 < .000 2019/07
RADIUM 228 11501 108 2012/07/06 . .000 2021/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/07/13 .000 2016/07
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/07/13 .000 2016/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/07/13 .000 2016/07
1,1,2-TRICHLOROETHANE 34511 072 2010/07/13 .000 2016/07
1,1-DICHLOROETHANE 34496 072 2010/07/13 .000 2016/07
1,1-DICHLOROETHYLENE 34501 072 2010/07/13 .000 2016/07
1,2,4-TRICHLOROBENZENE 34551 072 2010/07/13 .000 2016/07
1,2-DICHLOROBENZENE 34536 072 2010/07/13 .000 2016/07
1,2-DICHLOROETHANE 34531 072 2010/07/13 .000 2016/07
1,2-DICHLOROPROPANE 34541 072 2010/07/13 .000 2016/07
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2010/07/13 .000 2016/07
1,4-DICHLOROBENZENE 34571 072 2010/07/13 .000 2016/07
BENZENE 34030 072 2010/07/13 .000 2016/07
CARBON TETRACHLORIDE 32102 072 2010/07/13 .000 2016/07
CIS-1,2-DICHLOROETHYLENE 77093 072 2010/07/13 .000 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-012
Source Name: JOHN TANK WELL
Source Number: 012
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 072 2010/07/13 .000
ETHYLBENZENE 34371 072 2010/07/13 .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2010/07/13 .000
MONOCHLOROBENZENE 34301 072 2010/07/13 .000
STYRENE 77128 072 2010/07/13 .000
TETRACHLOROETHYLENE 34475 072 2010/07/13 .000
TOLUENE 34010 072 2010/07/13 .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2010/07/13 .000
TRICHLOROETHYLENE 39180 072 2010/07/13 .000
TRICHLOROFLUOROMETHANE 34488 072 2010/07/13 .000
VINYL CHLORIDE 39175 072 2010/07/13 .000
XYLENES (TOTAL) 81551 072 2010/07/13 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2010/07/13 84.000
CALCIUM 00916 108 2013/11/12 . 40.000
CARBONATE ALKALINITY 00445 108 2010/07/13 < 1.000
CHLORIDE 00940 036 2013/07/09 . 4.600
COLOR 00081 036 2013/07/09 < 3.000
COPPER 01042 036 2013/07/09 . .000
FOAMING AGENTS (MBAS) 38260 036 2013/07/09 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2010/07/13 69.000
HYDROXIDE ALKALINITY 71830 108 2010/07/13 < 1.000
IRON 01045 108 2013/05/06 . .000
MAGNESIUM 00927 108 2010/07/13 3.700
MANGANESE 01055 108 2013/05/06 . .000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/09 .000
PH, LABORATORY 00403 108 2013/11/12 . 7.500
SILVER 01077 036 2013/07/09 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

DUE
2019/07
2022/11
2019/07
2016/07
2016/07
2016/07
2016/07
2019/07
2019/07
2022/05
2019/07
2022/05
2016/07
2022/11
2016/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-012
Source Name: JOHN TANK WELL
Source Number: 012
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SODIUM 00929 108 2010/07/13 6.900
SPECIFIC CONDUCTANCE 00095 108 2014/01/09 . 240.000
SULFATE 00945 036 2013/07/09 11.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/11/12 . 150.000
TURBIDITY, LABORATORY 82079 108 2013/07/09 . .060
ZINC 01092 036 2013/07/09 . .000
PS Code: 1210022-019
Source Name: TED WELL
Source Number: 019
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/04/08 < .000
ANTIMONY 01097 036 2013/04/08 < .000
ARSENIC 01002 036 2013/04/08 . 2.100
BARIUM 01007 036 2013/04/08 < .000
BERYLLIUM 01012 036 2013/04/08 < .000
CADMIUM 01027 036 2013/04/08 < .000
CHROMIUM (TOTAL) 01034 036 2013/04/08 < .000
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/04/08 . .140
MERCURY 71900 036 2013/04/08 < .000
NICKEL 01067 036 2013/04/08 < .000
PERCHLORATE A-031 036 2013/08/01 < .000
SELENIUM 01147 036 2013/04/08 < .000
THALLIUM 01059 036 2013/04/08 < .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/14 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/07
2023/01
2016/07
2022/11
2022/07
2016/07

2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
2016/04
DUE
2016/04
2016/04
2016/04
2016/08
2016/04
2016/04

2015/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-019
Source Name: TED WELL
Source Number: 019
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2013/04/08 . .000 2016/04
RADIOLOGICAL
GROSS ALPHA 01501 048 2011/03/14 . .186 2015/03
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/05/25 .000 2016/05
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/05/25 .000 2016/05
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/05/25 .000 2016/05
1,1,2-TRICHLOROETHANE 34511 072 2010/05/25 .000 2016/05
1,1-DICHLOROETHANE 34496 072 2010/05/25 .000 2016/05
1,1-DICHLOROETHYLENE 34501 072 2010/05/25 .000 2016/05
1,2,4-TRICHLOROBENZENE 34551 072 2010/05/25 .000 2016/05
1,2-DICHLOROBENZENE 34536 072 2010/05/25 .000 2016/05
1,2-DICHLOROETHANE 34531 072 2010/05/25 .000 2016/05
1,2-DICHLOROPROPANE 34541 072 2010/05/25 .000 2016/05
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2010/05/25 .000 2016/05
1,4-DICHLOROBENZENE 34571 072 2010/05/25 .000 2016/05
BENZENE 34030 072 2010/05/25 .000 2016/05
CARBON TETRACHLORIDE 32102 072 2010/05/25 .000 2016/05
CIS-1,2-DICHLOROETHYLENE 77093 072 2010/05/25 .000 2016/05
DICHLOROMETHANE 34423 072 2010/05/25 .000 2016/05
ETHYLBENZENE 34371 072 2010/05/25 .000 2016/05
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2010/05/25 .000 2016/05
MONOCHLOROBENZENE 34301 072 2010/05/25 .000 2016/05
STYRENE 77128 072 2010/05/25 .000 2016/05
TETRACHLOROETHYLENE 34475 072 2010/05/25 .000 2016/05
TOLUENE 34010 072 2010/05/25 .000 2016/05
TRANS-1,2-DICHLOROETHYLENE 34546 072 2010/05/25 .000 2016/05
TRICHLOROETHYLENE 39180 072 2010/05/25 .000 2016/05
TRICHLOROFLUOROMETHANE 34488 072 2010/05/25 .000 2016/05

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-019
Source Name: TED WELL
Source Number: 019
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
VINYL CHLORIDE 39175 072 2010/05/25 .000
XYLENES (TOTAL) 81551 072 2010/05/25 .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2010/05/25 79.000
CALCIUM 00916 108 2013/11/19 . 53.000
CARBONATE ALKALINITY 00445 108 2010/05/25 < 1.000
CHLORIDE 00940 036 2013/04/08 . 5.200
COLOR 00081 036 2013/04/08 < 3.000
COPPER 01042 036 2013/04/08 < .000
FOAMING AGENTS (MBAS) 38260 036 2013/04/08 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2010/05/25 100.000
HYDROXIDE ALKALINITY 71830 108 2010/05/25 < 1.000
IRON 01045 108 2013/05/10 . .000
MAGNESIUM 00927 108 2010/05/25 4.500
MANGANESE 01055 108 2013/05/10 . .000
ODOR THRESHOLD @ 60 C 00086 036 2013/04/08 1.000
PH, LABORATORY 00403 108 2013/11/19 . 7.800
SILVER 01077 036 2013/04/08 < .000
SODIUM 00929 108 2010/05/25 6.900
SPECIFIC CONDUCTANCE 00095 108 2013/08/01 . 310.000
SULFATE 00945 036 2013/04/08 52.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/11/19 . 220.000
TURBIDITY, LABORATORY 82079 036 2013/04/08 . .510
ZINC 01092 036 2013/04/08 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/05
2016/05

DUE
2019/05
2022/11
2019/05
2016/04
2016/04
2016/04
2016/04
2019/05
2019/05
2022/05
2019/05
2022/05
2016/04
2022/11
2016/04
2019/05
2022/08
2016/04
2022/11
2016/04
2016/04
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-021
Source Name: LARRY WELL
Source Number: 021
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 012 2014/04/22 . .000 2015/04
ANTIMONY 01097 012 2014/04/22 . .000 2015/04
ARSENIC 01002 012 2014/04/22 . .000 2015/04
ASBESTOS 81855 108 2013/04/15 . .000 2022/04
BARIUM 01007 012 2014/04/22 . .000 2015/04
BERYLLIUM 01012 012 2014/04/22 . .000 2015/04
CADMIUM 01027 012 2014/04/22 . .000 2015/04
CHROMIUM (TOTAL) 01034 012 2014/04/22 . .000 2015/04
CHROMIUM, HEXAVALENT 01032 012 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 012 2014/04/22 . .100 2015/04
MERCURY 71900 012 2014/04/22 . .000 2015/04
NICKEL 01067 012 2014/04/22 . .000 2015/04
PERCHLORATE A-031 012 2014/04/22 < .000 2015/04
SELENIUM 01147 012 2014/04/22 . .000 2015/04
THALLIUM 01059 012 2014/04/22 . .000 2015/04
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/08/12 . .000 2014/08
NITRITE (AS N) 00620 036 2013/08/12 . .000 2016/08
RADIOLOGICAL
GROSS ALPHA 01501 048 2013/04/15 < .000 2017/04
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000 DUE
BICARBONATE ALKALINITY 00440 108 2013/04/15 . 130.000 2022/04
CALCIUM 00916 108 2014/04/22 . 150.000 2023/04
CARBONATE ALKALINITY 00445 108 2013/04/15 < 1.000 2022/04
CHLORIDE 00940 012 2014/04/22 . 8.000 2015/04
COPPER 01042 012 2014/04/22 . .000 2015/04
FOAMING AGENTS (MBAS) 38260 012 2014/04/22 < .050 2015/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-021
Source Name: LARRY WELL
Source Number: 021
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 108 2014/04/22 . 470.000
HYDROXIDE ALKALINITY 71830 108 2013/04/15 < 1.000
IRON 01045 108 2014/04/22 . .000
MAGNESIUM 00927 108 2014/04/22 . 24.000
MANGANESE 01055 108 2014/04/22 . .000
SILVER 01077 012 2014/04/22 . .000
SODIUM 00929 108 2014/04/22 . 13.000
SPECIFIC CONDUCTANCE 00095 108 2014/04/22 . 760.000
SULFATE 00945 012 2014/04/22 . 250.000
TOTAL DISSOLVED SOLIDS 70300 108 2013/12/17 . 230.000
ZINC 01092 012 2014/04/22 . .000
PS Code: 1210022-029
Source Name: LOT W WELL - RAW
Source Number: 029
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/24 . .000
ANTIMONY 01097 036 2014/01/10 . .000
ARSENIC 01002 036 2012/07/24 . .000
BARIUM 01007 036 2012/07/24 .000
BERYLLIUM 01012 036 2012/07/24 . .000
CADMIUM 01027 036 2012/07/24 . .000
CHROMIUM (TOTAL) 01034 036 2012/07/24 . .000
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/24 . .120
MERCURY 71900 036 2012/07/24 . .000
NICKEL 01067 036 2014/01/10 . .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2023/04
2022/04
2023/04
2023/04
2023/04
2015/04
2023/04
2023/04
2015/04
2022/12
2015/04

2015/07
2017/01
2015/07
2015/07
2015/07
2015/07
2015/07
DUE
2015/07
2015/07
2017/01
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-029
Source Name: LOT W WELL - RAW
Source Number: 029
Source Status: ACTIVE RAW
Water type: G
INORGANIC
PERCHLORATE A-031 036 2014/01/10 < .000 2017/01
SELENIUM 01147 036 2012/07/24 . .000 2015/07
THALLIUM 01059 036 2014/01/10 . .000 2017/01
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/07/21 < .000 2015/07
NITRITE (AS N) 00620 036 2012/07/24 . .000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 048 2012/07/24 < .000 2016/07
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2012/07/24 .000 2018/07
1,1,2,2-TETRACHLOROETHANE 34516 072 2012/07/24 .000 2018/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2012/07/24 . .000 2018/07
1,1,2-TRICHLOROETHANE 34511 072 2012/07/24 . .000 2018/07
1,1-DICHLOROETHANE 34496 072 2012/07/24 . .000 2018/07
1,1-DICHLOROETHYLENE 34501 072 2012/07/24 . .000 2018/07
1,2,4-TRICHLOROBENZENE 34551 072 2012/07/24 . .000 2018/07
1,2-DICHLOROBENZENE 34536 072 2012/07/24 .000 2018/07
1,2-DICHLOROETHANE 34531 072 2012/07/24 . .000 2018/07
1,2-DICHLOROPROPANE 34541 072 2012/07/24 . .000 2018/07
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2012/07/24 . .000 2018/07
1,4-DICHLOROBENZENE 34571 072 2012/07/24 . .000 2018/07
BENZENE 34030 072 2012/07/24 . .000 2018/07
CARBON TETRACHLORIDE 32102 072 2012/07/24 .000 2018/07
CIS-1,2-DICHLOROETHYLENE 77093 072 2012/07/24 . .000 2018/07
DICHLOROMETHANE 34423 072 2012/07/24 . .000 2018/07
ETHYLBENZENE 34371 072 2012/07/24 . .000 2018/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2012/07/24 . .000 2018/07
MONOCHLOROBENZENE 34301 072 2012/07/24 . .000 2018/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-029
Source Name: LOT W WELL - RAW
Source Number: 029
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
STYRENE 77128 072 2012/07/24 . .000
TETRACHLOROETHYLENE 34475 072 2012/07/24 . .000
TOLUENE 34010 072 2012/07/24 . .000
TRANS-1,2-DICHLOROETHYLENE 34546 072 2012/07/24 .000
TRICHLOROETHYLENE 39180 072 2012/07/24 . .000
TRICHLOROFLUOROMETHANE 34488 072 2012/07/24 . .000
VINYL CHLORIDE 39175 072 2012/07/24 . .000
XYLENES (TOTAL) 81551 072 2012/07/24 . .000
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 108 2012/07/24 . 100.000
CALCIUM 00916 108 2012/07/24 . 39.000
CARBONATE ALKALINITY 00445 108 2012/07/24 < 1.000
CHLORIDE 00940 036 2012/07/24 . 7.000
COLOR 00081 036 2012/07/24 < 3.000
COPPER 01042 036 2012/07/24 . .000
FOAMING AGENTS (MBAS) 38260 036 2012/07/24 < .050
HARDNESS (TOTAL) AS CACO3 00900 108 2012/07/24 . 130.000
HYDROXIDE ALKALINITY 71830 108 2012/07/24 < 1.000
IRON 01045 108 2014/05/05 . .000
MAGNESIUM 00927 108 2012/07/24 . 7.700
MANGANESE 01055 108 2014/05/05 . 33.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/24 .000
PH, LABORATORY 00403 036 2012/07/24 . 7.300
SILVER 01077 036 2012/07/24 . .000
SODIUM 00929 108 2012/07/24 8.500
SPECIFIC CONDUCTANCE 00095 108 2014/01/10 . 330.000
SULFATE 00945 036 2012/07/24 32.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/24 . 190.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2018/07
2018/07
2018/07
2018/07
2018/07
2018/07
2018/07
2018/07

DUE
2021/07
2021/07
2021/07
2015/07
2015/07
2015/07
2015/07
2021/07
2021/07
2023/05
2021/07
2023/05
2015/07
2015/07
2015/07
2021/07
2023/01
2015/07
2015/07
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-029
Source Name: LOT W WELL - RAW
Source Number: 029
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 036 2012/07/24 < .050 2015/07
ZINC 01092 036 2012/07/24 . .000 2015/07
PS Code: 1210022-030
Source Name: LOT W #1 WELL - TREATED
Source Number: 030
Source Status: ACTIVE TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210022-041
Source Name: GREENBRIAR WELL
Source Number: 041
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036
ANTIMONY 01097 036
ARSENIC 01002 036
BARIUM 01007 036
BERYLLIUM 01012 036
CADMIUM 01027 036
CHROMIUM (TOTAL) 01034 036
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036
MERCURY 71900 036
NICKEL 01067 036
PERCHLORATE A-031 006

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

- DATA CURRENT AS OF AUGUST 22, 2014

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-041
Source Name: GREENBRIAR WELL
Source Number: 041
Source Status: ACTIVE RAW
Water type: G
INORGANIC
SELENIUM 01147 036 DUE
THALLIUM 01059 036 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/07/14 < .000 2015/07
NITRITE (AS N) 00620 000 DUE
RADIOLOGICAL
GROSS ALPHA 01501 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 000 DUE
1,1,2,2-TETRACHLOROETHANE 34516 000 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 000 DUE
1,1,2-TRICHLOROETHANE 34511 000 DUE
1,1-DICHLOROETHANE 34496 000 DUE
1,1-DICHLOROETHYLENE 34501 000 DUE
1,2,4-TRICHLOROBENZENE 34551 000 DUE
1,2-DICHLOROBENZENE 34536 000 DUE
1,2-DICHLOROETHANE 34531 000 DUE
1,2-DICHLOROPROPANE 34541 000 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 000 DUE
1,4-DICHLOROBENZENE 34571 000 DUE
BENZENE 34030 000 DUE
CARBON TETRACHLORIDE 32102 000 DUE
CIS-1,2-DICHLOROETHYLENE 77093 000 DUE
DICHLOROMETHANE 34423 000 DUE
ETHYLBENZENE 34371 000 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 000 DUE
MONOCHLOROBENZENE 34301 000 DUE
STYRENE 77128 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210022

System Name: RESORT IMPRVMT. DIST. #1

PS Code: 1210022-041

Source Name: GREENBRIAR WELL

Source Number: 041

Source Status: ACTIVE RAW
Water type: G

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

REGULATED VOC
TETRACHLOROETHYLENE 34475 000
TOLUENE 34010 000
TRANS-1,2-DICHLOROETHYLENE 34546 000
TRICHLOROETHYLENE 39180 000
TRICHLOROFLUOROMETHANE 34488 000
VINYL CHLORIDE 39175 000
XYLENES (TOTAL) 81551 000
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 000
CALCIUM 00916 000
CARBONATE ALKALINITY 00445 000
CHLORIDE 00940 036
COLOR 00081 036
COPPER 01042 036
FOAMING AGENTS (MBAS) 38260 036
HARDNESS (TOTAL) AS CACO3 00900 000
HYDROXIDE ALKALINITY 71830 000
IRON 01045 108 2014/05/03 .000
MAGNESIUM 00927 000
MANGANESE 01055 108 2014/05/03 .000
ODOR THRESHOLD @ 60 C 00086 036
PH, LABORATORY 00403 036
SILVER 01077 036
SODIUM 00929 000
SPECIFIC CONDUCTANCE 00095 036
SULFATE 00945 036
TOTAL DISSOLVED SOLIDS 70300 036
TURBIDITY, LABORATORY 82079 036

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
2023/05
DUE
2023/05
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

- DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-041
Source Name: GREENBRIAR WELL
Source Number: 041
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
ZINC 01092 036
PS Code: 1210022-042
Source Name: LOWER TOTH WELL - TREATED
Source Number: 042
Source Status: ACTIVE TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210022-043
Source Name: RICK WELL #2
Source Number: 043
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036
ANTIMONY 01097 036
ARSENIC 01002 036
BARIUM 01007 036
BERYLLIUM 01012 036
CADMIUM 01027 036
CHROMIUM (TOTAL) 01034 036
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036
MERCURY 71900 036
NICKEL 01067 036
PERCHLORATE A-031 006
SELENIUM 01147 036
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

PS Code: 1210022-043
Source Name: RICK WELL #2

Source Number: 043
Source Status: ACTIVE RAW
Water type: G
INORGANIC
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE
CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

01059

71850
00620

01501

34506
34516
81611
34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036

000
000

000

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210022

System Name: RESORT IMPRVMT. DIST. #1

PS Code: 1210022-043
Source Name: RICK WELL #2

Source Number: 043

Source Status: ACTIVE RAW
Water type: G

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

REGULATED VOC
TOLUENE 34010 000
TRANS-1,2-DICHLOROETHYLENE 34546 000
TRICHLOROETHYLENE 39180 000
TRICHLOROFLUOROMETHANE 34488 000
VINYL CHLORIDE 39175 000
XYLENES (TOTAL) 81551 000
SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY) 82383 000
BICARBONATE ALKALINITY 00440 000
CALCIUM 00916 000
CARBONATE ALKALINITY 00445 000
CHLORIDE 00940 036
COLOR 00081 036
COPPER 01042 036
FOAMING AGENTS (MBAS) 38260 036
HARDNESS (TOTAL) AS CACO3 00900 000
HYDROXIDE ALKALINITY 71830 000
IRON 01045 108 2014/05/01 .000
MAGNESIUM 00927 000
MANGANESE 01055 108 2014/05/01 .000
ODOR THRESHOLD @ 60 C 00086 036
PH, LABORATORY 00403 036
SILVER 01077 036
SODIUM 00929 000
SPECIFIC CONDUCTANCE 00095 036
SULFATE 00945 036
TOTAL DISSOLVED SOLIDS 70300 036
TURBIDITY, LABORATORY 82079 036
ZINC 01092 036

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
2023/05
DUE
2023/05
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-044
Source Name: LOT W #2 WELL - RAW
Source Number: 044
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 DUE
ANTIMONY 01097 036 DUE
ARSENIC 01002 036 DUE
BARIUM 01007 036 DUE
BERYLLIUM 01012 036 DUE
CADMIUM 01027 036 DUE
CHROMIUM (TOTAL) 01034 036 DUE
CHROMIUM, HEXAVALENT 01032 036 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 DUE
MERCURY 71900 036 DUE
NICKEL 01067 036 DUE
PERCHLORATE A-031 006 DUE
SELENIUM 01147 036 DUE
THALLIUM 01059 036 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/12/17 . .000 2014/12
NITRITE (AS N) 00620 000 DUE
RADIOLOGICAL
GROSS ALPHA 01501 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 000 DUE
1,1,2,2-TETRACHLOROETHANE 34516 000 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 000 DUE
1,1,2-TRICHLOROETHANE 34511 000 DUE
1,1-DICHLOROETHANE 34496 000 DUE
1,1-DICHLOROETHYLENE 34501 000 DUE
1,2,4-TRICHLOROBENZENE 34551 000 DUE
1,2-DICHLOROBENZENE 34536 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 1210022-044
Source Name: LOT W #2 WELL - RAW

Source Number: 044

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561
1,4-DICHLOROBENZENE 34571
BENZENE 34030
CARBON TETRACHLORIDE 32102
CIS-1,2-DICHLOROETHYLENE 77093
DICHLOROMETHANE 34423
ETHYLBENZENE 34371
METHYL-TERT-BUTYL-ETHER (MTBE) 46491
MONOCHLOROBENZENE 34301
STYRENE 77128
TETRACHLOROETHYLENE 34475
TOLUENE 34010
TRANS-1,2-DICHLOROETHYLENE 34546
TRICHLOROETHYLENE 39180
TRICHLOROFLUOROMETHANE 34488
VINYL CHLORIDE 39175
XYLENES (TOTAL) 81551

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383
BICARBONATE ALKALINITY 00440
CALCIUM 00916
CARBONATE ALKALINITY 00445
CHLORIDE 00940
COLOR 00081
COPPER 01042
FOAMING AGENTS (MBAS) 38260
HARDNESS (TOTAL) AS CACO3 00900

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000
000

000
000
000
000
036
036
036
036
000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-044
Source Name: LOT W #2 WELL - RAW
Source Number: 044
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 000
IRON 01045 108 2014/05/02 . 390.000 2023/05
MAGNESIUM 00927 000
MANGANESE 01055 108 2014/05/02 . 89.000 2023/05
ODOR THRESHOLD @ 60 C 00086 036
PH, LABORATORY 00403 036
SILVER 01077 036
SODIUM 00929 000
SPECIFIC CONDUCTANCE 00095 036
SULFATE 00945 036
TOTAL DISSOLVED SOLIDS 70300 036
TURBIDITY, LABORATORY 82079 036
ZINC 01092 036
PS Code: 1210022-045
Source Name: PARSONS WELL - RAW
Source Number: 045
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036
ANTIMONY 01097 036
ARSENIC 01002 036
BARIUM 01007 036
BERYLLIUM 01012 036
CADMIUM 01027 036
CHROMIUM (TOTAL) 01034 036
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1210022-045
Source Name: PARSONS WELL - RAW
Source Number: 045
Source Status: ACTIVE RAW
Water type: G
INORGANIC
MERCURY 71900 036 DUE
NICKEL 01067 036 DUE
PERCHLORATE A-031 006 DUE
SELENIUM 01147 036 DUE
THALLIUM 01059 036 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 000 DUE
NITRITE (AS N) 00620 000 DUE
RADIOLOGICAL
GROSS ALPHA 01501 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 000 DUE
1,1,2,2-TETRACHLOROETHANE 34516 000 DUE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 000 DUE
1,1,2-TRICHLOROETHANE 34511 000 DUE
1,1-DICHLOROETHANE 34496 000 DUE
1,1-DICHLOROETHYLENE 34501 000 DUE
1,2,4-TRICHLOROBENZENE 34551 000 DUE
1,2-DICHLOROBENZENE 34536 000 DUE
1,2-DICHLOROETHANE 34531 000 DUE
1,2-DICHLOROPROPANE 34541 000 DUE
1,3-DICHLOROPROPENE (TOTAL) 34561 000 DUE
1,4-DICHLOROBENZENE 34571 000 DUE
BENZENE 34030 000 DUE
CARBON TETRACHLORIDE 32102 000 DUE
CIS-1,2-DICHLOROETHYLENE 77093 000 DUE
DICHLOROMETHANE 34423 000 DUE
ETHYLBENZENE 34371 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 01

Klamath

(530) 224-4800

System Number: 1210022

System Name: RESORT IMPRVMT. DIST. #1

PS Code: 1210022-045
Source Name: PARSONS WELL - RAW

Source Number: 045

Source Status: ACTIVE RAW
Water type: G

REGULATED VOC

METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY

IRON

MAGNESIUM

MANGANESE

ODOR THRESHOLD @ 60 C
PH, LABORATORY

SILVER

SODIUM

SPECIFIC CONDUCTANCE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT

REPORTED

46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383
00440
00916
00445
00940
00081
01042
38260
00900
71830
01045
00927
01055
00086
00403
01077
00929
00095

DRINKING WATER MONITORING SCHEDULE

000
000
000
000
000
000
000
000
000
000

000
000
000
000
036
036
036
036
000
000
036
000
036
036
036
036
000
036

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Klamath
(530) 224-4800

System Number: 1210022
System Name: RESORT IMPRVMT. DIST. #1

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210022-045
Source Name: PARSONS WELL - RAW
Source Number: 045
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SULFATE 00945 036
TOTAL DISSOLVED SOLIDS 70300 036
TURBIDITY, LABORATORY 82079 036
ZINC 01092 036

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE

(vyyy/mm)

DUE
DUE
DUE
DUE
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District Number: 01
Klamath
(530) 224-4800

System Number: 1210023

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: | OLETA C.S.D.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1210023-001
Source Name: 324 MAIN ST. - DISTRIBUTION SYSM
Source Number: 001
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 1210023-004
Source Name: WELL 03 - EAST - RAW
Source Number: 004
Source Status: STANDBY RAW
Water type: G
INORGANIC
ALUMINUM 01105 108 2012/08/15 130.000
ANTIMONY 01097 108 2012/08/15 .000
ARSENIC 01002 108 2012/08/15 2.700
BARIUM 01007 108 2012/08/15 770.000
BERYLLIUM 01012 108 2012/08/15 .000
CADMIUM 01027 108 2012/08/15 .000
CHROMIUM (TOTAL) 01034 108 2012/08/15 .000
CHROMIUM, HEXAVALENT 01032 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 108 2012/08/15 .000
MERCURY 71900 108 2012/08/15 .000
NICKEL 01067 108 2012/08/15 .000
PERCHLORATE A-031 012 2012/08/15 < .000
SELENIUM 01147 108 2012/08/15 .000
THALLIUM 01059 108 2012/08/15 .000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/06/18 .000
NITRITE (AS N) 00620 036 2012/08/15 .000
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/06/10 .090
RADIUM 228 11501 108 2008/02/28 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST
DATE
(vyyy/mm)

2021/08
2021/08
2021/08
2021/08
2021/08
2021/08
2021/08
DUE
2021/08
2021/08
2021/08
2013/08 DUE
2021/08
2021/08

2015/06
2015/08

2017/06
2017/02
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District Number: 01 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Klamath
(